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CODE INFORMATION

CODES
APPLICABLE CODES: UNIFIED FACILITIES CRITERIA (UFC) 1-200-01 (27 NOV 2007 )

INCLUDING CHANGE 2 (27 JAN 2010)
UNIFIED FACILITIES CRITERIA (UFC) 3-600-01 (26 SEP 2006)
INCLUDING CHANGE 1 (14 JUL 2009)
UNIFIED FACILITIES CRITERIA (UFC) 3-600-10N (AUG 2007)
FINAL DRAFT EDITION
INTERNATIONAL BUILDING CODE (IBC) 2006
NFPA 1 (2009), 10 (2007), 13 (2007), 24 (2007), 70 (2008), 72 (2007), 90A (2009), AND 101 (2009)
APPLICABLE PROVISIONS IN THE U.S. ARCHITECTURAL AND TRANSPORTATION BARRIERS COMPLIANCE BOARD’S
AMERICANS WITH DISABILITIES ACT (ADA) AND ARCHITECTURAL BARRIERS ACT (ABA) ACCESSIBILITY
GUIDELINES FOR BUILDINGS AND FACILITIES AND ICC/ANSI 117.1

BUILDING
BUILDING DESCRIPTION: COMMISSARY: 56,847 SF (EXCLUSIVE OF EXTERIOR CANOPY AREAS) - 24' TALL ONE-STORY BUILDING WITH

SINGLE-PLY ROOFING SYSTEM, ON STEEL ROOF DECK, ON STRUCTURAL STEEL FRAME, WITH LOAD BEARING
AND NON-LOAD BEARING EXTERIOR FACE BRICK/CMU MASONRY CAVITY WALLS.  BUILDING TO HAVE FULLY
AUTOMATIC FIRE SPRINKLER SYSTEM

OCCUPANCY CLASSIFICATION: NON-SEPARATED, MIXED USE:
USE GROUPS “M” MERCANTILE, “B” BUSINESS, AND “S-1" STORAGE WITH ACCESSORY USE GROUP “F-1"
FACTORY/INDUSTRIAL (LESS THAN 10% BUILDING AREA)

CONSTRUCTION TYPE: TYPE IIB - UNPROTECTED, NON-COMBUSTIBLE

AREA/HEIGHT LIMITATIONS: USE GROUP “M”: 4 STORIES - 12,500 SF - 55 FEET
USE GROUP “S-1": 3 STORIES - 17,500 SF - 55 FEET
USE GROUP “B”: 4 STORIES - 23,000 SF - 55 FEET
USE GROUP “F-1": 2 STORIES - 15,500 SF - 55 FEET

USE GROUP “M” IS THE MOST RESTRICTIVE AND SHALL APPLY TO THE ENTIRE BUILDING - FIRE SEPARATION
BETWEEN USE GROUPS IS NOT REQUIRED

AREA MODIFICATIONS: FRONTAGE INCREASE:
(960/1005 - 0.25) 30/30
0.9552 - 0.25 = 0.7052 x 1 = 0.7052
12,500 x 0.7052 = 8,815 SF

AUTOMATIC SPRINKLER INCREASE - 300%
12,500 SF x 3.0 = 37,500 SF

MAXIMUM ALLOWABLE BUILDING AREA:
12,500 + 8,815 + 37,500 SF = 58,815 SF

OCCUPANCY
MAXIMUM OCCUPANT LOAD:

MERCANTILE  30 SF / OCCUPANT
SALES AREA   

STORAGE (MODERATE HAZARD) 300 SF / OCCUPANT
RECEIVING/STAGING
COLD STORAGE

BUSINESS:              100 SF / OCCUPANT
ADMIN OFFICES

FACTORY (MODERATE HAZARD) 100 SF / OCCUPANT
FOOD PROCESSING AREAS

EGRESS
EGRESS WIDTH / OCCUPANT: 0.2" WIDTH / OCCUPANT (DOORS / RAMPS)

0.3" WIDTH / OCCUPANT (STAIRS)

TRAVEL DISTANCE 250 FEET PER NFPA 36.2.6.2
(SEE OCCUPANCY/EGRESS PLAN FOR COMPLIANCE)

DEAD END CORRIDORS: 50 FEET PER NFPA 36.2.5.2.1
(SEE OCCUPANCY/EGRESS PLAN FOR COMPLIANCE)

COMMON PATH OF TRAVEL: 100 FEET PER NFPA 36.2.5.3
(SEE OCCUPANCY/EGRESS PLAN FOR COMPLIANCE)

FIRE RATINGS
WALLS/PARTITIONS/ROOF: 0 HR. RATING FOR ROOFS, WALLS, AND PARTITIONS -  EXCEPT 2 HR. RATING REQUIRED WHERE LESS

THAN 5 FEET SEPARATION BETWEEN COMMISSARY AND EXISTING MILITARY CLOTHING STORE

INTERIOR WALL & CEILING CLASS “A” OR CLASS “B” FINISHES PERMITTED
FINISH REQUIREMENTS CLASS “C” TRIM AND INCIDENTAL FINISHES LESS THAN 10% OF AGGREGATE WALL & CEILING AREA

PERMITTED

FIRE PROTECTION
FIRE SUPPRESSION SYSTEM: FULLY AUTOMATIC FIRE SPRINKLER SYSTEM

FIRE EXTINGUISHERS: 75 FEET MAXIMUM ALLOWABLE TRAVEL DISTANCE TO FIRE EXTINGUISHERS
10 LB. TYPE ABC EXTINGUISHERS PROVIDED (TYPICAL)
15 LB TYPE K (WET) EXTINGUISHER PROVIDED IN BAKERY/DELI WORK AREA

BUILDING OCCUPANCY/EGRESS CALCULATIONS

OCCUPANT LOAD
MERCANTILE - STREET LEVEL (1 OCCUPANT / 30 SF)................30,575 SF / 30 = 1,020 OCCUPANTS

BUSINESS  (1 OCCUPANT / 100 SF)................................................  4,463 SF / 100 =    45 OCCUPANTS

FACTORY  (1 OCCUPANT / 100 SF).................................................  3,994 SF / 100 =    40 OCCUPANTS

STORAGE (1 OCCUPANT / 300 SF).................................................16,177 SF / 300 =     54 OCCUPANTS

MAXIMUM OCCUPANT LOAD                                                                                       1,159 OCCUPANTS

THE ABOVE SF AREAS REPRESENT THE FLOOR AREA WITHIN THE INSIDE PERIMETER OF THE OUTSIDE WALLS OF THE BUILDING AS
ALLOWED BY NFPA 101.

EGRESS CALCULATIONS
LEVEL EGRESS COMPONENTS:

4 AUTOMATIC DOOR PACKAGES AT 105" EXIT WIDTH / 0.20 =    2,100 OCCUPANTS

4 SWING DOORS AT 34" EXIT WIDTH / 0.20 =       680 OCCUPANTS

STAIR EGRESS COMPONENTS:

1 STAIR @ 52" EGRESS WIDTH / 0.30 (SEE NOTE BELOW) =      170 OCCUPANTS

NOTE: IF OCCUPANT CAPACITY OF STAIR EXCEEDS LEVEL EGRESS
DOOR CAPACITY - USE LEVEL EGRESS DOOR CAPACITY THAT LEADS
TO STAIR.
(STAIR CAPACITY = 174 / DOOR CAPACITY = 170 - USE DOOR CAPACITY)

TOTAL ALLOWABLE EXIT CAPACITY =   2,950 OCCUPANTS

RESULT:  ALLOWABLE EXIT CAPACITY (2,950) EXCEEDS MAXIMUM OCCUPANT LOAD (1,159) = DESIGN COMPLIES

OCCUPANCY / EGRESS CALCULATIONS BY AREA
AREA “A” EXIT CALCULATIONS:

MERCANTILE AREAS 30,575 SF AT 30 SF / OCCUPANT =  1,020 OCCUPANTS

BUSINESS & FACTORY AREAS 4,227 SF AT 100 SF / OCCUPANT =       43 OCCUPANTS

STORAGE AREAS 199 SF AT 300 SF / OCCUPANT =         1 OCCUPANTS

MAXIMUM OCCUPANT LOAD IN AREA “A” =  1,064 OCCUPANTS

ALLOWABLE EXIT CAPACITY EXITS 1, 2, 3, 4, 5, 8 & 9 PROVIDE EGRESS FOR AN OCCUPANT LOAD OF 2,610 OCCUPANTS
RESULT:  ALLOWABLE EXIT CAPACITY (2,610) EXCEEDS MAXIMUM OCCUPANT LOAD (1,064) = DESIGN
COMPLIES

AREA “B” EXIT CALCULATIONS:

BUSINESS & FACTORY AREAS 4,100 SF AT 100 SF / OCCUPANT =       41 OCCUPANTS

STORAGE AREAS 15,978 SF AT 300 SF / OCCUPANT =       54 OCCUPANTS

MAXIMUM OCCUPANT LOAD IN AREA “B” =       95 OCCUPANTS

ALLOWABLE EXIT CAPACITY EXITS 6 & 7 PROVIDE EGRESS FOR AN OCCUPANT LOAD OF 340 OCCUPANTS

RESULT:  ALLOWABLE EXIT CAPACITY (340) EXCEEDS MAXIMUM OCCUPANT LOAD (95) = DESIGN COMPLIES
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 1/16" = 1'-0"
COMPOSITE EQUIPMENT PLAN

1M00 1 SCALE, PLATFORM

1M10 1 CONVEYOR, MEAT-LOAF, ELECTRIC

1M14 1 CHOPPER, MEAT, 8 LBS. PER MINUTE

1M16 1 MEAT MOLDER ATTACHMENT

1M18 2 MEAT SAW, BAND

1M20-B 1 MIXER, GRINDER, FLOOR MODEL, TANDEM SYSTEM

1M28-BW 2 SCALE/LABELER/WRAPPER SYSTEM, FULL-SIZE

1M30-W 2 SCALE AND PRINTER WITH 3 ROLL WRAPPER SYSTEM

1M34 1 MEAT TENDERIZER

1M37 1 HORIZONTAL SLICER (POWER MEAT CLEAVER)

2A09 1 DESK, STEEL, GENERAL OFFICE (BLACK)

2A16 1 CHAIR, TASK, ERGO WITHOUT ARMS (NYLON/BLACK)

2M00 1 FAT ANALYZING KIT

4SMA 1 SLICER, MEAT, AUTOMATIC

4SPPM-W 2 SCALE/PRINTER, PROGRAMMABLE, 30 LB, STAND-ALONE OR MASTER

4TMP-6 9 TABLE W/ CUTTING BOARD / UNDERSHELF (6'-0" LONG)

1B00 1 BREAD SLICER, TABLE MODEL

2A06A 1 FILE CABINET, 5 DRAWER, LETTER W/ LOCK (BLACK)

2A09 1 DESK, STEEL, GENERAL OFFICE (BLACK)

2A16 1 CHAIR, TASK, ERGO WITHOUT ARMS (NYLON/BLACK)

2B01 4 RACK, BAKERY, PAN COOLING W/ COVER

4TFPE-6 2 TABLE, FOOD PREPARATION, ENCLOSED BASE (30"W X 72"L X 36"H)

2A04 2 REFRIGERATOR-FREEZER, HOUSEHOLD

2A26 2 COMMERCIAL TYPE MICROWAVE OVENS

2A27 5 4 SEAT TABLE W/ CHAIRS

1D16-B 2 PANINI GRILL, DOUBLE

1D21 2 DELI SLICER TABLE

3-2D26 1 PORTABLE SINK (REMOTE SUSHI AREA)

3-4HW1 1 HAND WRAPPER, 1 ROLL, TABLE MODEL

4SMA 2 SLICER, MEAT, AUTOMATIC

4SPPM-W 3 SCALE/PRINTER, PROGRAMMABLE, 30 LB, STAND-ALONE OR MASTER

4TFPE-6 4 TABLE, FOOD PREPARATION, ENCLOSED BASE (30"W X 72"L X 36"H)

1A04 3 OFFICE SET, MANAGEMENT

1E00 4 CART, SHOPPING, HANDICAP, BATTERY

1E03-B 8 CHECKOUT COUNTER, MEDIUM COMMISSARY, POSM

1E04 1 SELF CHECKOUT QUADS

1E06-A 1 QUEING SYSTEM, CHECKOUT, TRAFFIC CONTROL ( 36 STANCHIONS )

1E10 1 SAFE - 39 CU. FT. CAPACITY

2A16 8 CHAIR, TASK, ERGO WITHOUT ARMS (NYLON/BLACK)

2A18 2 CONFERENCE TABLE WITH ROTARY CHAIRS

2E02-D 168 SHOPPING CART, NESTING, WIRE BASKET

2G14-A 156 1248 SHELVING, ADJUSTABLE GONDOLA, CANTILEVER, ISLAND TYPE

2G14-C 9 CONTOURED END DISPLAY UNIT

2G14-D 12 48 SHELVING, ADJUSTABLE HALF-GONDOLA, CANTILEVER, WALL TYPE, 4 FT

2G14-D (3) 1 3 SHELVING, ADJUSTABLE HALF-GONDOLA, CANTILEVER, WALL TYPE, 3 FT

2G14-I 8 END PLATFORM DISPLAY DECK, FREESTANDING SLOPED DISPLAY

2G17-B 1 NEW PRODUCT DISPLAY CASE, LOW PROFILE / HORIZONTAL, 5 FT LONG

2V03 1 COUNTERTOP MICROWAVE OVEN

2V06 1 REFRIGERATOR / FREEZER, 15 CU. FT.

2V16 1 DESK, STEEL, GENERAL OFFICE

2V17-B 1 CHAIR, TASK, ERGO WITH ARMS, LOW BACK

1P18 1 SCALE, PLATFORM. MOBILE

2A09 1 DESK, STEEL, GENERAL OFFICE (BLACK)

2A16 1 CHAIR, TASK, ERGO WITHOUT ARMS (NYLON/BLACK)

2P08-A 16 TILT TOP TABLE, 48" X 48" W/ PULL-OUT DRAWER

2P16-A 2 ORCHARD BIN (FOR USE WITHOUT ICE)

2P16-B 2 ORCHARD BIN (FOR USE WITH ICE)

2P22-B 8 MOBILE END CAP FOR 48" EURO TABLE

3-2P02-H 5 PLANT DISPLAY

4TFPBS-6 2 TABLE, FOOD PREPARATION W/ BACKSPLASH & UNDERSHELF

1R05-B 3 PALLET JACK, ELECTRIC, WALKIE STACKER, 3000 LB. CAPACITY

1R06-A 1 FORKLIFT, SIT-DOWN, ELECTRIC, 4500 LB CAPACITY

2A09 2 DESK, STEEL, GENERAL OFFICE (BLACK)

2A16 2 CHAIR, TASK, ERGO WITHOUT ARMS (NYLON/BLACK)

2R00-C 1 CABINET, STORAGE, FLAMMABLE LIQUIDS, 60 GALLON CAPACITY

2R00-D 1 CABINET, STORAGE, LP CYLINDER, 5-10 CYLINDER CAPACITY

MEAT DEPARTMENT EQUIPMENT
MARK QTY. LIN. FT. DESCRIPTION

1M04-8 3 24 CASE, PREPACKAGED DELI, MULTI-DECK, 8 FT

1M04-12 2 24 CASE, PREPACKAGED DELI, MULTI-DECK, 12 FT

1M07-8 1 8 CASE, FRESH MEAT OR DELI, MULTI-DECK, 8 FT

1M07-12 7 84 CASE, FRESH MEAT OR DELI, MULTI-DECK, 12 FT

2M06 1 WALL MOUNT DRENCH HOSE

4S00 2 HAND WASH SINK

4S03-D 1 SINK, 3 COMPARTMENT, SS

BAKERY EQUIPMENT
MARK QTY. LIN. FT. DESCRIPTION

1B08-2 1 CASE, FROZEN FOOD, W/ 2 GLASS DOORS

1B10-A 1 FREEZER, REACH-IN, 52 CUBIC FEET

1B12-A 1 OVEN, ROTARY, ROLL-IN, SINGLE RACK, ELECTRIC

1B20-A 1  PROOFER, ROLL-IN

1B29-A 1 SELF-SERVICE NON-REFRIGERATED BAKERY DISPLAY CASE

1B30-A 1 SELF-SERVICE REFRIGERATED BAKERY DISPLAY CASE

4S00 1 HAND WASH SINK

BREAKROOM EQUIPMENT
MARK QTY. LIN. FT. DESCRIPTION

- 3 ADA COMPLIANT LOCKER BENCH

4CKT 2 KITCHEN COUNTER W/SINK

4L01-ADA 5 LOCKER, CLOTHING, SINGLE TIER (ADA COMPLIANT)

4L02 32 LOCKER, CLOTHING, DOUBLE TIER (64 INDIVIDUAL 36" TALL LOCKERS)

4L03 3 LOCKER, CLOTHING, 6 TIER (18 INDIVIDUAL 12" TALL LOCKERS)

DELICATESSEN EQUIPMENT
MARK QTY. LIN. FT. DESCRIPTION

1D00-12 2 24 CASE, DELI, REFRIGERATED, CLERK SERVICE, 12 FT

1D04-A 1 REFRIGERATOR, REACH-IN, 52 CUBIC FEET

1D07-6 1 6 SUSHI PREPARATION TABLE (MOBILE ISLAND, REFRIGERATED, SELF-CONTAINED)

1D09 1 HOT FOODS, SINGLE SECTION, ROTISSERIE OVEN, 32 CHICKEN, COUNTER TOP W/

BASE CABINET

1D14-A 1 CASE, HOT FOODS, HEATED, SELF-SERVICE ISLAND, 3 WELLS W/ BASE

1D17-6 1 PREPERATION AND DISPLAY CASE FOR PIZZA AND SANDWICHES

1D22-6 1 12 CASE, WIDE ISLAND DISPLAY, SELF-CONTAINED W/END DISPLAYS

1G24-6 1 MECHANDISER, GRAB N' GO, SELF-CONTAINED, MULTI-DECK, 6 FT

2M06 1 WALL MOUNT DRENCH HOSE

3-2D04 1 TAKE-A-NUMBER SYSTEM, DIGITAL

4S00 1 HAND WASH SINK

4S03-D 1 SINK, 3 COMPARTMENT, SS

FRONT END EQUIPMENT
MARK QTY. LIN. FT. DESCRIPTION

1A00 1 PAGING, INTERCOM, AND MUSIC SYSTEM

1A03-N 1 CLERICAL WORK STATION - NO OVERHEAD STORAGE

1A03-R 6 ADMINISTRATIVE WORK STATION

1E12-C 2 KEY CONTROL CABINET, 48 KEY SETS

3-2A20 2 BABY CHANGING STATION

MEDICAL FOOD INPSECTION EQUIPMENT
MARK QTY. LIN. FT. DESCRIPTION

4CKT-D 1 KITCHEN COUNTER W/SINK AND DISPOSAL

GROCERY EQUIPMENT
MARK QTY. LIN. FT. DESCRIPTION

1G02-12 7 84 CASE, DAIRY, MULTI-DECK, 12FT

1G06 2 CASE, FROZEN FOOD, WIDE ISLAND, END CAP

1G07-8 2 16 CASE, FROZEN FOOD, WIDE ISLAND, 8 FT

1G10-3 6 18 DRS CASE, FROZEN FOOD, W/ 3 GLASS DOORS

1G10-5 8 40 DRS CASE, FROZEN FOOD, W/ 5 GLASS DOORS

1G11 16 16 DRS REMOTE, DAIRY, REACH-IN DOORS, MILK/EGGS/JUICE

1G12-3 3 9 DRS CASE, ICE CREAM, FROZEN FOODS, AND FROZEN JUICE W/ 3 GLASS DOORS

1G12-4 1 4 DRS CASE, ICE CREAM, FROZEN FOODS, AND FROZEN JUICE W/ 4 GLASS DOORS

1G12-5 9 45 DRS CASE, ICE CREAM, FROZEN FOODS, AND FROZEN JUICE W/ 5 GLASS DOORS

4S01-L 1 SINK, 1 COMPARTMENT, SS, W/HOSE SPRAYER

PRODUCE EQUIPMENT
MARK QTY. LIN. FT. DESCRIPTION

1P03-12 5 60 CASE, PRODUCE, REFRIGERATED, SINGLE-DECK, 12 FT

1P07-8 2 16 CASE, PRODUCE, PRE-CUT VEGETABLES, REFRIGERATED, 8 FT

1P07-12 4 48 CASE, PRODUCE, PRE-CUT VEGETABLES, REFRIGERATED, 12 FT

2M06 1 WALL MOUNT DRENCH HOSE

2P07-B 1 PRODUCE MISTING SYSTEM

4S00 1 HAND WASH SINK

4S03-D 1 SINK, 3 COMPARTMENT, SS

41FWT1 1 ICE FLAKER W/ ICE TRANSPORT SYSTEM & ONE PORTABLE STORAGE CART

STAGING/RECEIVING EQUIPMENT
MARK QTY. LIN. FT. DESCRIPTION

1R00-B 2 BALER, CARDBOARD, VERTICAL, MEDIUM

1R09 1 DAMAGED MECHANDISE UNIT

2R05 1 EYE/FACE AND BODY SPRAY

2R16 31 RACK, STORAGE, GALVANIZED, 96" H X 30" D X 96" W

2R17 6 STORAGE RACK, PALLET, PAINTED, 96" H X 42" D X 96" W

4S02-D 1 SINK, TWO COMPARTMENT, SS W/DISPOSAL

1 ENTRY VESTIBULE 243 SF

2A EXIT VESTIBULE 248 SF

2B EXIT VESTIBULE 367 SF

3 BAGGER RETURN VESTIBULE 256 SF

4 CASHIER'S OFFICE 166 SF

5 CASH COUNTING ROOM 96 SF

6 CUSTOMER SERVICE 145 SF

8 CART STORAGE 622 SF

10 CUSTOMER RESTROOM (MEN) 161 SF

11 CUSTOMER RESTROOM (WOMEN) 161 SF

12 STORE DIRECTOR 182 SF

13 ADMINISTRATIVE ENTRY VESTIBULE 38 SF

14 ADMINISTRATIVE CORRIDOR 125 SF

15 ADMINISTRATIVE AREA 822 SF

15A SECRETARY OFFICE 161 SF

16A EMPLOYEE BREAK ROOM 323 SF

16B EMPLOYEE BREAK ROOM 419 SF

17 TRAINING ROOM 336 SF

18 STORE ADMINISTRATOR 161 SF

18A ZONE MANAGER 161 SF

20A JANITORS CLOSET 39 SF

20B JANITORS CLOSET 52 SF

20C JANITORS CLOSET 32 SF

21A VESTIBULE (RECEIVING/STAGING TO SALES AREA) 352 SF

21B VESTIBULE (RECEIVING/STAGING TO SALES AREA) 381 SF

23 DAMAGED MERCHANDISE 157 SF

24 DAMAGED MERCHANDISE SALES NICHE 215 SF

25 LOCKER ROOM (WOMEN) 162 SF

26 EMPLOYEE RESTROOM (WOMEN) 138 SF

27 EMPLOYEE RESTROOM (MEN) 138 SF

28 LOCKER ROOM (MEN) 162 SF

30 CONTRACTOR STOCKER STORAGE 225 SF

31 STAIRWELL 234 SF

31A COMMUNICATIONS ROOM (CISIC) 120 SF

31B COMMUNICATIONS CLOSET (CISIC) 36 SF

31C SPRINKLER ROOM 171 SF

31D ELECTRICAL ROOM 128 SF

31E ELECTRICAL ROOM 76 SF

31F ELECTRICAL ROOM 121 SF

31G ELECTRICAL ROOM 32 SF

32 SENSITIVE STORAGE 138 SF

34 MEDICAL FOOD INSPECTION OFFICE 72 SF

35 RECEIVING MANAGER 110 SF

36/37 RECEIVING AREA / STAGING AREA 8,017 SF

38 MHE CHARGING AREA 181 SF

43A PRODUCE CHILLED STORAGE 400 SF

43B PRODUCE CHILLED STORAGE (GAS) 504 SF

44A PRODUCE PROCESSING 496 SF

44B PRODUCE AMBIENT STORAGE 406 SF

45 PRODUCE MANAGER 105 SF

55 MEAT PROCESSING 870 SF

56 MEAT WRAPPING 677 SF

57 MEAT MANAGER 105 SF

59/61/62 MEAT CHILL STORAGE / PREPACK MEAT CHILL STORAGE / POULTRY CHILL

STORAGE

1,383 SF

67 DAIRY STORAGE 1,094 SF

68 FROZEN FOOD STORAGE 1,405 SF

69 SALES AREA 24,743 SF

70/72 DELI / BAKERY SERVICE AREA 605 SF

73/74 DELI / BAKERY PREPARATION AREA 504 SF

75 BAKERY CHILL STORAGE 280 SF

81 CHECKOUT 2,325 SF

82 SINGLE LINE QUEUING 1,092 SF

84 VENDORS ROOM 109 SF

PLAN
NORTH

EQUIPMENT SCHEDULE EQUIPMENT SCHEDULE (CONTINUED)

ROOM INDEX

SYMBOL LEGEND

BUILDING AREA

GRAPHIC SCALE: 1/16" = 1'-0"
0 8' 16' 32'

BUILDING AREA 56,847 SF
CANOPY AREA (HALF)     1,180 SF
TOTAL BUILDING 58,027 SF
(Less Mech/Elec Rooms)        1,071 SF
NET BUILDING AREA  56,956 SF

IN ACCORDANCE WITH DECA DESIGN CRITERIA, MECHANICAL EQUIPMENT ROOMS ARE
NOT INCLUDED IN AUTHORIZED BUILDING AREA

EXISTING  NAVY EXCHANGE

SITE EQUIPMENT
MARK QTY. LIN. FT. DESCRIPTION

- 3 BENCH

- 1 BICYCLE RACK

2E11-C 4 COVERED SHOPPING CART CORRAL

- 3 TRASH RECEPTACLE
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 1/8" = 1'-0"
EQUIPMENT PLAN AREA A

30 CONTRACTOR STOCKER STORAGE

31 STAIRWELL

31A COMMUNICATIONS ROOM (CISIC)

31B COMMUNICATIONS CLOSET (CISIC)

31C SPRINKLER ROOM

31D ELECTRICAL ROOM

31E ELECTRICAL ROOM

31F ELECTRICAL ROOM

31G ELECTRICAL ROOM

32 SENSITIVE STORAGE

34 MEDICAL FOOD INSPECTION OFFICE

35 RECEIVING MANAGER

36/37 RECEIVING AREA / STAGING AREA

38 MHE CHARGING AREA

43A PRODUCE CHILLED STORAGE

43B PRODUCE CHILLED STORAGE (GAS)

44A PRODUCE PROCESSING

44B PRODUCE AMBIENT STORAGE

45 PRODUCE MANAGER

55 MEAT PROCESSING

56 MEAT WRAPPING

57 MEAT MANAGER

59/61/62 MEAT CHILL STORAGE / PREPACK MEAT

CHILL STORAGE / POULTRY CHILL

STORAGE

67 DAIRY STORAGE

68 FROZEN FOOD STORAGE

69 SALES AREA

70/72 DELI / BAKERY SERVICE AREA

73/74 DELI / BAKERY PREPARATION AREA

75 BAKERY CHILL STORAGE

81 CHECKOUT

82 SINGLE LINE QUEUING

84 VENDORS ROOM

1 ENTRY VESTIBULE

2A EXIT VESTIBULE

2B EXIT VESTIBULE

3 BAGGER RETURN VESTIBULE

4 CASHIER'S OFFICE

5 CASH COUNTING ROOM

6 CUSTOMER SERVICE

8 CART STORAGE

10 CUSTOMER RESTROOM (MEN)

11 CUSTOMER RESTROOM (WOMEN)

12 STORE DIRECTOR

13 ADMINISTRATIVE ENTRY VESTIBULE

14 ADMINISTRATIVE CORRIDOR

15 ADMINISTRATIVE AREA

15A SECRETARY OFFICE

16A EMPLOYEE BREAK ROOM

16B EMPLOYEE BREAK ROOM

17 TRAINING ROOM

18 STORE ADMINISTRATOR

18A ZONE MANAGER

20A JANITORS CLOSET

20B JANITORS CLOSET

20C JANITORS CLOSET

21A VESTIBULE (RECEIVING/STAGING TO

SALES AREA)

21B VESTIBULE (RECEIVING/STAGING TO

SALES AREA)

23 DAMAGED MERCHANDISE

24 DAMAGED MERCHANDISE SALES NICHE

25 LOCKER ROOM (WOMEN)

26 EMPLOYEE RESTROOM (WOMEN)

27 EMPLOYEE RESTROOM (MEN)

28 LOCKER ROOM (MEN)

ROOM INDEX

SYMBOL LEGEND

KEY PLAN

SHEET KEY NOTES

GRAPHIC SCALE: 1/8" = 1'-0"
0 4' 8' 16'

PLAN
NORTH

1 STAINLESS STEEL BUMPER RAIL SYSTEM (10261) - SEE DETAIL K/A9.2

2 PROTECTION POST (10261) - SEE DETAIL D/A9.2

3 CASE CORNER GUARD (10261) - SEE DETAIL K/A9.2

4 CART RAIL (10261) - SEE DETAIL V/A9.1

5 PROVIDE CLOSURE AT TOP AND ENDS OF DISPLAY CASES - SEE DETAIL E/A9.2 AND

F/A9.2

6 LOCKERS ON WOOD BASE - SEE DETAIL R/A8.2

7 THREE 1'-0" DEEP WOOD SHELVES ON ADJUSTABLE STANDARDS (06402)

8 PROVIDE STAINLESS STEEL CLOSURE AT TOP OF CASE. SEAL AIR TIGHT (SHOWN

HATCHED)

9 WOOD BUMPER RAIL (10261) - SEE DETAIL H/A9.2 AND J/A9.2

10 TRAINING ROOM CABINET SEE DETAIL U/A9.2

11 CHAIR RAIL - SEE DETAIL T/A8.2

12 CART BUMPER (10261)

13 COUNTER - SEE DETAIL J/A8.5

14 BUILDING KEY BOX, BOTTOM OF BOX @ 7'-4" A.F.F. (08710)

15 STAINLESS STEEL WALL PANEL 5'-0"W X 7'-0"H MOUNT 3'-0" ABOVE FLOOR SLAB

(05500)

16 BRONZE SURCHARGE PLAQUE (GF/CI) MOUNT BOTTOM OF PLAQUE 5'-0" AFF
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28

30 CONTRACTOR STOCKER STORAGE

31 STAIRWELL

31A COMMUNICATIONS ROOM (CISIC)

31B COMMUNICATIONS CLOSET (CISIC)

31C SPRINKLER ROOM

31D ELECTRICAL ROOM

31E ELECTRICAL ROOM

31F ELECTRICAL ROOM

31G ELECTRICAL ROOM

32 SENSITIVE STORAGE

34 MEDICAL FOOD INSPECTION OFFICE

35 RECEIVING MANAGER

36/37 RECEIVING AREA / STAGING AREA

38 MHE CHARGING AREA

43A PRODUCE CHILLED STORAGE

43B PRODUCE CHILLED STORAGE (GAS)

44A PRODUCE PROCESSING

44B PRODUCE AMBIENT STORAGE

45 PRODUCE MANAGER

55 MEAT PROCESSING

56 MEAT WRAPPING

57 MEAT MANAGER

59/61/62 MEAT CHILL STORAGE / PREPACK MEAT

CHILL STORAGE / POULTRY CHILL

STORAGE

67 DAIRY STORAGE

68 FROZEN FOOD STORAGE

69 SALES AREA

70/72 DELI / BAKERY SERVICE AREA

73/74 DELI / BAKERY PREPARATION AREA

75 BAKERY CHILL STORAGE

81 CHECKOUT

82 SINGLE LINE QUEUING

84 VENDORS ROOM

1 ENTRY VESTIBULE

2A EXIT VESTIBULE

2B EXIT VESTIBULE

3 BAGGER RETURN VESTIBULE

4 CASHIER'S OFFICE

5 CASH COUNTING ROOM

6 CUSTOMER SERVICE

8 CART STORAGE

10 CUSTOMER RESTROOM (MEN)

11 CUSTOMER RESTROOM (WOMEN)

12 STORE DIRECTOR

13 ADMINISTRATIVE ENTRY VESTIBULE

14 ADMINISTRATIVE CORRIDOR

15 ADMINISTRATIVE AREA

15A SECRETARY OFFICE

16A EMPLOYEE BREAK ROOM

16B EMPLOYEE BREAK ROOM

17 TRAINING ROOM

18 STORE ADMINISTRATOR

18A ZONE MANAGER

20A JANITORS CLOSET

20B JANITORS CLOSET

20C JANITORS CLOSET

21A VESTIBULE (RECEIVING/STAGING TO

SALES AREA)

21B VESTIBULE (RECEIVING/STAGING TO

SALES AREA)

23 DAMAGED MERCHANDISE

24 DAMAGED MERCHANDISE SALES NICHE

25 LOCKER ROOM (WOMEN)

26 EMPLOYEE RESTROOM (WOMEN)

27 EMPLOYEE RESTROOM (MEN)

28 LOCKER ROOM (MEN)

ROOM INDEX

SYMBOL LEGEND

KEY PLAN

SHEET KEY NOTES

 1/8" = 1'-0"
EQUIPMENT PLAN AREA B

PLAN
NORTH

GRAPHIC SCALE: 1/8" = 1'-0"
0 4' 8' 16'

1 STAINLESS STEEL BUMPER RAIL SYSTEM (10261) - SEE DETAIL K/A9.2

2 PROTECTION POST (10261) - SEE DETAIL D/A9.2

3 CART BUMPER (10261)

4 WOOD BUMPER RAIL (10261) - SEE DETAIL H/A9.2 AND J/A9.2

5 PROVIDE CLOSURE AT TOP AND ENDS OF DISPLAY CASES - SEE DETAIL E/A9.2 AND

F/A9.2

6 LOCKERS ON CONCRETE BASE - SEE DETAIL S/A8.2

7 CART CORALS WITH ROLL-IN MILK AND EGG CARTS (13033) - SEE DETAIL T/A9.2

8 CONCRETE FILLED BUMPER POST, 4" DIAMETER, U.N.O. - SEE DETAIL C/A9.2

9 PALLET RACK CORNER GUARD (10670)

10 PAINT A CONTINUOUS 6" WIDE RED STRIPE AT 12'-0" ABOVE FLOOR SLAB ON ALL

SURFACES OF ROOMS 30, 36, 37, AND 38. PROVIDE ONE PLASTIC SIGN CENTERED

ON EACH WALL SURFACE - SEE DETAIL G/A9.2

11 BALER WIRE STORAGE : 14' LONG, 6" DIA. OPEN - ENDED PVC PIPE - MOUNT ON WALL

48" A.F.F. WITH THREE PVC PIPE HANGERS

12 THREE 1'-0" DEEP WOOD SHELVES ON ADJUSTABLE STANDARDS (06402)

13 PROVIDE PUSH BUTTON WITH INTERIOR DOOR IDENTIFICATION SIGNAGE "MEAT

DEPARTMENT" WITH DIRECTION "PUSH BUTTON FOR ASSISTANCE"

14 PROVIDE PUSH BUTTON WITH INTERIOR DOOR IDENTIFICATION SIGNAGE "PRODUCE

DEPARTMENT" WITH DIRECTION "PUSH BUTTON FOR ASSISTANCE"
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FLOOR PLAN - AREA A

A2.1

PFZ

03 JAN 12 CONSTRUCTION ISSUE

03 JAN 12

29

 1/8" = 1'-0"
FLOOR PLAN AREA A

30 CONTRACTOR STOCKER STORAGE

31 STAIRWELL

31A COMMUNICATIONS ROOM (CISIC)

31B COMMUNICATIONS CLOSET (CISIC)

31C SPRINKLER ROOM

31D ELECTRICAL ROOM

31E ELECTRICAL ROOM

31F ELECTRICAL ROOM

31G ELECTRICAL ROOM

32 SENSITIVE STORAGE

34 MEDICAL FOOD INSPECTION OFFICE

35 RECEIVING MANAGER

36/37 RECEIVING AREA / STAGING AREA

38 MHE CHARGING AREA

43A PRODUCE CHILLED STORAGE

43B PRODUCE CHILLED STORAGE (GAS)

44A PRODUCE PROCESSING

44B PRODUCE AMBIENT STORAGE

45 PRODUCE MANAGER

55 MEAT PROCESSING

56 MEAT WRAPPING

57 MEAT MANAGER

59/61/62 MEAT CHILL STORAGE / PREPACK MEAT

CHILL STORAGE / POULTRY CHILL

STORAGE

67 DAIRY STORAGE

68 FROZEN FOOD STORAGE

69 SALES AREA

70/72 DELI / BAKERY SERVICE AREA

73/74 DELI / BAKERY PREPARATION AREA

75 BAKERY CHILL STORAGE

81 CHECKOUT

82 SINGLE LINE QUEUING

84 VENDORS ROOM

1 ENTRY VESTIBULE

2A EXIT VESTIBULE

2B EXIT VESTIBULE

3 BAGGER RETURN VESTIBULE

4 CASHIER'S OFFICE

5 CASH COUNTING ROOM

6 CUSTOMER SERVICE

8 CART STORAGE

10 CUSTOMER RESTROOM (MEN)

11 CUSTOMER RESTROOM (WOMEN)

12 STORE DIRECTOR

13 ADMINISTRATIVE ENTRY VESTIBULE

14 ADMINISTRATIVE CORRIDOR

15 ADMINISTRATIVE AREA

15A SECRETARY OFFICE

16A EMPLOYEE BREAK ROOM

16B EMPLOYEE BREAK ROOM

17 TRAINING ROOM

18 STORE ADMINISTRATOR

18A ZONE MANAGER

20A JANITORS CLOSET

20B JANITORS CLOSET

20C JANITORS CLOSET

21A VESTIBULE (RECEIVING/STAGING TO

SALES AREA)

21B VESTIBULE (RECEIVING/STAGING TO

SALES AREA)

23 DAMAGED MERCHANDISE

24 DAMAGED MERCHANDISE SALES NICHE

25 LOCKER ROOM (WOMEN)

26 EMPLOYEE RESTROOM (WOMEN)

27 EMPLOYEE RESTROOM (MEN)

28 LOCKER ROOM (MEN)

ROOM INDEX

SYMBOL LEGEND

KEY PLAN

SHEET KEY NOTES

GRAPHIC SCALE: 1/8" = 1'-0"
0 4' 8' 16'

PLAN
NORTH

1 HAND SINK - SEE PLUMBING DRAWINGS

2 STAINLESS STEEL SINK, SEE PLUMBING DRAWINGS

3 SEMI RECESSED FIRE EXTINGUISHER CABINET WITH EXTINGUISHER (10520) CENTER

OF CABINET 4'-0" AFF WITH SIGNAGE ON F.E. CABINET DOOR

4 MOP BASIN - SEE PLUMBING DRAWINGS

5 THREE 1'-0" DEEP WOOD SHELVES ON ADJUSTABLE STANDARDS (06402)

6 ELECTRIC WATER COOLER - SEE PLUMBING DRAWINGS

7 RECESSED FLOOR GRILLE (12485)

8 LOCKERS ON WOOD BASE - SEE DETAIL R/A8.2

9 4CKT KITCHEN COUNTER WITH SINK AND WALL CABINETS ABOVE - SEE DETAIL H/A8.5

10 FACE OF SOFFIT ABOVE SHOWN DASHED

11 FACE OF CANOPY ABOVE SHOWN DASHED

12 DIMENSION INDICATED IS BASED ON THE SPECIFIED DISPLAY CASE MANUFACTURER

FIXTURE SIZES AND REQUIRED CLEARANCES, IF COMPARABLE PRODUCTS FROM

ANOTHER MANUFACTURER ARE PROVIDED, ADJUST DIMENSIONS ACCORDINGLY

13 REFRIGERATION PIT - SEE DETAIL G/A8.4 AND STRUCTURAL DRAWINGS

14 PVC CHASE UNDER SLAB - SEE G/A8.4 AND REFRIGERATION DRAWINGS

15 PAINT EXPOSED STEEL COLUMN N-1 (09910)

16 PROVIDE 6’-0” HIGH STAINLESS STEEL METAL COLUMN COVER (05500). FORM

COLUMN COVERS TO TIGHTLY FIT BUILDING COLUMNS. GENTLY RADIUS CORNERS TO

MATCH BUILDING COLUMN. RETURN VERTICAL EDGES AND BEND TO FORM HOOK

THAT WILL ENGAGE CONTINUOUS MOUNTING CLIPS. SECURE TO COLUMN WITH

ADHESIVE. PAINT EXPOSED STEEL COLUMN N-1 ABOVE 6’-0”.

17 TRAINING ROOM CABINET - SEE DETAIL U/A9.2

18 VENDORS ROOM COUNTER - SEE DETAIL J/A9.2

19 SKYLIGHT ABOVE SHOWN DASHED

20 PROVIDE SOUND ATTENUATION BATTS IN PARTITONS AND CEILING OF THIS ROOM
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RESINOUS FLOORING

3A DOOR TAG - SEE SHEET A10.1

1t PARTITON TYPE

1i WINDOW TAG - SEE SHEET A10.4
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30

30 CONTRACTOR STOCKER STORAGE

31 STAIRWELL

31A COMMUNICATIONS ROOM (CISIC)

31B COMMUNICATIONS CLOSET (CISIC)

31C SPRINKLER ROOM

31D ELECTRICAL ROOM

31E ELECTRICAL ROOM

31F ELECTRICAL ROOM

31G ELECTRICAL ROOM

32 SENSITIVE STORAGE

34 MEDICAL FOOD INSPECTION OFFICE

35 RECEIVING MANAGER

36/37 RECEIVING AREA / STAGING AREA

38 MHE CHARGING AREA

43A PRODUCE CHILLED STORAGE

43B PRODUCE CHILLED STORAGE (GAS)

44A PRODUCE PROCESSING

44B PRODUCE AMBIENT STORAGE

45 PRODUCE MANAGER

55 MEAT PROCESSING

56 MEAT WRAPPING

57 MEAT MANAGER

59/61/62 MEAT CHILL STORAGE / PREPACK MEAT

CHILL STORAGE / POULTRY CHILL

STORAGE

67 DAIRY STORAGE

68 FROZEN FOOD STORAGE

69 SALES AREA

70/72 DELI / BAKERY SERVICE AREA

73/74 DELI / BAKERY PREPARATION AREA

75 BAKERY CHILL STORAGE

81 CHECKOUT

82 SINGLE LINE QUEUING

84 VENDORS ROOM

1 ENTRY VESTIBULE

2A EXIT VESTIBULE

2B EXIT VESTIBULE

3 BAGGER RETURN VESTIBULE

4 CASHIER'S OFFICE

5 CASH COUNTING ROOM

6 CUSTOMER SERVICE

8 CART STORAGE

10 CUSTOMER RESTROOM (MEN)

11 CUSTOMER RESTROOM (WOMEN)

12 STORE DIRECTOR

13 ADMINISTRATIVE ENTRY VESTIBULE

14 ADMINISTRATIVE CORRIDOR

15 ADMINISTRATIVE AREA

15A SECRETARY OFFICE

16A EMPLOYEE BREAK ROOM

16B EMPLOYEE BREAK ROOM

17 TRAINING ROOM

18 STORE ADMINISTRATOR

18A ZONE MANAGER

20A JANITORS CLOSET

20B JANITORS CLOSET

20C JANITORS CLOSET

21A VESTIBULE (RECEIVING/STAGING TO

SALES AREA)

21B VESTIBULE (RECEIVING/STAGING TO

SALES AREA)

23 DAMAGED MERCHANDISE

24 DAMAGED MERCHANDISE SALES NICHE

25 LOCKER ROOM (WOMEN)

26 EMPLOYEE RESTROOM (WOMEN)

27 EMPLOYEE RESTROOM (MEN)

28 LOCKER ROOM (MEN)

ROOM INDEX

SYMBOL LEGEND

KEY PLAN

SHEET KEY NOTES

 1/8" = 1'-0"
FLOOR PLAN AREA B

GRAPHIC SCALE: 1/8" = 1'-0"
0 4' 8' 16'

PLAN
NORTH

1 HAND SINK - SEE PLUMBING DRAWINGS

2 CONCRETE CURB WITH RESINOUS FLOORING (SEE DETAIL M/A9.2)

3 CONCRETE CURB, TYPICAL SYMBOL (SEE DETAIL M/A9.2)

4 DOCK LEVELER (11160)

5 DOCK SEAL (11160)

6 STAINLESS STEEL SINK, SEE PLUMBING DRAWINGS

7 FIRE EXTINGUSHER MOUNTING BRACKET WITH EXTINGUSHER AND WALL SIGNAGE

(10520) BOTTOM OF MOUNTING BRACKET 3'-0" AFF. BOTTOM OF WALL SIGNAGE 5'-0" AFF

8 FLOOR DRAIN - SLOPE FLOOR TO DRAIN AS INDICATED

9 PAINT A CONTINUOUS 6" WIDE RED STRIPE AT 12'-0" ABOVE FLOOR SLAB ON ALL

SURFACES OF ROOMS 30, 36, 37, AND 38. PROVIDE ONE PLASTIC SIGN CENTERED ON

EACH WALL SURFACE - SEE DETAIL G/A9.2

10 MOP BASIN - SEE PLUMBING DRAWINGS

11 THREE 1'-0" DEEP WOOD SHELVES ON ADJUSTABLE STANDARDS (06402)

12 SEMI RECESSED FIRE EXTINGUISHER CABINET WITH EXTINGUISHER (10520) CENTER OF

CABINET 4'-0" AFF WITH SIGNAGE ON F.E. CABINET DOOR

13 MHE CHARGING AREA: 4" WIDE SAFETY YELLOW CROSS - HATCH TRAFFIC PAINT STRIPING

ON FLOOR, 1'-4" O.C.

14 4CKT KITCHEN COUNTER WITH SINK AND WALL CABINETS ABOVE - SEE DETAIL H/A8.5

15 STAINLESS STEEL CLOSURE BETWEEN COLD STORAGE ROOM AND ADJACENT WALL - SEE

DETAIL L/A9.2

16 LOCKERS ON CONCRETE BASE - SEE DETAIL S/A8.2

17 FACE OF SOFFIT ABOVE SHOWN DASHED

18 OPENING FOR 1G11 DOORS SEE PLAN DETAIL T/A9.2 AND ELEVATION P/A9.2 FOR

ADDITIONAL INFORMATION

19 DIMENSION INDICATED IS BASED ON THE SPECIFIED DISPLAY CASE MANUFACTURER

FIXTURE SIZES AND REQUIRED CLEARANCES, IF COMPARABLE PRODUCTS FROM ANOTHER

MANUFACTURER ARE PROVIDED, ADJUST DIMENSIONS ACCORDINGLY

20 FACE OF CANOPY ABOVE SHOWN DASHED

21 SUMP PIT - SEE PLUMBING DRAWINGS FOR DETAILS

22 STEAM PIT

23 STEEL PIPE RAILINGS ( 05521 )

24 SKYLIGHT ABOVE SHOWN DASHED

25 THRESHOLD

26 ELECTRIC WATER COOLER - SEE PLUMBING DRAWINGS

27 CHAIN LINK FENCE ENCLOSURE (02821)

28 DOCK BUMPER (11160)

29 TRUCK DOCK ANCHOR (11160)

30 CONCRETE STOOP
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1i

ACOUTICAL PANEL CEILING

DEFS SOFFIT

GYP.BD.

COOLER CEILING PANEL

UNIT COOLER

UNIT COOLER

1x4  FLOURESCENT LIGHT FIXTURE

1x8  FLOURESCENT LIGHT FIXTURE

2X4  FLOURESCENT LIGHT FIXTURE

RECESSED CAN  LIGHT FIXTURE
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31C SPRINKLER ROOM

31D ELECTRICAL ROOM

31E ELECTRICAL ROOM

31F ELECTRICAL ROOM

31G ELECTRICAL ROOM

32 SENSITIVE STORAGE

34 MEDICAL FOOD INSPECTION OFFICE

35 RECEIVING MANAGER

36/37 RECEIVING AREA / STAGING AREA

38 MHE CHARGING AREA

43A PRODUCE CHILLED STORAGE

43B PRODUCE CHILLED STORAGE (GAS)

44A PRODUCE PROCESSING

44B PRODUCE AMBIENT STORAGE

45 PRODUCE MANAGER

55 MEAT PROCESSING

56 MEAT WRAPPING

57 MEAT MANAGER

59/61/62 MEAT CHILL STORAGE / PREPACK MEAT

CHILL STORAGE / POULTRY CHILL

STORAGE

67 DAIRY STORAGE

68 FROZEN FOOD STORAGE

69 SALES AREA

70/72 DELI / BAKERY SERVICE AREA

73/74 DELI / BAKERY PREPARATION AREA

75 BAKERY CHILL STORAGE

81 CHECKOUT

82 SINGLE LINE QUEUING

84 VENDORS ROOM

1 ENTRY VESTIBULE

2A EXIT VESTIBULE

2B EXIT VESTIBULE

3 BAGGER RETURN VESTIBULE

4 CASHIER'S OFFICE

5 CASH COUNTING ROOM

6 CUSTOMER SERVICE

8 CART STORAGE

10 CUSTOMER RESTROOM (MEN)

11 CUSTOMER RESTROOM (WOMEN)

12 STORE DIRECTOR

13 ADMINISTRATIVE ENTRY VESTIBULE

14 ADMINISTRATIVE CORRIDOR

15 ADMINISTRATIVE AREA

15A SECRETARY OFFICE

16A EMPLOYEE BREAK ROOM

16B EMPLOYEE BREAK ROOM

17 TRAINING ROOM

18 STORE ADMINISTRATOR

18A ZONE MANAGER

20A JANITORS CLOSET

20B JANITORS CLOSET

20C JANITORS CLOSET

21A VESTIBULE (RECEIVING/STAGING TO

SALES AREA)

21B VESTIBULE (RECEIVING/STAGING TO

SALES AREA)

23 DAMAGED MERCHANDISE

24 DAMAGED MERCHANDISE SALES NICHE

25 LOCKER ROOM (WOMEN)

26 EMPLOYEE RESTROOM (WOMEN)

27 EMPLOYEE RESTROOM (MEN)

28 LOCKER ROOM (MEN)

ROOM INDEX

SYMBOL LEGEND

KEY PLAN

SHEET KEY NOTES

1 FACE OF CANOPY ABOVE SHOWN DASHED

2 EXISTING CANOPY TO REMAIN
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ROOF PLAN AREA C
GRAPHIC SCALE: 1/8" = 1'-0"
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CEILING PLAN AREA A
GRAPHIC SCALE: 1/8" = 1'-0"
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NORTH
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30 CONTRACTOR STOCKER STORAGE

31 STAIRWELL

31A COMMUNICATIONS ROOM (CISIC)

31B COMMUNICATIONS CLOSET (CISIC)

31C SPRINKLER ROOM

31D ELECTRICAL ROOM

31E ELECTRICAL ROOM

31F ELECTRICAL ROOM

31G ELECTRICAL ROOM

32 SENSITIVE STORAGE

34 MEDICAL FOOD INSPECTION OFFICE

35 RECEIVING MANAGER

36/37 RECEIVING AREA / STAGING AREA

38 MHE CHARGING AREA

43A PRODUCE CHILLED STORAGE

43B PRODUCE CHILLED STORAGE (GAS)

44A PRODUCE PROCESSING

44B PRODUCE AMBIENT STORAGE

45 PRODUCE MANAGER

55 MEAT PROCESSING

56 MEAT WRAPPING

57 MEAT MANAGER

59/61/62 MEAT CHILL STORAGE / PREPACK MEAT

CHILL STORAGE / POULTRY CHILL

STORAGE

67 DAIRY STORAGE

68 FROZEN FOOD STORAGE

69 SALES AREA

70/72 DELI / BAKERY SERVICE AREA

73/74 DELI / BAKERY PREPARATION AREA

75 BAKERY CHILL STORAGE

81 CHECKOUT

82 SINGLE LINE QUEUING

84 VENDORS ROOM

1 ENTRY VESTIBULE

2A EXIT VESTIBULE

2B EXIT VESTIBULE

3 BAGGER RETURN VESTIBULE

4 CASHIER'S OFFICE

5 CASH COUNTING ROOM

6 CUSTOMER SERVICE

8 CART STORAGE

10 CUSTOMER RESTROOM (MEN)

11 CUSTOMER RESTROOM (WOMEN)

12 STORE DIRECTOR

13 ADMINISTRATIVE ENTRY VESTIBULE

14 ADMINISTRATIVE CORRIDOR

15 ADMINISTRATIVE AREA

15A SECRETARY OFFICE

16A EMPLOYEE BREAK ROOM

16B EMPLOYEE BREAK ROOM

17 TRAINING ROOM

18 STORE ADMINISTRATOR

18A ZONE MANAGER

20A JANITORS CLOSET

20B JANITORS CLOSET

20C JANITORS CLOSET

21A VESTIBULE (RECEIVING/STAGING TO

SALES AREA)

21B VESTIBULE (RECEIVING/STAGING TO

SALES AREA)

23 DAMAGED MERCHANDISE

24 DAMAGED MERCHANDISE SALES NICHE

25 LOCKER ROOM (WOMEN)

26 EMPLOYEE RESTROOM (WOMEN)

27 EMPLOYEE RESTROOM (MEN)

28 LOCKER ROOM (MEN)
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GYP.BD.

COOLER CEILING PANEL

UNIT COOLER

UNIT COOLER

1x4  FLOURESCENT LIGHT FIXTURE

1x8  FLOURESCENT LIGHT FIXTURE

2X4  FLOURESCENT LIGHT FIXTURE

RECESSED CAN  LIGHT FIXTURE
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30 CONTRACTOR STOCKER STORAGE

31 STAIRWELL

31A COMMUNICATIONS ROOM (CISIC)

31B COMMUNICATIONS CLOSET (CISIC)

31C SPRINKLER ROOM

31D ELECTRICAL ROOM

31E ELECTRICAL ROOM

31F ELECTRICAL ROOM

31G ELECTRICAL ROOM

32 SENSITIVE STORAGE

34 MEDICAL FOOD INSPECTION OFFICE

35 RECEIVING MANAGER

36/37 RECEIVING AREA / STAGING AREA

38 MHE CHARGING AREA

43A PRODUCE CHILLED STORAGE

43B PRODUCE CHILLED STORAGE (GAS)

44A PRODUCE PROCESSING

44B PRODUCE AMBIENT STORAGE

45 PRODUCE MANAGER

55 MEAT PROCESSING

56 MEAT WRAPPING

57 MEAT MANAGER

59/61/62 MEAT CHILL STORAGE / PREPACK MEAT

CHILL STORAGE / POULTRY CHILL

STORAGE

67 DAIRY STORAGE

68 FROZEN FOOD STORAGE

69 SALES AREA

70/72 DELI / BAKERY SERVICE AREA

73/74 DELI / BAKERY PREPARATION AREA

75 BAKERY CHILL STORAGE

81 CHECKOUT

82 SINGLE LINE QUEUING

84 VENDORS ROOM

1 ENTRY VESTIBULE

2A EXIT VESTIBULE

2B EXIT VESTIBULE

3 BAGGER RETURN VESTIBULE

4 CASHIER'S OFFICE

5 CASH COUNTING ROOM

6 CUSTOMER SERVICE

8 CART STORAGE

10 CUSTOMER RESTROOM (MEN)

11 CUSTOMER RESTROOM (WOMEN)

12 STORE DIRECTOR

13 ADMINISTRATIVE ENTRY VESTIBULE

14 ADMINISTRATIVE CORRIDOR

15 ADMINISTRATIVE AREA

15A SECRETARY OFFICE

16A EMPLOYEE BREAK ROOM

16B EMPLOYEE BREAK ROOM

17 TRAINING ROOM

18 STORE ADMINISTRATOR

18A ZONE MANAGER

20A JANITORS CLOSET

20B JANITORS CLOSET

20C JANITORS CLOSET

21A VESTIBULE (RECEIVING/STAGING TO

SALES AREA)

21B VESTIBULE (RECEIVING/STAGING TO

SALES AREA)

23 DAMAGED MERCHANDISE

24 DAMAGED MERCHANDISE SALES NICHE

25 LOCKER ROOM (WOMEN)

26 EMPLOYEE RESTROOM (WOMEN)

27 EMPLOYEE RESTROOM (MEN)

28 LOCKER ROOM (MEN)
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SHEET KEY NOTES

 1/8" = 1'-0"
CEILING PLAN AREA A

GRAPHIC SCALE: 1/8" = 1'-0"
0 4' 8' 16'

PLAN
NORTH

1 HANGING AISLE DIRECTORY, SEE A12 SERIES DECOR DRAWINGS

2 HANGING BANNER, SEE A12 SERIES DECOR DRAWINGS

3 RETURN AIR CHASE - SEE DETAIL U/A9.1

4 PAINT EXPOSED ROOF STRUCTURE AND EXPOSED UTILITIES (DUCT WORK, CONDUITS,

AND PIPING) IN CUSTOMER AREAS WITH DRY FALL PAINT (COLOR P-1)

5 DASHED LINE INDICATES FULL HEIGHT PARTITION TO METAL DECK, SEALED AIR TIGHT

6 EXIT SIGN, TYPICAL - VERIFY LOCATION AND MOUNTING TYPE

7 COVE LIGHT - SEE DETAIL T/A9.1

8 VENTED REVEAL TRIM (07241)
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UNIT COOLER

UNIT COOLER

1x4  FLOURESCENT LIGHT FIXTURE
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2X4  FLOURESCENT LIGHT FIXTURE

RECESSED CAN  LIGHT FIXTURE
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30 CONTRACTOR STOCKER STORAGE

31 STAIRWELL

31A COMMUNICATIONS ROOM (CISIC)

31B COMMUNICATIONS CLOSET (CISIC)

31C SPRINKLER ROOM

31D ELECTRICAL ROOM

31E ELECTRICAL ROOM

31F ELECTRICAL ROOM

31G ELECTRICAL ROOM

32 SENSITIVE STORAGE

34 MEDICAL FOOD INSPECTION OFFICE

35 RECEIVING MANAGER

36/37 RECEIVING AREA / STAGING AREA

38 MHE CHARGING AREA

43A PRODUCE CHILLED STORAGE

43B PRODUCE CHILLED STORAGE (GAS)

44A PRODUCE PROCESSING

44B PRODUCE AMBIENT STORAGE

45 PRODUCE MANAGER

55 MEAT PROCESSING

56 MEAT WRAPPING

57 MEAT MANAGER

59/61/62 MEAT CHILL STORAGE / PREPACK MEAT

CHILL STORAGE / POULTRY CHILL

STORAGE

67 DAIRY STORAGE

68 FROZEN FOOD STORAGE

69 SALES AREA

70/72 DELI / BAKERY SERVICE AREA

73/74 DELI / BAKERY PREPARATION AREA

75 BAKERY CHILL STORAGE

81 CHECKOUT

82 SINGLE LINE QUEUING

84 VENDORS ROOM

1 ENTRY VESTIBULE

2A EXIT VESTIBULE

2B EXIT VESTIBULE

3 BAGGER RETURN VESTIBULE

4 CASHIER'S OFFICE

5 CASH COUNTING ROOM

6 CUSTOMER SERVICE

8 CART STORAGE

10 CUSTOMER RESTROOM (MEN)

11 CUSTOMER RESTROOM (WOMEN)

12 STORE DIRECTOR

13 ADMINISTRATIVE ENTRY VESTIBULE

14 ADMINISTRATIVE CORRIDOR

15 ADMINISTRATIVE AREA

15A SECRETARY OFFICE

16A EMPLOYEE BREAK ROOM

16B EMPLOYEE BREAK ROOM

17 TRAINING ROOM

18 STORE ADMINISTRATOR

18A ZONE MANAGER

20A JANITORS CLOSET

20B JANITORS CLOSET

20C JANITORS CLOSET

21A VESTIBULE (RECEIVING/STAGING TO

SALES AREA)

21B VESTIBULE (RECEIVING/STAGING TO

SALES AREA)

23 DAMAGED MERCHANDISE

24 DAMAGED MERCHANDISE SALES NICHE

25 LOCKER ROOM (WOMEN)

26 EMPLOYEE RESTROOM (WOMEN)

27 EMPLOYEE RESTROOM (MEN)

28 LOCKER ROOM (MEN)
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CEILING PLAN AREA B
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NORTH

GRAPHIC SCALE: 1/8" = 1'-0"
0 4' 8' 16'

1 ACCESS DOOR TO ABOVE COOLER - SEE DETAIL A/A3.2

2 DASHED LINE INDICATES FULL HEIGHT PARTITION TO METAL DECK, SEALED AIR TIGHT

3 BOTTOM OF STEEL LINTEL 8'-8" AFF (PAINT N-11)

4 CANOPY

5 EXIT SIGN, TYPICAL - VERIFY LOCATION AND MOUNTING TYPE

6 CHAIN LINK FENCE ENCLOSURE (02821)

7 COVE LIGHT - SEE DETAIL T/A9.1

 3/8" = 1'-0"A3.2
B C.D. FRONT ELEVATION

 3/8" = 1'-0"A3.2
C C.D. SIDE ELEVATION

 3/8" = 1'-0"A3.2
D C.D. ISOMETRIC

 1/4" = 1'-0"A3.2 A3.2
E ACCESS DOOR ELEVATION

 1/4" = 1'-0"A3.2
A ENLARGED COOLER DOOR PLAN

A3.2 A3.2 A3.2 A3.2
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EL. = 115' - 3 3/4"
ROOF SYSTEM

TAPERED INSULATION

EXHAUST FAN
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SHEET A10.4
1i

DESIGNED BY:

DRAWN BY:

REVIEWED BY:

NAVAL SUBMARINE BASE NEW LONDON, CT
SOL. NO.

PROJECT NO.

DRAWING NUMBER

DATE:

SEQUENCE
NO.

SHEET NO.

OF

SUBMITTED BY:

ENGINEER:

SYM. D.O. NO. ACTION DATE DESCRIPTION OF REVISION

NEW
COMMISSARY FACILITY

The Jenkins Group
Bochenek/Jenkins/Olsen/Snoble
300 Park Boulevard, Suite 250

Itasca, Illinois 60143-3146

DeCA LOGISTICS AND ENGINEERING GROUP
FORT LEE, VIRGINIA

LACKLAND AFB, TEXAS

DEFENSE COMMISSARY AGENCY

EJS

NJB

151

1/
2

7/
2

0
12

 5
:1

2
:4

5
 P

M

ROOF PLAN - AREA A

A4.1

PFZ

03 JAN 12 CONSTRUCTION ISSUE

03 JAN 12

36

SYMBOL LEGEND

KEY PLAN

SHEET KEY NOTES

 1/8" = 1'-0"
ROOF PLAN AREA A

GRAPHIC SCALE: 1/8" = 1'-0"
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PLAN
NORTH

1 TYPE 1, LOW-SLOPE ROOFING TYPICAL ( 07540 ) : SINGLE-PLY, FULLY-ADHERED, TPO

ROOFING MEMBRANE ON MFR. RECOMMENDED COVERBOARD ON ( 2 ) LAYERS, 3 1/2"

TOTAL THICK., TYPE 6 INSULATION WITH TAPERED INSULATION WHERE SHOWN ON

SLOPED STRUCTURAL METAL DECK

2 TAPERED INSULATION CRICKET ( 07540 ) : SPECIFIED ROOFING ON TAPERED

INSULATION AT 1/4" / FT. MIN. SLOPE

3 PRIMARY AND OVERFLOW ROOF DRAINS, SEE DETAIL V/A7.2

4 WALKWAY PADS ( 07540 )

5 HVAC EQUIPMENT ON CURB

6 SKYLIGHT ( 08620 )

7 PLUMBING VENT
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B / METAL DECK @ STAIR TOWER H.P. EL = 134' - 8"B / METAL DECK @ STAIR TOWER H.P. EL = 134' - 8"

B / METAL DECK @ L.P. EL = 122' - 1"B / METAL DECK @ L.P. EL = 122' - 1"

B / METAL DECK @ STAIR TOWER L.P. EL = 134' - 4 1/2"B / METAL DECK @ STAIR TOWER L.P. EL = 134' - 4 1/2"
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ROOF SYSTEM
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SHEET A10.4
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 1/8" = 1'-0"

ROOF PLAN AREA B

SYMBOL LEGEND

KEY PLAN

SHEET KEY NOTES

PLAN
NORTH

GRAPHIC SCALE: 1/8" = 1'-0"
0 4' 8' 16'

1 TYPE 1, LOW-SLOPE ROOFING TYPICAL ( 07540 ) : SINGLE-PLY, FULLY-ADHERED, TPO

ROOFING MEMBRANE ON MFR. RECOMMENDED COVERBOARD ON ( 2 ) LAYERS, 3 1/2"

TOTAL THICK., TYPE 6 INSULATION WITH TAPERED INSULATION WHERE SHOWN ON

SLOPED STRUCTURAL METAL DECK

2 METAL ROOFING ( 07410 ) : STANDING SEAM, METAL ROOFING ON #30 BUILDING

PAPER ON ICE AND WATER SHIELD ON TYPE 5 NAILABLE INSULATION ( 2  LAYERS

MIN. AND 3 1/2" TOTAL THICKNESS ) ON STRUCTURAL METAL DECK

3 TAPERED INSULATION CRICKET ( 07540 ) : SPECIFIED ROOFING ON TAPERED

INSULATION AT 1/4" / FT. MIN. SLOPE

4 PRIMARY AND OVERFLOW ROOF DRAINS, SEE DETAIL V/A7.2

5 WALKWAY PADS ( 07540 )

6 HVAC EQUIPMENT ON CURB

7 SKYLIGHT ( 08620 )

8 ROOF ACCESS DOOR FROM STAIR TOWER

9 HVAC EQUIPMENT ON STEEL RAILS ON STEEL PIPE ( PIPE THRU ROOF ), SEE P/A7.2

10 PLUMBING VENT

11 SNOWGUARDS ( 07410 )

12 PREFINISHED GUTTER AND DOWNSPOUT ( 07620)

13 CHAIN LINK FENCE ENCLOSURE (02821)

14 CONCRETE SPLASH BLOCK
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 1/8" = 1'-0"
SOUTH ELEVATION

 1/8" = 1'-0"
NORTH ELEVATION

 1/8" = 1'-0"
EAST ELEVATION

19 ILLUMINATED EXTERIOR BUILDING SIGN ( 10431 ) FOR DETAILS SEE

B/A6.9

20 CHAIN LINK FENCE ENCLOSURE (02821)

21 METAL DOWNSPOUT BOOT. MARK "A" ( 07620 )

22 6" WIDE WHITE PAINTED LANE MARKERS

23 DOCK BUMPER ( 11160 )

24 DOCK SEAL ( 11160 )

25 DOCK LEVELER ( 11160 )

26 TRUCK RESTRAINT ( 11160 )

27 METAL DOCK HOOD ( 11160 )

28 BUILDING KEY BOX, BOTTOM OF BOX @ 7'-4" A.F.F. (08710)

29 SLIDING AUTOMATIC ENTRANCE DOOR ( 08461 )

30 ROOF EMERGENCY OVERFLOW NOZZLE - SEE PLUMBING DRAWINGS

31 CONCRETE FOUNDATION SHOWN DASHED

1 PREFINISHED COPING. ( 07710 )

2 FACE BRICK FB-1 ( 04810 )

3 LIGHT FIXTURE - SEE ELECTRICAL DRAWINGS

4 MECHANICAL LOUVER - SEE DETAIL Q/A7.1

5 BRICK SOLDIER COURSE FB-2 ( 04810 )

6 HOLLOW METAL DOOR AND FRAME ( 08111 )

7 (EIFS 1) EXTERIOR INSULATION AND FINISH SYSTEM ( EIFS ). ( 07241 )

8 BRICK EXPANSION JOINT ( 04810 )

9 STANDING SEAM METAL ROOF ( 07410 )

10 OVERHEAD COILING DOOR ( 08331 )

11 ALUMINUM FRAMED WINDOW SYSTEM ( 08411 )

12 GLAZED CURTAIN WALL SYSTEM ( 08411 )

13 EIFS REVEAL ( 07241 )

14 (EIFS 2) EXTERIOR INSULATION AND FINISH SYSTEM ( EIFS ). ( 07241 )

15 ALUM/GLASS ADMIN ENTRY DOOR

16 PREFINISHED GUTTER AND DOWNSPOUT ( 07620)

17 STEEL PIPE RAILINGS ( 05521 )

18 SNOWGUARDS ( 07410 )

SHEET KEY NOTES

EXTERIOR COLOR SCHEDULE
FACE BRICK ( FB-1 ) : BELDEN - RUBIGO RED, SMOOTH

MODULAR 3-5/8 x 2-1/4 x 7-5/8

1/2 RUNNING BOND

FACE BRICK ( FB-2 ) : BELDEN - CLARET SMOOTH A

MODULAR 3-5/8 x 2-1/4 x 7-5/8

SOLDIER COURSE

MORTAR : NATURAL COLOR

EXTERIOR INSULATION SENERGY

AND FINISH SYSTEM SAHARA FINISH

( EIFS-1) : OATMEAL #427

( EIFS-2) : SEPIA #3069

FASCIA, COPINGS, PETERSON ALUMINUM

STANDING SEAM SNAP-CLAD ROOFING SYSTEM

METAL ROOF : DARK BRONZE

GUTTERS, DOWNSPOUTS, TO MATCH DARK BRONZE

LOUVERS AND FLASHINGS :

AUTOMATIC SLIDING TO MATCH DARK BRONZE

ENTRANCE DOORS, FRAMES

& TRIM & STOREFRONT :

HOLLOW METAL DOORS, BENJAMIN MOORE HC-83 GRANT BEIGE N-11

FRAMES AND OVERHEAD

COILING DOORS :

STEEL LINTELS, STEEL COLUMNS

AND BEAMS AT TRASH DOCK: PAINTED TO MATCH DARK BRONZE

SOFFIT & CEILING SYSTEMS : SENERGY - SAHARA FINISH - OATMEAL #427

STEEL PIPE RAILINGS : TO MATCH DARK BRONZE

GLAZING LIGHT BRONZE TINTED
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 1/8" = 1'-0"
WEST ELEVATION

 1/8" = 1'-0"
BUILDING SECTION A

 1/8" = 1'-0"
BUILDING SECTION B

1 ALUMINUM FRAMED WINDOW SYSTEM ( 08411 )

2 HOLLOW METAL DOOR AND FRAME ( 08111 )

3 CONCRETE STOOP

4 STANDING SEAM METAL ROOF ( 07410 )

5 PREFINISHED GUTTER AND DOWNSPOUT ( 07620)

6 BRICK EXPANSION JOINT ( 04810 )

7 LIGHT FIXTURE - SEE ELECTRICAL DRAWINGS

8 SNOWGUARDS ( 07410 )

9 EXISTING CONCRETE ELECTRICAL VAULT

10 METAL DOWNSPOUT BOOT. MARK "A" ( 07620 )

11 ALUM/GLASS ADMIN ENTRY DOOR

12 SLIDING AUTOMATIC ENTRANCE DOOR ( 08461 )

13 GLAZED CURTAIN WALL SYSTEM ( 08411 )

14 BUILDING KEY BOX, BOTTOM OF BOX @ 7'-4" A.F.F. (08710)

15 CONCRETE FILLED STEEL BUMPER POST ( 05500 )

16 PREFINISHED COPING. ( 07710 )

17 OUTLINE OF CANOPY (NOT SHOWN FOR CLARITY) SHOWN DASHED

18 RIGID INSULATION

19 CMU BACKUP

20 (EIFS 2) EXTERIOR INSULATION AND FINISH SYSTEM ( EIFS ). ( 07241 )

21 (EIFS 1) EXTERIOR INSULATION AND FINISH SYSTEM ( EIFS ). ( 07241 )

22 EIFS REVEAL ( 07241 )

23 FACE BRICK FB-1 ( 04810 )

24 BRICK SOLDIER COURSE FB-2 ( 04810 )

25 ROOF EMERGENCY OVERFLOW NOZZLE - SEE PLUMBING DRAWINGS

26 CONCRETE FOUNDATION SHOWN DASHED

27 PRODUCE DECOR GRID - SEE A12 SERIES FOR DECOR INFORMATION

28 DEPARTMENT BLADE SIGN - SEE A12 SERIES FOR DECOR INFORMATION

29 FROZEN FOOD INDENTIFIER ON VALANCE - SEE A12 SERIES FOR DECOR INFORMATION

30 VALANCES OVER FROZEN FOOD - SEE A12 SERIES FOR DECOR INFORMATION

31 FROZEN "DIMENSIONAL LETTERS ON CHASES" - SEE A12 SERIES FOR DECOR INFORMATION

32 AISLE DIRECTORY - SEE A12 SERIES FOR DECOR INFORMATION

33 BANNER - SEE A12 SERIES FOR DECOR INFORMATION

34 MECHANICAL DUCTWORK - SEE MECHANICAL DRAWINGS

35 SKYLIGHT ( 08620 )

36 EQUIPMENT - SEE EQUIPMENT PLANS

SHEET KEY NOTES

 1/8" = 1'-0"
SOUTH ELEVATION without canopy
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 1/4" = 1'-0"A2.2 A8.1
A ENLARGED STAIR PLAN (FLOOR LEVEL)

 1/4" = 1'-0"A8.1
B ENLARGED STAIR PLAN (INTERMEDIATE LEVEL)

 1/4" = 1'-0"A8.1 A8.1
C ENLARGED STAIR PLAN (ROOF LEVEL)

 1/4" = 1'-0"A8.1 A8.1
D STAIR SECTION

 6" = 1'-0"A8.1 A8.1
M HANDRAIL DETAIL

 1 1/2" = 1'-0"A8.1 A8.1
E STAIR DETAIL

 1 1/2" = 1'-0"A8.1 A8.1
F STAIR/RAIL DETAIL

 1 1/2" = 1'-0"A8.1 A8.1
G LANDING SECTION

 1/4" = 1'-0"A2.2 A8.1
H ENLARGED TRASH DOCK

 1/4" = 1'-0"A8.1 A8.1
J STAIR SECTION

 1/4" = 1'-0"A8.1 A8.1
K STAIR ELEVATION

 1/4" = 1'-0"A2.2 A8.1
L STAIR PLAN

A8.1
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CONTRACTOR

ADA PIPE WRAP

K

T
A8.2 A9.1

UR

WC WC

B

3
' -

 0
"

OVERHEAD BRACED

TOILET PARTITION
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TOILET PARTITION
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**

1' - 4"

** LOCKER BASE TO MATCH HEIGHT

OF WALL BASE, SEE ROOM FINISH

SCHEDULE FOR WALL BASE

BASE AT FRONT AND

EXPOSED ENDS

SEE ROOM FINISH SCHEDULE

2x WOOD FRAME

2x WOOD STRETCHER

AT 24" O.C.

3/4" PARTICLE BOARD

METAL LOCKER (SEE EQUIPMENT

LIST, SHEET A1.1) FASTEN TO

BASE AND WALL

**

1' - 4"

** LOCKER BASE TO MATCH HEIGHT

OF WALL BASE, SEE ROOM FINISH

SCHEDULE FOR WALL BASE

BASE AT FRONT AND

EXPOSED ENDS

SEE ROOM FINISH SCHEDULE

METAL LOCKER (SEE EQUIPMENT

LIST, SHEET A1.1) FASTEN TO

BASE AND WALL
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T/ CHAIR RAIL

EL. = 2'-6"

CONTINUOUS 1x4 RED OAK CHAIR

RAIL - STAIN S-1 - DOWEL OR

BISCUIT JOIN JOINTS

1/4" ROUND OVER

1/2" PLYWOOD NAILER/SPACER

PAINT BLACK

GYP. BD. PARTITION

ADA PIPE WRAP

SURFACE MOUNTED PAPER

TOWEL DISPENSER

FURNISHED AND INSTALLED
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DISPENSER TO BE FURNISHED &

INSTALLED BY COMMISSARY

MAINTENANCE CONTRACTOR

SURFACE MOUNTED

ELECTRIC HAND

DRYER

SURFACE MOUNTED

WASTE RECEPTACLE

BABY

CHANGING

STATION

SURFACE

MOUNTED

MIRROR AND

SOAP

DISPENSER

SURFACE MOUNTED TOILET TISSUE DISPENSER

TO BE FURNISHED & INSTALLED BY

COMMISSARY MAINTENANCE CONTRACTOR

HANDICAP

ACCESSIBLE

GRAB BARS &

SANITARY

NAPKIN DISPOSAL

UNIT
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SHLUTER "QUADEC" EDGE
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PARTITION

CERAMIC TILE WALL FINISH
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 1/4" = 1'-0"A2.1 A8.2
A RESTROOM PLAN

 1/4" = 1'-0"A2.2 A8.2
B RESTROOM PLAN (EMPLOYEE)

 1/4" = 1'-0"A8.2
C TYP. WALL TILE PATTERN

 1/4" = 1'-0"A8.2 A8.2
H ELEVATION

 1/4" = 1'-0"A8.2 A8.2
D ELEVATION

 1/4" = 1'-0"A8.2 A8.2
E ELEVATION

 1/4" = 1'-0"A8.2 A8.2
F ELEVATION

 1/4" = 1'-0"A8.2 A8.2
G ELEVATION

 1/4" = 1'-0"A8.2 A8.2
J ELEVATION

 1/4" = 1'-0"A8.2 A8.2
K ELEVATION

 1/4" = 1'-0"A8.2 A8.2
L ELEVATION

 1 1/2" = 1'-0"A8.2
R WOOD LOCKER BASE

 1 1/2" = 1'-0"A8.2
S CONCRETE LOCKER BASE

 6" = 1'-0"A8.2
T CHAIR RAIL DETAIL

 1/4" = 1'-0"A8.2 A8.2
M ELEVATION

 1/4" = 1'-0"A8.2 A8.2
N ELEVATION

 1/4" = 1'-0"A8.2 A8.2
P ELEVATION

 1/4" = 1'-0"A8.2 A8.2
Q ELEVATION

TOILET ACCESSORY SCHEDULE
NOTES:

1. REFER TO SPECIFICATION FOR MANUFACTURER AND MODEL NUMBER.

2. TOILET ACCESSORIES SHALL BE MOUNTED ACCORDING TO ACCESSIBILITY STANDARDS.

ITEM DESCRIPTION

A STAINLESS STEEL GRAB BAR - SIDE WALL - 42" L

B STAINLESS STEEL GRAB BAR - REAR WALL - 36" L

C STAINLESS STEEL, ANGLE FRAMED MIRROR

D LIQUID SOAP DISPENSER - DECK MOUNTED

E WASTE RECEPTACLE, SEMI-RECESSED

F

SANITARY NAPKIN DISPOSAL UNIT, PARTITION MOUNTED DUAL ACCESS TYPEG

SANITARY NAPKIN DISPOSAL UNIT, RECESSEDH

BABY CHANGING STATION, HORIZONTAL TYPE

SCALE :  1/4" = 1'-0"
MOUNTING HEIGHT SCHEDULE

WASTE RECEPTACLE,  SURFACE MOUNTED

J

K

ELECTRIC HAND DRYER, SURFACE MOUNTED

A1.1 A1.2 A11.1  6" = 1'-0"A8.2
U TYPICAL RESTROOM CORNER DETAIL

A8.2

A11.1

A2.1
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9" 13' - 5" 7" 14' - 4"

4' - 1"

CASEWORK

SEE DETAIL

C/A8.3 PLAN A

CASEWORK

SEE DETAIL

C/A8.3 PLAN B

CASEWORK

SEE DETAIL

C/A8.3 PLAN C

DOTS INDICATE EXTENT OF

CERMIC TILE - SEE DETAIL

D/A8.3 FOR TILE PATTERN

STAINLESS STEEL WALL PANEL

5'-0" W X 7'-0" H MOUNT 3'-0"

ABOVE FLOOR SLAB - BEHIND
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SECTION A

PLASTIC LAMINATE PL-1

(ALL EXPOSED FACES)

ON 3/4" PART. BD.

INTERMEDIATE SUPPORT

TYP. OAK BUMPER RAIL.

SEE H/A9.2

NOTE: DIMENSIONS INDICATED ON THIS CASEWORK ARE

DEPENDENT ON SPECIFIED DISPLAY CASE MANUFACTURER

FIXTURE SIZES AND REQUIRED CLEARANCES. IF

COMPARABLE PRODUCTS FROM ANOTHER MANUFACTURER

ARE PROVIDED, ADJUST DIMENSIONS ACCORDINGLY

SECTION B
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5
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PLASTIC LAMINATE PL-1

(ALL EXPOSED FACES)

ON 3/4" PART. BD.
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(1" ADJUSTMENT)
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(FULL LENGTH OF

CASEWORK). SEE H/A9.2
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CT-1

CT-2

B/CEILING

EL. = SEE RM. FIN. SCHD.

REFER TO A/A8.3 FOR EXTENT OF CERAMIC

WALL TILE IN BAKERY/DELI AREA

CONCRETE FLOOR SLAB

CERAMIC TILE COVED BASE

GYP. BD. AND METAL STUD

PARTITION

RESINOUS FLOORING

SEALANT

CERAMIC TILE WALL FINISH

CERAMIC TILE COVED

BASE FOR CORNER

GYP. BD. AND METAL

STUD PARTITION

SEALANT

CERAMIC TILE WALL FINISH

BULL NOSED TILES

FOR WALL ENDS

GYP. BD. AND METAL STUD

PARTITION

SEALANT

CERAMIC TILE WALL FINISH

BULL NOSED TILES

FOR WALL ENDS

GYP. BD. AND METAL STUD

PARTITION

SEALANT

CERAMIC TILE WALL FINISH

BULL NOSED TILES

FOR WALL ENDS

GYP. BD. AND METAL

STUD PARTITION

SEALANT

CERAMIC TILE

WALL FINISH

BAKERY/DELI

CASE
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 1/4" = 1'-0"A2.1 A8.3
A ENLARGED DELI/BAKERY PLAN

 1/4" = 1'-0"A3.1 A8.3
B ENLARGED DELI/BAKERY CEILING PLAN

 1/2" = 1'-0"A8.3
C CASEWORK DETAILS

CASEWORK PLAN A

CASEWORK PLAN B CASEWORK PLAN C

 1/2" = 1'-0"A8.3
D TYP. WALL TILE PATTERN AT BAKERY/DELI

GRAPHIC SCALE: 1/4" = 1'-0"
0 1' 2' 8'4'

GRAPHIC SCALE: 1/2" = 1'-0"
0 1' 2' 4'

PLAN
NORTH

PLAN
NORTH

 6" = 1'-0"A8.3
E BAKERY/DELI TILE BASE DETAIL

A8.3 A11.1

A8.3

 6" = 1'-0"A8.3 A8.3
G TYPICAL INSIDE CORNER TILE DETAIL

 6" = 1'-0"A8.3 A8.3
F TYPICAL END WALL TILE DETAIL

 6" = 1'-0"A8.3 A8.3
J TYPICAL OUTSIDE CORNER TILE DETAIL

 6" = 1'-0"A8.3 A8.3
H TYPICAL TILE DETAIL @ CASES
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FROZEN FOOD STORAGE

20C

68

32

21B

36/37

HEATER CABLE IN PVC

CONDUIT ( SHOWN BY

DASH-DASH-LONG DASH LINE)

4" DIAMETER PERFORATED

VENT PIPE AT 3' O.C.

1'-0" DIAMETER

NON-PERFORATED PVC

4" DIAMETER VENT PIPE

4" A.F.F. W/ SCREEN COVER

(TYPICAL)

HEATER CABLE IN PVC

CONDUIT ( SHOWN BY

DASH-DASH-LONG DASH LINE)

A8.4

D

C

A8.4

E

A8.4

B

A8.4

PVC PIPE UP TO

EXHAUST FAN

ELECTRICAL RISER AT

WALL, SEE DETAIL

HEATER CABLE IN PVC CONDUIT

(SHOWN BY DASH-DASH-LONG DASH LINE)

20 mm (3/4") CONDUIT W/ 3#10

3#10 - 20mm (3/4") EMT

EQ. EQ.

4
"

1' 
- 

6
"

1' 
- 

6
"

NOTE: SIMILAR DETAIL AT

BAKERY FREEZER, OMIT

VENTING.

DRAINAGE FILL

4" DIA. NON-PERFORTED

VENT PIPE

VAPOR RETARDER

CONC. SUB SLAB

3 LAYERS OF RIGID INSUL.

(STAGGER JOINTS)

VAPOR RETARDER

2 x WOOD BLCOKING

CONC. FREEZER FLOOR SLAB

CONC. CURB

SEALANT

INSULATED FREEZER WALL

4" DIA. NON-PERFORATED AIR

INTAKE PIPE WITH SCREEN COVER. 4" 8" 11 5/8"

4
"

EQ. EQ.

1' 
- 

6
"

1' 
- 

6
"

FI
LL

3
' -

 0
" 

D
R

A
IN

A
G

E

DRAINAGE FILL

1' DIA. NON-PERFORATED

VENT PIPE

4" DIA. PERFORATED

VENT PIPE

VAPOR RETARDER

CONC. SUB SLAB

3 LAYERS OF RIGID INSUL.

(STAGGER JOINTS)

VAPOR RETARDER

2 x WOOD BLOCKING

CONC. FREEZER FLOOR SLAB

CONC. CURB

SEALANT

INSULATED FREEZER WALL

4" DIA. NON-PERFORATED AIR

INTAKE PIPE WITH SCREEN COVER.

AT SIM. CONDITION
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"
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G

E

DRAINAGE FILL

4" DIA. PERFORATED

VENT PIPE

VAPOR RETARDER

CONC. SUB SLAB

3 LAYERS OF RIGID INSUL.

(STAGGER JOINTS)

VAPOR

RETARDER

2 x WOOD BLOCKING

CONC. FREEZER FLOOR

SLAB

CONC. CURB

SEALANT

INSULATED FREEZER WALL

1

2 FREEZER SIDE

CORRIDOR OR

COOLER SIDE

CURB HEAT TAPE

208 VOLT, 1 PHASE

PANEL "XX", CIRCUIT ##

J

SECTION

ELECTRICAL RISER AT WALL

3#10 - 20mm (3/4")

EMT

SEAL INSIDE AND OUTSIDE OF

CONDUITS THAT PENETRATE COLD

STORAGE ROOM CEILING PANEL

20mm (3/4") CONDUIT W/ 3#10

NOTE:

USE PVC CONDUIT AND BOXES

LOCATED WITHIN REFRIGERATED

SPACES. USE RIGID STEEL

CONDUIT & BOXES THAT ARE

SURFACE MOUNTED BELOW 10'-0" A.F.F.

150mm x 150mm x 150mm

(6"x6"x4") NEMA 4

PROVIDE NAMEPLATE

AT EACH JUNCTION BOX

WHERE CONNECTIONS

ARE MADE TO HEAT TAPE

EACH CABLE

IN 20mm (3/4") CONDUIT

IN CURB

NOTE:

1. HEATING CABLE ON OUTSIDE OF FROZEN FOOD STORAGE, CABLE BY RAYCHEM,

ELECTROMELT INSULATED CABLE, CAPACITY 12 -14 WATTS/305mm, (12"), 208V,

1 PHASE, PROVIDE ON ALL EXTERIOR CURB AROUND FROZEN FOOD.

COLD STORAGE ROOM

WALL PANEL

CONCRETE CURB

3/4" PVC CONDUIT

SEE NOTE 1.

B

3' - 0"18' - 1 3/4"3' - 0"

1' - 6"

REFRIGERATION EQUIPMENT

SEE SHEET A1.1

REFRIGERATION PIPING

IN PVC CHASE, SEE

REFRIGERATION DRAWINGS

REFRIGERATION PIT

SEE STRUCTURAL DRAWINGS

REFRIGERATION PIT

SEE STRUCTURAL DRAWINGS
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 1/4" = 1'-0"A2.2 A8.4
A FREEZER FLOOR VENTING PLAN

 1/4" = 1'-0"A8.4 A8.4
D ELEVATION (COOLER - RM 67)

 1" = 1'-0"A8.4 A8.4
B FREEZER SECTION (EXT. WALL)

 1" = 1'-0"A8.4 A8.4
C FREEZER SECTION (CMU WALL)

 1" = 1'-0"A8.4 A8.4
E FREEZER SECTION (COOLER WALL)

 1 1/2" = 1'-0"A8.4
F HEATING CABLE DETAIL

 1/4" = 1'-0"A2.1 A8.4
G REFRIGERATION PIT SECTION

A8.4



7

C

5" 4' - 0" 5" 9' - 7" 5" 8' - 0" 5" 10' - 0" 5"

5
"

12
' -

 0
"

2"

1' 
- 

8
"

1' 
- 

10
"

7"

1' - 0" 3' - 6" 3' - 0" 3' - 6" 1' - 0"

4 5 6

5
' -

 0
"

MONEY BOX GF/GI

ADD MACHINE GF/GI

MOBILE FILE CABINETS

BELOW GF/GI POS - TERMINAL GF/GI

DESKTOP COPIER GF/GI

CASHIERS PC GF/GI

POS REFUND

TERMINAL GF/GI

PRINTER GF/GI

12
' -

 0
"

2"
1' 

- 
8

"

A8.5 D

A8.5

A8.5B

G

E

F

C

CASH COUNTING

MACHINE GF/GI

ADD MACHINE GF/GI

MOBILE FILE CABINETS

BELOW GF/GI

POS PRINTER GF/GI

15" DEEP WALL CABINETS ABOVE

1E10 SAFE GF/GI

15" DEEP WALL CABINETS ABOVE

15" DEEP WALL

CABINETS ABOVE

2' - 8" PLASTIC LAMINATE COUNTERTOP

WITH BACKSPLASH AND SIDESPLASH

8
' -

 0
"

2'
 -

 6
"

K

A8.5

3' - 0" 3' - 0" 3' - 0"

9' - 0"

2'
 -

 6
"

2'
 -

 6
"

3
' -

 0
"

8
' -

 0
"

9' - 0"

15" DEEP PLASTIC LAMINATE WALL

CABINETS (PL-1) WITH 2

ADJUSTABLE SHELVES

PLASTIC LAMINATE

COUNTERTOP WITH

BACKSPLASH AND

SIDESPLASH

K

A8.5

B.9

3' - 0" 3' - 0"

6' - 0"

6' - 0"

3
' -

 0
"

1' 
- 

6
"

3
' -

 6
"

15" DEEP PLASTIC LAMINATE WALL

CABINETS (PL-1) WITH 2

ADJUSTABLE SHELVES

PLASTIC LAMINATE COUNTERTOP

WITH BACKSPLASH AND SIDESPLASH
K

A8.5

2'
 -

 6
"

4
' -

 0
"

ARTICULATING

KEYBOARD TRAY

L

A8.5

6' - 0"

3' - 0" 3' - 0"

6' - 0"

2'
 -

 6
"

2'
 -

 6
"

3
' -

 0
"

15" DEEP PLASTIC LAMINATE WALL

CABINETS (PL-1) WITH 2

ADJUSTABLE SHELVES

PLASTIC LAMINATE

COUNTERTOP WITH

BACKSPLASH AND SIDE

SPLASH

K

A8.5

CUSTOMER SERVICE DECOR

ELEMENT, SEE A12 SERIES

FOR MORE

INFORMATIONTION
1' - 0"

2'
 -

 6
"

4
' -

 0
"

L

A8.5

12' - 0"  (VERIFY IN FIELD)

EQ EQ EQ EQ

2'
 -

 6
"

BACKSPLASH AND SIDESPLASH

K

A8.5

3' - 0" 3' - 0"

6' - 0"

2'
 -

 1
0

"
1' 

- 
8

"
2'

 -
 6

"

SB36UD

3' - 0"

B36UD

3' - 0"

6' - 0"

2' - 0"

8
 1

/2
"

1' 
- 

4
" 1"

6
"

1" 1 
1/

2"1' 
- 

8
"

2'
 -

 6
"

2'
 -

 1
0

"
4

"

2' - 0 3/4"

1' - 0"

ELEVATION SECTION

NOTE: BASE AND WALL CABINETS TO BE PL-1

COUNTERTOP AND BACKSPLASH TO BE PL-3

WALL CABINETS

2 ADJUSTABLE

SHELVES

SINK

PLASTIC LAMINATE

COUNTERTOP AND

BACKSPLASH

SINKFRONT

BASE CABINETS

1 ADJUSTABLE SHELF

DRAWERW3630 W3630

COUNTER SECTION MIDDLE SUPPORT SECTION END SUPPORT SECTION

PLASTIC LAMINATE

BACKSPLASH, PL-3

(SCRIBE TO WALL)

PLASTIC LAMINATE, PL-3

ON 3/4" PART. BD.

PLASTIC LAMINATE, PL-3

ON 3/4" PART. BD.

2x4 WOOD NAILER

PLASTIC LAM., PL-1

SUPPORT BEYOND

SUPPORT

SECTION

NAILER BEYOND

BACKSPLASH BEYOND

PLASTIC LAMINATE ON 3/4"

PART. BD.

PLASTIC LAMINATE ON 3/4"

PART. BD. ON 1x WOOD FRAME

1/8" D. X 1/4" W. REVEAL

PAINT BLACK

BASE BEYOND

PL-3 ABOVE THIS POINT

PL-1 BELOW THIS POINT

T/ COUNTER

SEE ELEVATION FOR HEIGHT

T/ COUNTER

SEE ELEVATION FOR HEIGHT

4 1/2"
2' - 0"

4
"

4
"

4
"

4 1/4"

SOLID SURFACE COUNTER

ON WOOD FRAME

SOLID

SURFACE

BULLNOSE

PLASTIC

LAMINATE

(PL-1) ON 3/4"

PART. BD.

RUBBER BASE

1/8" D. X 1/4"W. REVEAL

PAINT BLACK BEYOND

PLASTIC LAMINATE (PL-1)

ON 3/4" PART. BD. ON 1x

WOOD FRAME BEYOND

SOLID SURFACE COUNTER ON

WOOD FRAME

PLASTIC LAMINATE (PL-1) ON 3/4"

PART. BD. AT INTERIOR

4
"

3" 4 1/2"

3' - 0"

1 
1/

2"

3
/4

"
3

/4
"

1' - 0"

1' 
- 

6
"

T/FLOOR SLAB
100' - 0"

GRADE BEYOND

CONCRETE RAMP

P

A8.5

T/GRADE

EL. = -2' 3-5/8"

EL. = 27.95

1 1/4" DIA.STD. WT. GALV.

STEEL PIPE GUARDRAIL. EMBED

6" MIN. INTO CONCRETE

26' - 0" 29' - 0" 25' - 0"

EL. = 26.29'

EL. = 26.00' EL. = 26.25'

6
"

3
' -

 0
"

4" 79' - 4" 4"(15 EQUAL SPACES)

SLOPING CONCRETE RAMP
1/2" PREMOLDED JOINT FILLER

1 1/4" STD. WT. GALV. STEEL

PIPE GUARDRAIL W/

VERTICALS @ 5'-0" O.C.

HORIZONTAL MAX.

EMBED 6" MIN. INTO

CONCRETE

CONCRETE RETAINING WALL

(SEE STRUCTURAL DRAWINGS)
6

"
1' 

- 
6

"
1' 

- 
6

"

3
' -

 6
"

EQ EQ

T/ CONCRETE PAVING

SEE CIVIL FOR ELEVATION

T/FLOOR SLAB
100' - 0"

P

A8.5

DOCK RAMP SLAB BEYOND

T/GRADE

EL. = -4' -0"

EL. = 26.25

1 1/4" DIA.STD. WT. GALV.

STEEL PIPE GUARDRAIL.

EMBED 6" MIN. INTO

CONCRETE

CONCRETE DOCK

FOUNDATION WALL

BEYOND

SIM.

CHAIN LINK

FENCE

ENCLOSURE

DOCK CANOPY
3

' -
 0

"
6

"CONCRETE

FOOTING BEYOND

10' - 6" 44' - 6"

4" 43' - 10" (9 EQUAL SPACES) 4"
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 1/4" = 1'-0"A2.1 A8.5
A ENLARGED PLAN (RM 4,5,6)

 1/4" = 1'-0"A8.5 A8.5
B ROOM 4 (NORTH)

 1/4" = 1'-0"A8.5 A8.5
C ROOM 4 (SOUTH)

 1/4" = 1'-0"A8.5 A8.5
D ROOM 5 (EAST)

 1/4" = 1'-0"A8.5 A8.5
E ROOM 6 (NORTH)

 1/4" = 1'-0"A8.5 A8.5
F ROOM 6 (EAST)

 1/4" = 1'-0"A8.5 A8.5
G ROOM 6 (SOUTH)

 1/2" = 1'-0"A8.5
J VENDORS ROOM COUNTER ELEVATION

 1/2" = 1'-0"A8.5
H 4CKT CASEWORK DETAIL

 1 1/2" = 1'-0"A8.5 A8.5
K COUNTER DETAILS

 1 1/2" = 1'-0"A8.5 A8.5
L CUST. SERV. COUNTER

GRAPHIC SCALE: 1/4" = 1'-0"
0 1' 2' 8'4'

GRAPHIC SCALE: 1/2" = 1'-0"
0 1' 2' 4'

GRAPHIC SCALE: 1 1/2" = 1'-0"
0 6" 1' 1'-6"

 1/4" = 1'-0"A2.2 A8.5
N WEST RETAINING WALL ELEVATION

 3/4" = 1'-0"A8.5 A8.5
P RAILING DETAIL

 1/4" = 1'-0"A2.2 A8.5
M EAST RETAINING WALL ELEVATION

A2.1A2.1



1" 1"

FILL DECK FLUTES WITH FOAMED IN PLACE

PLASTIC  (INSULATION TYPE 8)  TO CREATE

AIR TIGHT SEAL (OMIT AT SIM. CONDITION)

METAL DECK

B/ JOIST AT SIM. CONDITION

DEEP LEG TRACK WITH 2" LEGS.

ANCHOR TRACK TO METAL DECK.

PROVIDE 1" CLEARANCE BETWEEN

T/STUD AND B/TRACK. DO NOT

FASTEN TRACK TO STUD.

SECURE GWB TO STUDS 1 1/2"

BELOW LEG OF DEEP LEG TRACK

GWB ON METAL STUD.

SEE PARTITION TYPE FOR

ADDITIONAL INFORMATION

PERPENDICULAR TO DECK PARALLEL TO DECK

GWB ON METAL STUD.

SEE PARTITION TYPE FOR

ADDITIONAL INFORMATION

SECURE GWB TO STUDS 1 1/2"

BELOW LEG OF DEEP LEG TRACK

DEEP LEG TRACK WITH 2" LEGS.

ANCHOR TRACK TO METAL DECK.

PROVIDE 1" CLEARANCE BETWEEN

T/STUD AND B/TRACK. DO NOT

FASTEN TRACK TO STUD

22 GA. SHEET METAL RIB CLOSURE

SECURED TO DECK WITH SHEET

METAL SCREWS

METAL DECK

PARALLEL TO JOIST

PERPENDICULAR TO JOIST

STEEL BAR JOIST

CONT. 3 5/8" (14GA.)

METAL STUDS

FASTENED TO

SUPPORT STUDS

AND SUPPORT

FRAMING

3 5/8" (14 GA.) METAL STUDS

AT 4'-0" O.C. WELD TO

STELL BAR JOISTS

SOFFIT FRAMING

CONT. 3 5/8" (14GA.)

METAL STUDS WELDED

TO BAR JOIST AND

FASTENED TO SOFFIT

FRAMING

SOFFIT FRAMING

STEEL BAR JOIST

M
IN

.

6
"

M
IN

.

6
"

METAL STUD ANGLE BRACING @ 48"

O.C. EACH WAY TO STRUCTURE ABOVE

OR EXTERIOR WALL

3 1/2" SOUND ATTEN. BLANKETS WHERE

NOTED ON FLOOR PLANS

BOTTOM OF CEILING OR SOFFIT

SEE ROOM FINISH SCHEDULE

FOR MATERIAL AND HEIGHT A.F.F.

P-1 : 5/8" GWB ON BOTH SIDES OF

3 5/8" METAL STUDS @ 16" O.C.

P-1A : 5/8" GWB ON BOTH SIDES OF

6" METAL STUDS @ 16" O.C.

5" PLAN DIMENSION AT P-1

4 7/8" ACTUAL DIMENSION AT P-1

7" PLAN DIMENSION AT P-1A

7 1/4" ACTUAL DIMENSION AT P-1A

SEE ROOM FINISH SCHEDULE FOR WALL,

BASE, AND FLOOR FINISH MATERIALS

M
IN

.

6
"

ADJACENT CONSTRUCTION

FASTEN STUDS TO ADJACENT

CONSTRUCTION. USE

CONSTRUCTION ADHESIVE (NO

FASTENERS) TO CONNECT

STUDS TO COOLER PARTITION

BOTTOM OF CEILING OR SOFFIT

SEE ROOM FINISH SCHEDULE FOR

MATERIAL AND HEIGHT A.F.F.

ANCHOR METAL STUDS TO CMU

AT THREE LOCATIONS VERTICALLY

5/8" GWB ON 1 5/8" METALS STUDS AT 16" O.C. AT P-2

5/8" GWB ON 3 5/8" METAL STUDS AT 16" O.C. AT P-2A

5/8" GWB ON 6" METAL STUDS AT 16" O.C. AT P-2B

2" PLAN DIMENSION AT P-2

2 1/4" ACTUAL DIMENSION AT P-2

4" PLAN DIMENSION AT P-2A

4 1/4" ACTUAL DIMENSION AT P-2A

7" PLAN DIMENSION AT P-2B

6 5/8" ACTUAL DIMENSION AT P-2B

SEE ROOM FINISH SCHEDULE FOR WALL,

BASE, AND FLOOR FINISH MATERIALS

M
IN

.

6
"

METAL STUD ANGLE BRACING @ 48"

O.C. EACH WAY TO STRUCTURE ABOVE

OR EXTERIOR WALL

BOTTOM OF CEILING OR SOFFIT

SEE ROOM FINISH SCHEDULE FOR

MATERIAL AND HEIGHT A.F.F.

5/8" GWB ON ONE SIDE OF

3 5/8" METAL STUDS AT 16 O.C.

HORIZONTAL METAL STUD BRACE

@ 4'-0" O.C. VERT. WHERE NO GWB

4" PLAN DIMENSION

4 1/4" ACTUAL DIMENSION

SEE ROOM FINISH SCHEDULE FOR WALL,

BASE, AND FLOOR FINISH MATERIALS

SEE FLOOR PLAN

FOR DIMENSION

SEE ROOM FINISH SCHEDULE FOR WALL,

BASE, AND FLOOR FINISH MATERIALS

M
IN

.

6
"

METAL STUD ANGLE BRACING @ 48"

O.C. EACH WAY TO STRUCTURE ABOVE

OR EXTERIOR WALL

PROVIDE 2 1/2" SOUND

ATTENUATION BLANKETS

BOTTOM OF CEILING OR SOFFIT

SEE ROOM FINISH SCHEDULE FOR

MATERIAL AND HEIGHT A.F.F.

5/8" GWB ON 3/4" FIRE RETARDENT-

TREATED PLAYWOOD ON 2 1/2"

METAL STUDS AT 16" O.C.

1 5/8" METAL STUD BRACING AT

THREE LOCATIONS VERTICALLY

5/8" GWB ENCLOSURE

M
IN

.

6
"

M
IN

.

6
"

METAL STUD ANGLE BRACING @ 48"

O.C. EACH WAY TO STRUCTURE ABOVE

OR EXTERIOR WALL

PROVIDE 3 1/2" SOUND

ATTENUATION BLANKETS

AT LOCATIONS INDICATED

BOTTOM OF CEILING OR SOFFIT

SEE ROOM FINISH SCHEDULE FOR

MATERIAL AND HEIGHT A.F.F.

5/8" GWB ON 3/4" FIRE RETARDANT TREATED

PLYWOOD ON 3 5/8" METAL STUDS AT 16" O.C.

ON ROOM 4 SIDE. 5/8" GWB ON METAL STUDS

ON OTHER SIDE

5" PLAN DIMENSION

5 5/8" ACTUAL DIMENSION

SEE ROOM FINISH SCHEDULE FOR WALL,

BASE, AND FLOOR FINISH MATERIALS

8"  PLAN DIMENSION AT P-6

7 5/8" ACTUAL DIMENSION AT P-6

12" PLAN DIMENSION AT P-6A

11 5/8" ACTUAL DIMENSION AT P-6A

SEE ROOM FINISH SCHEDULE FOR WALL,

BASE, AND FLOOR FINISH MATERIALS

FILL DECK FLUTES WITH FOAMED IN

PLACE  PLASTIC  (INSULATION TYPE 8)

TO CREATE AIR TIGHT SEAL

BENT PLATE PARTITION SUPPORT

-SEE STRUCTURAL

BOTTOM OF CEILING OR SOFFIT

SEE ROOM FINISH SCHEDULE FOR

MATERIAL AND HEIGHT A.F.F.

8" CMU WITH HORIZONTAL REINFORCING

AT EVERY OTHER COURSE

M
IN

.

8
"

8" PLAN DIMENSION

7 5/8" ACTUAL DIMENSION

SEE ROOM FINISH SCHEDULE FOR WALL,

BASE, AND FLOOR FINISH MATERIALS

BOTTOM OF CEILING OR SOFFIT

SEE ROOM FINISH SCHEDULE FOR

MATERIAL AND HEIGHT A.F.F.

8" CMU WITH HORIZONTAL REINFORCING

AT EVERY OTHER COURSE

8
"

SEE ROOM FINISH SCHEDULE FOR WALL,

BASE, AND FLOOR FINISH MATERIALS

SEE FLOOR PLAN

FOR DIMENSION

6" CMU WITH HORIZONTAL

REINFORCING AT 16" O.C. VERT.

BOTTOM OF CEILING

SEE ROOM FINISH SCHEDULE

FOR MATERIAL AND HEIGHT A.F.F.

COVER TOP OF

PLUMBING CHASE

W/ 5/8" GWB ON

2 1/2" METAL STUDS

AT 16" O.C.

M
IN

.

8
 1

/4
"

10" PLAN DIMENSION  AT P-9

12" PLAN DIMENSION AT P-9A

9 7/8" ACTUAL DIMENSION AT  P-9

11 7/8" ACTUAL DIMENSION AT P-9A

SEE ROOM FINISH SCHEDULE FOR WALL,

BASE, AND FLOOR FINISH MATERIALS

BOTTOM OF CEILING OR SOFFIT

SEE ROOM FINISH SCHEDULE

FOR MATERIAL AND HEIGHT A.F.F.

ANCHOR METAL STUDS TO CMU

AT THREE LOCATIONS VERTICALLY

8" CMU WITH HORIZONTAL REINFORCING

AT EVERY OTHER COURSE

5/8" GWB ON 1 5/8" METAL STUDS

AT 16" O.C. AT P-9

5/8" GWB ON 3 5/8" METAL STUDS

AT 16" O.C. AT P-9A

5" PLAN DIMENSION

4 7/8" ACTUAL DIMENSION

SEE ROOM FINISH SCHEDULE FOR WALL,

BASE, AND FLOOR FINISH MATERIALS

SEALANT BOTH SIDES

5/8" GWB ON BOTH SIDES OF 3 5/8"

18 GA. METAL STUDS

AT 16" O.C.

SEE DECK ATTACHMENT DETAIL, A/9.1

SEALANT BOTH SIDES

4" PLAN DIMENSION AT COOLER

5" PLAN DIMENSION AT FREEZER

SEE ROOM FINISH SCHEDULE FOR WALL,

BASE, AND FLOOR FINISH MATERIALS

SEE FLOOR PLAN FOR CONCRETE

CURB LOCATIONS

COLD STORAGE ROOM WALL PANEL

INTERSECTING CEILING WHERE

INDICATED ON PLAN

INTERSECTING COLD STORAGE

ROOM CEILING PANEL WHERE

INDICATED ON PLAN

COOLER CEILING

EL. = 10'-0" A.F.F.

4" PLAN DIMENSION AT COOLER

5" PLAN DIMENSION AT FREEZER

SEE ROOM FINISH SCHEDULE FOR WALL,

BASE, AND FLOOR FINISH MATERIALS

SEE FLOOR PLAN FOR CONCRETE

CURB LOCATIONS

COLD STORAGE ROOM

WALL PANEL

AIR SPACE - SEE FLOOR PLAN

FOR DIMENSION

PARTITION - SEE FLOOR PLAN

FOR TYPE

COOLER CEILING

EL. = 10'-0" A.F.F.

FASTEN STUDS TO ADJACENT

CONSTRUCTION. USE

CONSTRUCTION ADHESIVE (NO

FASTENERS) TO CONNECT

STUDS TO COOLER PARTITION

BOTTOM OF CEILING OR SOFFIT

SEE ROOM FINISH SCHEDULE FOR

MATERIAL AND HEIGHT A.F.F.

COOLER CEILING

EL. = 10'-0" A.F.F.

COLD STORAGE ROOM WALL PANEL

5/8" GWB ON 1 5/8" METAL STUDS

AT 16" O.C.

2" PLAN DIMENSION

2 1/4" ACTUAL DIMENSION

SEE ROOM FINISH SCHEDULE FOR WALL,

BASE, AND FLOOR FINISH MATERIALS

SEE FLOOR PLAN FOR CONCRETE

CURB LOCATIONS

7" PLAN DIMENSION

7 1/4" ACTUAL DIMENSION

SEE ROOM FINISH SCHEDULE FOR WALL,

BASE, AND FLOOR FINISH MATERIALS

5/8" GWB ON BOTH SIDES OF

6" 18 GA. METAL STUDS AT 16" O.C.

SEE DECK ATTACHMENT DETAIL, A/A9.1

1' - 0"

8
"

SUSPENDED

GWB CEILING

LIGHT FIXTURE

SEE ELECT. DWG.

GWB CONTROL JOINT

PAINT GWB INSIDE OF

LIGHT COVE TO

MATCH CEILING.

CONTINUE ADJACENT

WALL PAINT TO TOP

OF COVE

SILVER PERICUBE GRID

SET ON "J" MOLDING

( SEE SPEC 06402 )

FLOOR ANCHORS

WOVEN WIRE: 1 1/2" WIRE MESH

1 1/4" x 5/8" CHANNEL FRAME

TOP ANCHORAGE

UNDERSIDE OF METAL DECK

2' - 1"

6
' -

 0
"

RETURN AIR DUCT

REFRIGERATION PIPING

5/8" GYP. BD. TO BOTTOM

OF METAL DECK

3 5/8" METAL STUD

FRAMING (SUPPORTED

FROM ROOF STRUCTURE

- SEE DETAIL B/A9.1)

5 EQUAL SPACES = 23' - 6"

CART POST EXPANSION ANCHORED

TO  CONCRETE SLAB TYP.

CART RAIL TYP.
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 1 1/2" = 1'-0"A9.3 A9.1
A DECK ATTACHMENT DETAIL

 1 1/2" = 1'-0"A9.3 A9.1
B CONNECTION DETAIL

 1 1/2" = 1'-0"A9.1
C PARTITION TYPE - 1, 1A

 1 1/2" = 1'-0"A9.1
D PARTITION TYPE - 2, 2A, 2B

 1 1/2" = 1'-0"A9.1
E PARTITION TYPE - 3

 1 1/2" = 1'-0"A9.1
F PARTITION TYPE - 4

 1 1/2" = 1'-0"A9.1
G PARTITION TYPE - 5

 1 1/2" = 1'-0"A9.1
H PARTITION TYPE - 6, 6A

 1 1/2" = 1'-0"A9.1
J PARTITION TYPE - 7

 1 1/2" = 1'-0"A9.1
K PARTITION TYPE - 8

 1 1/2" = 1'-0"A9.1
L PARTITION TYPE - 9,9A

 1 1/2" = 1'-0"A9.1
M PARTITION TYPE - 10

 1 1/2" = 1'-0"A9.1
N PARTITION TYPE - 11

 1 1/2" = 1'-0"A9.1
P PARTITION TYPE - 12

 1 1/2" = 1'-0"A9.1
Q PARTITION TYPE - 13

 1 1/2" = 1'-0"A9.1
S PARTITION TYPE - 15

 1 1/2" = 1'-0"A8.2 A9.1
T LIGHT COVE

 1 1/2" = 1'-0"A9.1
R PARTITION TYPE - 14

 1" = 1'-0"A9.1
U CHASE DETAIL

 1/4" = 1'-0"A9.1
V CART RAIL

A2.1
A2.2
A2.3

A2.1
A2.2

A2.1
A2.2
A2.3

A2.1
A2.2

A2.1
A2.2

A2.1
A2.2

A2.1
A2.2

A2.1
A2.2

A2.1
A2.2
A2.3

A2.1
A2.2

A2.1
A2.2

A2.1
A2.2

A2.1
A2.2

A2.2 A2.1
A2.2

A3.1 A1.1



VERTICAL FRAMING

SOFFIT FRAMING

SECURED TO

VERTICAL FRAMING

GYP. BD.

1/2" GYP . BD. JOINT WITH

BACKER ROD AND SEALANT

FACE OF EXTERIOR WALL OR

FACE OF STUD AT PARTITIONS

DEEP LEG METAL STUD TRACK

SECURED TO WALL

SOFFIT FRAMING

SECURED TO TRACK

GYP. BD.

1/4" GYP. BD. JOINT WITH

BACKER ROD AND SEALANT

GYP. BD.

6
"

4'-0" TALL

CONCRETE FILLED

BUMPER POST W/DOMED

TOP (SEE PLAN FOR

LOCATION AND SIZE)

PLASTIC BUMPER

POST SLEEVE

CONCRETE SLAB

CONCRETE FOUNDATION -

12" DIA. AT 4' POST

18" DIA. AT 8' POST

(AT OVERHEAD DOCK DOORS)

1' 
- 

6
"

6
"

6"

6
"

8
"

FACE OF

PARTITION

PROTECTION

POSTS

C.L. OF POST AND

PARTITION

ALIGN C.L. OF POST W/

EDGE OF FIXED

SIDELIGHT

PROTECTION

POST

AUTO SLIDING

DOORS IN OPEN POSITIONPLAN AT DOORS

PLAN AT INTERIOR PARTITIONS

TYPICAL SOFFIT

CONSTRUCTION

SOFFIT TRIM BOARD (10445)

PAINT TO MATCH WALL

COLOR - SEAL AIR TIGHT -

MAINTAIN CONSTANT HEIGHT

AT TOP OF EACH CASE TYPE -

TRIM BOTTOM EDGE AS

REQUIRED TO MATCH CASE

PROFILE

SEALANT

LINE OF WING WALL

BEYOND

LINE OF BOX END

PANEL BEYOND

LINE OF DISPLAY CASE

FOAM SEAL BEYOND

SEE F/A9.2

2"

RETURN FOAM SEAL

TO BOARD CLOSURE

AT TOP OF CASE

LINE OF CLOSURE AT TOP OF

CASE SHOWN DASHED

DISPLAY CASE

DISPLAY CASE BOX END PANEL

CONTINUOUS FOAM COMPRESSION

SEAL MATTE BLACK. FORCE FIT

TO PROVIDE AIR TIGHT SEAL.

PROVIDE ADHESIVE TO SECURE IN

PLACE

LINE OF SOFFIT ABOVE

SHOWN DASHED

GYPSUM WALLBOARD

WING WALL

12'-0" A.F.F.

6
"

6
"

8
"

4' - 0"

STORAGE HEIGHT RESTRICTION

SIGN, SEE SPEC 10431

PAINTED RED STRIPE

DO NOT STACK MERCHANDISE
ABOVE THIS LINE

2'
 -

 8
"

1' 
- 

6
"

4
"

5
 1

/2
"

3/4"

FLOOR

BASE (APPLY OVER RIGID

WALL COVERING)

3" DIA. WOOD SPACER (PAINT

BLACK) AT 2'-8" O.C.

RIGID WALL COVERING AT AREAS

WITH BUMPER RAILS

UTILITY LOCATION

GWB PARTITION

CONT. 2" X 6" RED OAK BUMPER

RAIL (STAIN) - DOWEL OR BISCUIT

JOIN ALL JOINTS

COUNTER SUNK 1/4" DIA. 4-1/2"

LONG LAG SCREWS AT 2'-8" O.C.

WITH FLUSH WOOD PLUG

T/RAIL AND

RIGID WALL

COVERING

2X4 WOOD

BLOCKING

IN WALL

ROUNDED

OVER EDGE,

TYPICAL

SECTION

8" MAX.

8" MAX.
PARTITION

BUMPER RAIL

RIGID WALL COVERING

SHOWN DASHED

EASED EDGE,

TYPICAL

MITERED JOINT AT

ALL CORNERS

SPACER

DISPLAY EQUIPMENT

ALIGN

BUMPER RAIL

SPACER

RIGID WALL COVERING

SHOWN DASHED

EASED EDGE,

TYPICAL

DOOR JAMB

PARTITION

PLAN DETAIL AT DOOR

PLAN DETAIL AT WING WALL

TYP.

4' - 0"

1" TYP.

6' - 0"

1" TYP.

6' - 0"

1"

1" MINIMUM

3" MAXIMUM

TYPICAL

1G12-5 1G12-5 1G12-5

1G12-5 1G12-5 1G12-51G
12

A
-3

1G
12

A
-3

1' 
- 

0
"

6
' -

 0
"

1' 
- 

0
"

CASE CORNER GUARD

SEE SPECIFICATION SECTION 10261

STAINLESS STEEL BUMPER

SEE SPECIFICATION SECTION 10261

TYPICAL LAYOUT AND SPACING FOR
STAINLESS STEEL BUMPERS

1. USE 4'-0" AND 6'-0" LONG RAIL SECTIONS TO FACILITATE EASY REMOVAL AND

REPLACEMENT BY ONE PERSON DURING DAILY CLEANING.

2. USE 6'-0" LONG RAIL SECTIONS WHENEVER POSSIBLE. ADD 4'-0" LONG RAIL

SECTIONS WHEN NECESSARY TO ACCOMMODATE DISPLAY CASE LINE-UP. ADJUST

SPACE BETWEEN RAIL SECTIONS AS NECESSARY TO PROVIDE PROTECTION FOR THE

ENTIRE DISPLAY CASE LINE-UP.

3. LOCATE RAIL SECTIONS AS CLOSE AS POSSIBLE TO THE DISPLAY CASE, WHILE

ASSURING THAT SHOPPING CART BASKETS WILL NOT CONTACT DISPLAY CASE AT

ANY POINT. COORDINATE FINAL LOCATIONS OF RAILS WITH CONTRACTING OFFICER"S

REPRESENTATIVE PRIOR TO INSTALLATION. COORDINATE PLACEMENT OF RAIL

SECTIONS WITH CASE CORNER GUARD (SEE SPECIFICATION SECTION 10261).

4. INSTALL STAINLESS STEEL BUMPERS ON THE FOLLOWING DISPLAY CASES: 1P07,

1M04, 1M07, 1G02, 1G06, 1G07, 1G10, 1G12, AND 1R09.

ADJACENT WALL

STAINLESS STEEL CLOSURE STRIP -

FROM T/ CONCRETE TO A HEIGHT OF

10'-4" A.F.F.. (T/ COOLER PARTITION)

FURNISH STRIPS WITH HEMMED EDGES.

FASTEN TO COLD STORAGE ROOM

WALL PANEL WITH CONSTRUCTION

ADHESIVE NOT MECHANICAL FASTENERS.

ADJACENT WALL

COLD STORAGE ROOM

WALL PANEL

1/
2"

5
 1

/2
"

3
"

4
"

4" 1/2"

#4 REINFORCING BAR

AT 18" O.C.

1/2" ISOLATION JOINT

FILLER STRIP

CONCRETE CURB

COVER WITH

RESINOUS FLOORING

AT SIMILAR COND.

#4 REINFORCING BAR

CONTINUOUS

SEALANT

GYPSUM WALLBOARD AND

METAL STUD PARTITION OR COLD

STORAGE ROOM WALL PANEL

HANGER SUPPORT

CEILING PANEL SUPPORT

SYSTEM

COLD STORAGE ROOM

CEILING PANEL

HANGER SUPPORT

3
5

0
m

m
 (

14
")

200mm (8")TOP PANEL DESIGN LOADS

LIVE LOAD 50kg/m

(10 LBS. PERSQ. FT.)

DEAD LOAD 20kg/m

(4 LBS. PER SQ. FT.)

DEFLECTION L/180

MAXIMUM COOLER PANEL LENGTH

3700mm (12')

NOTE: BREAK

HANGER SUPPORT

OVER & UNDER

FOR SECURING

CEILING PANELS.

F

A9.3

STAINLESS STEEL TRIM
GYP. BD. FURRING ON

COOLER WALL

1G11 - REACH-IN GLASS DOOR

WITH HEATED FRAMES

(28 3/4" WIDTH X 75" HIGH)

2X8 TREATED WOOD BUMPER

RAIL WITH 8 GA. STAINLESS

STEEL WRAP

RESILIENT BASE

(AS SCHEDULED)

WOOD BUMPER

RAILS

8
"

6
' -

 3
 1

/4
" 

 C
O

O
LE

R
 O

PE
N

IN
G

5
' -

 6
 3

/4
"

4 1/2"

10
' -

 0
"

4
"

3
' -

 1
"

5
' -

 5
 3

/4
"

2' - 4 3/4"

WHEN 80 GALLON CART IS

PLACED IN POSITION INSIDE

THE CART CORRAL THERE WILL

BE APPROXIMATELY .875

INCHES OF ROOM LEFT FOR

CART POSITIONING

CART STOP

BRACKET AT

THE FRONT

OF THE CART

CORRAL

WILL STOP

THE CART

BEFORE IT

BECOMES A

PINCH POINT

2x8 TREATED WOOD BUMPER

RAIL WITH 18 GA. STAINLESS

STEEL WRAP

CART STOP BRACKET

1G11 - REACH-IN GLASS DOOR

WITH HEATED FRAMES

(28 3/4" WIDTH X 75" HIGH)

STAINLESS STEEL WIRE

SHELF MILK CART

GYP. BD. FURRING ON COOLER

WALL

SOFT JOINT

COLD STORAGE ROOM

WALL PANEL

NOTE: ANCHOR FRAMING TO

COOLER WITH CONSTRUCTION

ADHESIVE, DO NOT USE

SCREW-TYPE FASTENERS

R
A9.2 A9.2

S
A9.2 A9.2

8
"

4" 4 1/2"

3/4" MAX.

1 1/2"
1/2"

7 
1/

4
"

SECURE STAINLESS STEEL WRAP

WITH CONSTRUCTION ADHESIVE

NOTE:

FASTEN WOOD BUMPER TO COLD STORAGE ROOM WALL PANEL WITH 3/8" DIA. STAINLESS

STEEL THROUGH-BOLTS AT 4'-0" O.C. THAT ARE COUNTERSUNK TO SET BOLT HEAD AND

WASHER RECESSED FROM FACE OF BUMPER. PROVIDE 4"x4"x1/4" STAINLESS STEEL PLATE ON

REFRIGERATED SIDE OF WALL PANEL WITH STAINLESS STEEL BOLT.

SEALANT

2x8 TREATED WOOD BUMPER RAIL

WITH 18 GA. STAINLESS STEEL

WRAP

LINE OF STAINLESS STEEL

TRIM BEYOND

4" x 1 1/2" STAINLESS STEEL

FRAME - FURN. AS PART OF

CCOLD STORAGE ROOM

1"

2 1/8"
1/2"

COLD STORAGE ROOM WALL PANEL

CONT. 1x WOOD NAILER

GYP. BD. FURRING

COVER COOLER WALL PANELS

EXPOSED TO SALES AREA WITH 5/8"

GWB ON 1 5/8" METAL STUDS @ 16"

O.C. - SECURE METAL STUDS TO FACE

OF COOLER WITH CONSTRUCTION

ADHESIVE (DO NOT USE SCREW-TYPE

FASTENERS INTO COOLER PANELS)

TRIM EDGE AROUND 1G11 DISPLAY DOOR

OPENING (HEAD AND JAMB) WITH POLISHED

STAINLESS STEEL TRIM (18 GA.) TO MATCH

THAT USED ON GLASS DOORS. DEPTH OF

TRIM SHALL EXTEND FROM FACE OF GWB

AND FIT BETWEEN COOLER PANEL AND

CONT. BLOCKING. SECURE TRIM WITH

CONSTRUCTION ADHESIVE.

SEALANT AT SILL

SEALANT

LINE OF STAINLESS STEEL COVERED

WOOD BUMPER RAIL BELOW

1G11 - REACH-IN GLASS

DOOR AND FRAME

4" x 1 1/2" STAINLESS

STEEL FRAME - FURN.

AS PART OF COLD

STORAGE ROOM

2' - 4 3/4" 2' - 4 3/4" 2' - 4 3/4" 2' - 4 3/4" 2' - 4 3/4"

2' - 4 3/4" 2' - 4 3/4" 2' - 4 3/4" 2' - 4 3/4" 2' - 4 3/4"

CENTER-TO-CENTER OF CART

CORRALS SHALL ALIGN WITH

CENTER-TO-CENTER OF 1G11

GLASS DOORS

1G11 GLASS DISPLAY DOORS

W/ VERTICAL FLUORESCENT LAMP

AT EACH JAMB MULLION

CART CORRAL UPRIGHT FRAME

MILK OR EGG CART

4' - 0" 6' - 0" 4' - 0"

14' - 0"

SCRIBE 3/4" 4' - 0" 5' - 10 1/2" 4' - 0" SCRIBE 3/4"

3/4" EQ. 3/4" 3/4" EQ. 3/4"

2' - 0"

3"

4
"

2'
 -

 6
"

4
"2' - 1"

2' - 0"

3"

4
"

2'
 -

 6
"

2' - 1"

1 
1/

2"
1 

1/
2"

4
"

SECTION B

SECTION A

DRAWER

LAMINATED SHELF

SHELF STANDARDS ROUTED

INTO END PANELS

NOTE:

ALL INTERIORS OF CABINETS

ARE WHITE MELAMINE

LAMINATED SHELF

SHELF STANDARDS ROUTED

INTO END PANELS

ELEVATION
LOCATE ELECTRICAL & DATA RECEPTACLES

ON SIDE WALLS ABOVE SIDESPLASH

TACK BOARD MARKER BOARD W/ MARKER TRAY TACK BOARD

GYPSUM WALLBOARD

PLASTIC LAMINATE (PL-1)

SHELVES ON ADJUSTABLE

STANDARDS

PLASTIC LAMINATE (PL-2)

COUNTERTOP WITH PLASTIC

LAMINATE BACK & END

SPLASH

PLASTIC LAMINATE (PL-1)

BASE CABINETS W/ LOCAKABLE

DRAWERS AND DOORS

4" HIGH RECESSED BASE

COVER WITH RESILIENT BASE

TO MATCH ROOM

SECTION A SECTION B
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 6" = 1'-0"A9.3 A9.2
A SOFT JOINT A

 6" = 1'-0"A9.3 A9.2
B SOFT JOINT B

 1 1/2" = 1'-0"A9.2
C BUMPER POST DETAIL

 1 1/2" = 1'-0"A9.2
D PROTECTION POST DETAIL

 1 1/2" = 1'-0"A9.3 A9.2
E CLOSURE DETAIL AT HEAD

 1 1/2" = 1'-0"A9.2
F CLOSURE DETAIL AT END

 1" = 1'-0"A9.2
G SIGN DETAIL

 1 1/2" = 1'-0"A9.2
H WOOD BUMPER RAIL SECTION

 1 1/2" = 1'-0"A9.2
J WOOD BUMPER RAIL PLAN

 1/8" = 1'-0"A9.2
K STAINLESS STEEL BUMPER RAIL

 1 1/2" = 1'-0"A9.2
L STAINLESS STEEL CLOSURE DETAIL

 1 1/2" = 1'-0"A9.2
M CURB DETAIL

 1 1/2" = 1'-0"A9.2
N CEILING PANEL SUPPORT DETAIL

 1/2" = 1'-0"A12.1 A9.2
P 1G11 DOOR ELEVATION

 1/2" = 1'-0"A9.2
Q 1G11 DOOR SECTION

 3" = 1'-0"A9.2 A9.2
R 1G11 SILL DETAIL

 3" = 1'-0"A9.2 A9.2
S 1G11 HEAD AND JAMB DETAIL

 1/2" = 1'-0"A9.2
T 1G11 PLAN DETAIL

 1/2" = 1'-0"A9.2
U TRAINING ROOM CABINET

A2.2 A1.1
A1.2

A1.1
A1.2

A1.2 A1.1
A1.2
A1.3

A1.1
A1.2
A1.3

A1.1 A10.3 A2.2

A3.2 A9.3

A2.2 A1.1



T/FLOOR SLAB
100' - 0"

8
"

5
' -

 4
"

8
' -

 0
"

1' - 4" 3' - 4"

4"

B
A9.3 A9.1

A
A9.3 A9.1

11

2

4

5

6

7

7

3

18

E
A9.3 A9.2

A
A9.3 A9.2

HORIZONTAL BRACING

EL. = 16' - 0"

3

33

T/FLOOR SLAB
100' - 0"

F

8
"

5
' -

 4
"

8
' -

 0
"

3
7

11 7

7

8

7

18

E
A9.3 A9.2

B
A9.3 A9.2

4

5

6

2

4"

1' - 4"

33

EL. = 16' - 0"

HORIZONTAL BRACING

3

T/FLOOR SLAB
100' - 0"

F

8
' -

 0
"

1' - 4" 3' - 4"

11

2

2

2

3

4

5

6

7

8

7

7

18

E
A9.3 A9.2

B
A9.3 A9.2

3

EL. = 16' - 0"
HORIZONTAL BRACING

3

3

T/FLOOR SLAB
100' - 0"

4

8
"

5
' -

 4
"

8
' -

 0
"

11

18

10

7

9

4

5

19

E
A9.3 A9.2

B
A9.3 A9.2

25

B
A9.3 A9.1

3

2

EL. = 16' - 0"

HORIZONTAL BRACING

333

6

26

1' - 4" 3' - 6"

T/FLOOR SLAB
100' - 0"

4

8
"

5
' -

 4
"

8
' -

 0
"

E
A9.3 A9.2

B
A9.3 A9.2

7

11

18

2

19

9

10

5

6

4

EL. = 17' - 4"

HORIZONTAL BRACING

333

25

26

3

B
A9.3 A9.1

1' - 4" 3' - 6"

T/FLOOR SLAB
100' - 0"

4

1/2"S
O

F
F

IT

D
E

F
LE

C
TI

O
N

R
A9.2 A9.2

S
A9.2 A9.2

B
A9.3 A9.1

A
A9.3 A9.1

1

3

9

13

14

15

18

8
"

5
' -

 4
"

EL. = 16' - 0"

HORIZONTAL BRACING

8
' -

 0
"

33

T/FLOOR SLAB
100' - 0"

A

8
' -

 0
"

5
' -

 4
"

8
"

3

4

5

6

7

8

7

7

1

E
A9.3 A9.2

2'
 -

 0
"

B
A9.3 A9.2

B
A9.3 A9.1

A
A9.3 A9.1

18

19

26

3

EL. = 17' - 4"

HORIZONTAL BRACING

3

3

1' - 4" 3' - 4"

T/FLOOR SLAB
100' - 0"

8
' -

 0
"

9
"

1' 
- 

8
"

7'
 -

 8
"

11
"

3' - 8"

10
' -

 0
"

4"

11

12

16

17

B
A9.3 A9.1

A
A9.3 A9.1

20

5

1

27

28

17

29

30

T/FLOOR SLAB
100' - 0"

8
' -

 0
"

5
' -

 4
"

8
"

E
A9.3 A9.2

A
A9.3 A9.2

20

6

19

11

18

2

12

EL. = 17' - 4"

HORIZONTAL BRACING

B
A9.3 A9.1

26

333

5

3

1' - 4" 3' - 4"

T/FLOOR SLAB
100' - 0"

10
' -

 0
"

AT THE APEX OF CURVE

2' - 10"
30°

10

20

2

22

11

23

24

B
A9.3 A9.1

33

T/FLOOR SLAB
100' - 0"

8
' -

 0
"

4"

A
A9.3 A9.2

2

11

20

16
' -

 0
" 

 +
/-

3

12
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 1/2" = 1'-0"A3.1 A9.3
A SOFFIT SECTION

 1/2" = 1'-0"A3.1 A9.3
B SOFFIT SECTION

 1/2" = 1'-0"A3.1 A9.3
C SOFFIT SECTION

 1/2" = 1'-0"A3.1 A9.3
D SOFFIT SECTION

1 ROOF STRUCTURE,  B / DECK ELEVATIONS BETWEEN 122'-1" AND 124'-1" ,  TYP.

2 SOFFIT CONSTRUCTION - 1/2" GYP. BD. ON 3 5/8" METAL STUDS AT 16" O.C.

(SUPPORTED FROM ROOF STRUCTURE)

3 3 5/8" METAL STUD BRACING AT 48" O.C. FASTENED TO SOFFIT FRAMING WITH

DIAGONAL BRACING AS REQUIRED FOR RIGIDITY

4 FACE OF GYP. BD. PARTITION BEYOND

5 DISPLAY CASE - SEE EQUIPMENT PLAN FOR TYPE. ALIGN OUTSIDE EDGE OF DISPLAY

CASE WITH PARTITION BEYOND

6 SCHEDULED BASE

7 LIGHTGAGE TRACK SECURED TO CMU WALL ( OR TO EACH WALL STUD AT GYP. BD.

PARTITIONS )

8 INTERIOR FACE OF EXTERIOR WALL

9 COOLER PARTITION

10 GWB / METAL STUD PARTITION, SEE FLOOR PLAN FOR TYPE AND SHEET A9.1 FOR

DETAIL

11 1/2" GYP. BD. ON 6" METAL STUDS AT 16" O.C.

12 GYP. BD. TO 6" ABOVE SCHEDULED CEILING

13 LIGHTGAGE CLIP AT EACH SOFFIT MEMBER TO EACH ( COOLER PANEL FURRING)

STUD.  PROVIDE SLOTTED CONNECTION, AS SHOWN, TO ALLOW FOR 1" SOFFIT

FRAMING DEFLECTION

14 BACKER ROD AND SEALANT

15 REACH-IN GLASS DOORS AND MILK CART, SEE Q/A9.2

16 OUTSIDE FACE OF DISPLAY CASE

17 PAINT Y-1

18 1x8 HEMLOCK TRIM, SEE A12 SERIES FOR DECOR INFORMATION

19 RETURN AIR DUCT, SEE MECHANICAL (COORDINATE LOCATION W/ SOFFIT FRAMING)

20 SCHEDULED CEILING

21 DECOR ELEMENT, SEE A12.1 FOR MORE DETAILS

22 NOT USED

23 EXIT LIGHT, SEE ELECTRICAL DRAWINGS

24 PROTECTION POST (10261) - SEE DETAIL D/A9.2

25 VERTICAL RETURN AIR DUCT DROPS TO BOTTOM OF SOFFIT. SEE MECHANICAL

DRAWINGS FOR LOCATIONS AND COORDINATE WITH SOFFIT FRAMING.

26 1/2" GYP. BD. ON BOTH SIDES OF 3 5/8" METAL STUDS AT 16" O.C.

27 DECOR VALANCE, SEE A12 SERIES FOR MORE INFORMATION

28 DECOR LETTERS, SEE A12 SERIES FOR MORE INFORMATION

29 DECOR LED LIGHTING, SEE A12 SERIES FOR MORE INFORMATION

30 1x11 DECOR TRIM, SEE A12 SERIES FOR MORE INFORMATION

31 1X8 HEMLOCK TRIM STAINED S-1

32 BUMPER RAILS W/ RIGID VINYL WAINSCOT - TYPICAL SEE DETAIL H/A9.2

33 SLIDING AUTOMATIC ENTRANCE DOORS

SHEET KEY NOTES

 1/2" = 1'-0"A3.1 A9.3
E SOFFIT SECTION

 1/2" = 1'-0"A3.1 A9.3
F SOFFIT SECTION

 1/2" = 1'-0"A3.1 A9.3
G SOFFIT SECTION

 1/2" = 1'-0"A3.1 A9.3
H SOFFIT SECTION

 1/2" = 1'-0"A3.1 A9.3
J SOFFIT SECTION

PRODUCE PRODUCE PRODUCE PRODUCE

FRONT END

MEAT

MILK DAIRY DELI FROZEN FOOD
 1/2" = 1'-0"A3.1 A9.3

L SOFFIT SECTION
 1/2" = 1'-0"A3.1 A9.3

K SOFFIT SECTION FRONT END
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EXTERIOR DOOR 36B

EXTERIOR DOOR IDENTIFICATION SIGNAGE

"WAREHOUSE" WITH DIRECTION "PUSH

BUTTON FOR DELIVERIES"
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DIRECTION "PUSH BUTTON FOR

DELIVERIES"

EXTERIOR DOOR IDENTIFICATION
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FOR DELIVERIES"

PUSH BUTTON (TYPICAL)

SEE ELECTRICAL DWG'S.
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DOOR SCHEDULE

A10.1

PFZ

03 JAN 12 CONSTRUCTION ISSUE

03 JAN 12
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DOOR TYPESDOOR AND FRAME SCHEDULE

MARK
SIZE OF OPNG. DOOR FRAME HDW.

SET KEY REMARKSWIDTH HEIGHT THK. MAT'L. COLOR TYPE MAT'L. COLOR HEAD JAMB SILL TYPE
1A 4' - 0" 7' - 0" 1 3/4" AL/GL DARK BRONZE A AL DARK BRONZE A/A10.4 - - - A/A10.4 - 1 1, 6, 21, 22, 100, 101

1B 4' - 0" 7' - 0" 1 3/4" AL/GL DARK BRONZE A AL DARK BRONZE A/A10.4 - - - A/A10.4 - 1 1, 6, 21, 22, 102

2AA 4' - 0" 7' - 0" 1 3/4" AL/GL DARK BRONZE A AL DARK BRONZE A/A10.4 D/A7.4 A/A10.4 - 1 2, 5, 6, 21, 22, 103

2AB 4' - 0" 7' - 0" 1 3/4" AL/GL DARK BRONZE A AL DARK BRONZE A/A10.4 B/A10.4 A/A10.4 - 1 3, 5, 6, 21, 22, 104

2BA 4' - 0" 7' - 0" 1 3/4" AL/GL DARK BRONZE A AL DARK BRONZE A/A10.4 - - - A/A10.4 - 1 2, 5, 6, 21, 22, 103

2BB 4' - 0" 7' - 0" 1 3/4" AL/GL DARK BRONZE A AL DARK BRONZE A/A10.4 - - - A/A10.4 - 1 2, 5, 6, 21, 22, 103

2BC 4' - 0" 7' - 0" 1 3/4" AL/GL DARK BRONZE A AL DARK BRONZE A/A10.4 - - - A/A10.4 - 1 3, 5, 6, 21, 22, 104

3A 4' - 0" 7' - 0" 1 3/4" AL/GL DARK BRONZE A AL DARK BRONZE A/A10.4 A/A7.4 A/A10.4 - 1 4, 5, 6, 21, 22, 100, 105

3B 4' - 0" 7' - 0" 1 3/4" AL/GL DARK BRONZE A AL DARK BRONZE A/A10.4 B/A10.4 A/A10.4 - 1 2, 5, 6, 21, 22, 106

4A 3' - 6" 7' - 0" 1 3/4" HM N-4 H HM N-4 A/A10.2 G/A10.2 - - - A3 2 8, 13, 16, 22, 120

5A 3' - 6" 7' - 0" 1 3/4" SCWD S-1 C HM N-4 A/A10.2 G/A10.2 - - - A1 3 8, 15, 22, 26, 121

6A 3' - 0" 7' - 0" 1 3/4" SCWD S-1 C HM N-4 A/A10.2 G/A10.2 - - - A1 2A 8, 15

10A 3' - 0" 7' - 0" 1 3/4" SCWD S-1 CL HM N-4 A/A10.2 G/A10.2 Y/A10.2 A1 7 8, 12, 22, 110

11A 3' - 0" 7' - 0" 1 3/4" SCWD S-1 CL HM N-4 A/A10.2 G/A10.2 Y/A10.2 A1 7 8, 12, 22, 110

12A 3' - 0" 7' - 0" 1 3/4" SCWD S-1 CSL HM N-11 A/A10.2 G/A10.2 - - - A1 4 7, 22, 123

13A 3' - 0" 7' - 0" 1 3/4" AL/GL DARK BRONZE B AL DARK BRONZE L/A10.3 R/A10.3 8 22, 100, 180

13B 3' - 0" 7' - 0" 1 3/4" AL/GL DARK BRONZE B AL DARK BRONZE K/A10.3 Q/A10.3 - - - 9 -

14A 3' - 0" 7' - 0" 1 3/4" SCWD S-1 D HM N-4 A/A10.2 G/A10.2 - - - A1 5 8, 22, 124

15A 3' - 0" 7' - 0" 1 3/4" SCWD S-1 D HM N-11 A/A10.2 G/A10.2 - - - A1 3 8, 22, 26, 124

15AA 3' - 0" 7' - 0" 1 3/4" SCWD S-1 C HM N-11 A/A10.2 G/A10.2 - - - A1 4 22, 135

15AB 3' - 0" 3' - 6" 1 1/4" AL - OCD-3 AL - H/A10.3 J/A10.3 H/A10.3 - 23 -

16AA 3' - 0" 7' - 0" 1 3/4" SCWD S-1 D HM N-11 A/A10.2 G/A10.2 - - - A1 7 8, 22, 125

16BA 3' - 0" 7' - 0" 1 3/4" HM N-11 D HM N-11 C/A10.2 J/A10.2 - - - A1/B 7 8, 22, 125

17A 3' - 0" 7' - 0" 1 3/4" SCWD S-1 CSL HM N-11 A/A10.2 G/A10.2 - - - A1 7 7, 8, 22, 126

17B 6' - 0" 7' - 0" 1 3/4" SCWD S-1 CC HM N-11 A/A10.2 G/A10.2 - - - A1 11 -

18A 3' - 0" 7' - 0" 1 3/4" SCWD S-1 CSL HM N-11 A/A10.2 G/A10.2 - - - A1 4 7, 22, 127

18AA 3' - 0" 7' - 0" 1 3/4" SCWD S-1 CSL HM N-11 A/A10.2 G/A10.2 - - - A1 4 7, 22, 128

20AA 3' - 0" 7' - 0" 1 3/4" SCWD S-1 C HM N-11 A/A10.2 G/A10.2 - - - A1 10 8, 13, 22, 129

20BA 3' - 0" 7' - 0" 1 3/4" HM N-11 C HM N-11 A/A10.2 G/A10.2 - - - A1 10 8, 13, 22, 129

20CA 3' - 0" 7' - 0" 1 3/4" HM N-11 C HM N-11 C/A10.2 J/A10.2 - - - A1/B 10 8, 13, 22, 129

21AA 6' - 0" 7' - 10" 1 1/2" IMPACT BLACK FF HM N-4 B/A10.2 H/A10.2 - - - C - 22, 170, 140

21AB 6' - 0" 7' - 10" 1 1/2" IMPACT BLACK FF STL N-11 D/A10.2 K/A10.2 - - - - - -

21BA 6' - 0" 7' - 10" 1 1/2" IMPACT BLACK FF STL N-11 D/A10.2 SIM K/A10.2 SIM - - - - - 22, 170

21BB 6' - 0" 7' - 10" 1 1/2" IMPACT BLACK FF STL N-4 D/A10.2 K/A10.2 - - - - - -

23A 3' - 0" 7' - 0" 1 3/4" HM N-11 C HM N-11 C/A10.2 J/A10.2 - - - A1/B 24 8, 13, 16, 22, 131

25A 3' - 0" 7' - 0" 1 3/4" HM N-11 C HM N-11 C/A10.2 J/A10.2 - - - A1/B 7 8, 13, 22, 110

26A 3' - 0" 7' - 0" 1 3/4" HM N-11 C HM N-11 C/A10.2 J/A10.2 - - - A1/B 7 8, 13

27A 3' - 0" 7' - 0" 1 3/4" HM N-11 C HM N-11 C/A10.2 J/A10.2 - - - A1/B 7 8, 13

28A 3' - 0" 7' - 0" 1 3/4" HM N-11 C HM N-11 C/A10.2 J/A10.2 - - - A1/B 7 8, 13, 22, 110

30A 6' - 0" 7' - 0" WM - PP - - - - - - - - 12A -

31A 3' - 0" 7' - 0" 1 3/4" HM N-11 C HM N-11 D/A7.1 E/A7.1 F/A7.1 A1/B 25 17, 22, 133

31AA 3' - 0" 7' - 0" 1 3/4" SCWD S-1 D HM N-11 A/A10.2 G/A10.2 - - - A1 21 8, 15, 22, 132

31B 3' - 0" 7' - 0" 1 3/4" HM N-11 C HM N-11 M/A7.5 S/A7.5 R/A7.5 A1/B 26 -

31BA 6' - 0" 7' - 0" 1 3/4" HM N-11 CCL HM N-11 C/A10.2 J/A10.2 - - - A1/B 22 10, 16, 22, 132

31CA 3' - 8" 7' - 0" 1 3/4" HM N-11 C HM N-11 D/A7.1 E/A7.1 F/A7.1 A1/B 25 17, 22, 181

31DA 3' - 8" 7' - 0" 1 3/4" HM N-11 C HM N-11 D/A7.1 E/A7.1 F/A7.1 A1/B 14 17, 22, 182

31EA 3' - 0" 7' - 0" 1 3/4" SCWD S-1 C HM N-4 A/A10.2 G/A10.2 - - - A1 13 8, 22, 134

31FA 3' - 0" 7' - 0" 1 3/4" SCWD S-1 CL HM N-4 A/A10.2 G/A10.2 - - - A1 13 8, 12, 22, 134

31GA 3' - 0" 7' - 0" 1 3/4" HM N-11 C HM N-11 C/A10.2 J/A10.2 - - - A1/B 13 8, 13, 22, 134

32A 5' - 0" 7' - 0" 1 3/4" HM N-11 CCL HM N-11 C/A10.2 J/A10.2 - - - A1/B 11 8, 10, 16

34A 3' - 0" 7' - 0" 1 3/4" HM N-11 E HM N-11 C/A10.2 J/A10.2 - - - A1/B 4 8, 11, 22, 130

35A 3' - 0" 7' - 0" 1 3/4" HM N-11 E HM N-11 C/A10.2 J/A10.2 - - - A1/B 4 8, 11, 22, 122

36A 8' - 0" 10' - 0" 1 1/4" STL - OCD-1 STL N-11 G/A7.1 M/A7.1 J/A7.1 - 15 17

36B 3' - 0" 7' - 0" 1 3/4" HM N-11 D HM N-11 D/A7.1 SIM E/A7.1 SIM F/A7.1 SIM A1/B 16 8, 17, 22, 183, 184, 185

36C 8' - 0" 9' - 4" 1 1/4" STL - OCD-2 STL N-11 K/A7.1 L/A7.1 H/A7.1 - 15 17, 22, 190

36D 8' - 0" 9' - 4" 1 1/4" STL - OCD-2 STL N-11 K/A7.1 L/A7.1 H/A7.1 - 15 17, 22, 191

36E 8' - 0" 9' - 4" 1 1/4" STL - OCD-2 STL N-11 K/A7.1 L/A7.1 H/A7.1 - 15 17, 22, 192

36F 8' - 0" 9' - 4" 1 1/4" STL - OCD-2 STL N-11 K/A7.1 L/A7.1 H/A7.1 - 15 17, 22, 193

36G 3' - 0" 7' - 0" 1 3/4" HM N-11 D HM N-11 D/A7.1 E/A7.1 F/A7.1 A1/B 16 17

36H 3' - 0" 7' - 0" 1 3/4" HM N-11 D HM N-11 D/A7.1 SIM E/A7.1 SIM F/A7.1 SIM A1/B 16 17

36J 3' - 0" 3' - 8" 1 3/4" HM N-11 C HM N-11 M/A10.3 M/A10.3 S/A10.3 A1 20 -

36K 3' - 0" 3' - 8" 1 3/4" HM N-11 C HM N-11 M/A10.3 M/A10.3 S/A10.3 A1 20 -

36L 3' - 0" 3' - 8" 1 3/4" HM N-11 C HM N-11 M/A10.3 M/A10.3 S/A10.3 A1 20 -

36M 3' - 0" 7' - 0" - - R - - - - - - 27 25

36N 10' - 0" 14' - 0" - - RR - - - - - - 27 25

36P 10' - 0" 14' - 0" - - RR - - - - - - 27 25

36Q 10' - 0" 14' - 0" - - RR - - - - - - 27 25

43AA 6' - 0" 7' - 0" 1 1/2" IMPACT BLACK GG SS - E/A10.2 E/A10.2 W/A10.2 - - 19, 24

43BA 6' - 0" 7' - 0" 1 1/2" IMPACT BLACK GG SS - E/A10.2 E/A10.2 W/A10.2 - - 19, 24

44AA 6' - 0" 7' - 0" 1 1/2" IMPACT BLACK GG SS - E/A10.2 E/A10.2 W/A10.2 - - 19, 24

44AB 6' - 0" 7' - 0" 1 1/2" IMPACT BLACK GG SS - E/A10.2 E/A10.2 W/A10.2 - - 19, 24

44BA 6' - 0" 7' - 0" 4" INSUL - K SS - M/A10.2 G/A10.3 R/A10.2 - - 18, 19

45A 3' - 0" 7' - 0" 1 3/4" HM N-11 E HM N-11 V/A10.2 V/A10.2 X/A10.2 SIM A2 4 8, 11, 17, 22, 139

55A 6' - 0" 7' - 0" 4" INSUL - K SS - M/A10.2 G/A10.3 S/A10.2 - - 18, 19

55B 6' - 0" 7' - 0" 1 1/2" IMPACT BLACK GG SS - M/A10.2 SIM F/A10.3 AA/A10.2 - - 19, 23

55C 6' - 0" 7' - 0" 4" INSUL - K SS - M/A10.2 SIM F/A10.3 AA/A10.2 - - 19

56A 6' - 0" 7' - 0" 1 1/2" IMPACT BLACK GG SS - E/A10.2 E/A10.2 L/A10.2 - - 19, 24

56B 6' - 0" 7' - 0" 1 1/2" IMPACT BLACK GG SS - M/A10.2 SIM F/A10.3 AA/A10.2 - - 19, 23

56C 6' - 0" 7' - 0" 4" INSUL - K SS - M/A10.2 SIM F/A10.3 AA/A10.2 - - 19

57A 3' - 0" 7' - 0" 1 3/4" HM N-11 E HM N-11 V/A10.2 V/A10.2 X/A10.2 A2 4 8, 11, 17, 22, 138

59A 6' - 0" 7' - 0" 1 1/2" IMPACT BLACK GG SS - B/A10.3 E/A10.3 Q/A10.2 - - 19, 22, 23, 137, 170

59B 6' - 0" 7' - 0" 4" INSUL - K SS - B/A10.3 E/A10.3 Q/A10.2 - - 19

59C 6' - 0" 7' - 0" 4" INSUL - K SS - M/A10.2 G/A10.3 S/A10.2 - - 18, 19

67A 6' - 0" 7' - 0" 4" INSUL - K SS - M/A10.2 Z/A10.2 R/A10.2 - - 18, 19

68A 6' - 0" 7' - 0" 5" INSUL - K SS - M/A10.2 T/A10.3 T/A10.2 - - 18, 19

68B 3' - 0" 7' - 0" 5" INSUL - J SS - N/A10.2 N/A10.2 T/A10.2 SIM - - 19

69A 3' - 0" 7' - 0" 1 3/4" HM N-4/N-11 C HM N-4/N-11 D/A7.1 E/A7.1 F/A7.1 A1/B 17 14, 17, 22, 171

69B 3' - 0" 7' - 0" 1 3/4" HM N-4/N-11 C HM N-4/N-11 D/A7.1 E/A7.1 F/A7.1 A1/B 17 14, 17, 22, 171

73A 3' - 0" 7' - 0" 1 1/2" IMPACT BLACK F HM N-4 B/A10.2 H/A10.2 D/A10.3 C - 9, 22, 170

73B 6' - 0" 7' - 0" 1 1/2" IMPACT BLACK FF HM N-4 B/A10.2 H/A10.2 D/A10.3 C - 9, 22, 170

75A 4' - 0" 7' - 0" 4" INSUL - J SS - N/A10.2 N/A10.2 P/A10.2 - - 19

84A 3' - 0" 7' - 0" 1 3/4" SCWD S-1 D HM N-11 A/A10.2 G/A10.2 - - - A1 7 8, 22, 136

1. TWO WAY TRAFFIC – DOOR ACTIVATION FROM BOTH SIDES OF DOOR

2. ONE WAY TRAFFIC – DOOR ACTIVATION FROM VESTIBULE SIDE OF DOOR

3. ONE WAY TRAFFIC – DOOR ACTIVATION FROM CHECKOUT AREA SIDE

4. ONE WAY TRAFFIC – DOOR ACTIVATION FROM EXTERIOR SIDE

5. PROVIDE CART PROTECTION RAILS ON TRAFFIC SIDE OF DOOR

6. DOOR TO HAVE EMERGENCY BREAK-AWAY FEATURE

7. PROVIDE MINI-BLINDS ON SIDELIGHT – COLOR OF BLINDS TO MATCH DOOR FRAME

8. PROVIDE KICKPLATE ON PUSH SIDE OF DOOR

9. TERMINATE RESINOUS FLOORING CENTERED ON DOOR IN CLOSED POSITION

10. PROVIDE 2 SQUARE FOOT LOUVER (2’-0” W X 1’-0” H) IN EACH DOOR LEAF

11. PROVIDE MINI-BLINDS ON DOOR WINDOW – COLOR OF BLINDS TO MATCH DOOR FRAME

12. PROVIDE 2 SQUARE FOOT LOUVER (2’-0” W X 1’-0” H)

13. UNDERCUT DOOR ¾”

14. PAINT INTERIOR OF DOOR AND FRAME N-4

15. SECURITY DOOR FRAME

16. SECURITY DOOR AND FRAME (SEE SPECIFICATIONS SECTION 08111)

17. INSULATED DOOR

18. PROVIDE PLASTIC STRIP CURTAIN

19. DOOR FURNISHED AS PART OF COLD STORAGE ROOM

20. PROVIDE HEATER CABLES AROUND ENTIRE DOOR

21. SEE DETAIL A/A10.4 FOR TYPICAL DOOR DETAILS

22. SEE SIGNAGE DETAILS THIS SHEET FOR REQUIRED DOOR SIGNAGE

23. PROVIDE SCUFF PLATES ON TYPE GG TRAFFIC DOOR

24. PROVIDE SPRING BUMPERS ON TYPE GG TRAFFIC DOOR

25. CHAIN LINK SWING GATE (SEE SPECIFICATION SECTION 02821)

26. PROVIDE ELECTRIC STRIKE WITH REMOTE PUSH BUTTON (08710)

SIGNAGE REMARKS

SEE SIGNAGE DETAILS THIS SHEET FOR MOUNTING LOCATION OF DOOR IDENTIFICATION SIGNAGE.

100. PROVIDE VINYL DIE-CUT “NO SMOKING” INTERNATIONAL SYMBOL. MOUNT ON GLASS 6” ABOVE CENTER MULLION.

101. PROVIDE SIGNAGE “ENTRANCE” ON EXTERIOR SIDE OF DOOR AND “EXIT” ON VESTIBULE SIDE OF DOOR

102. PROVIDE SIGNAGE “ENTRANCE” ON VESTIBULE SIDE OF DOOR AND “EXIT” ON SALES AREA SIDE OF DOOR

103. PROVIDE SIGNAGE “EXIT ONLY” ON EXTERIOR SIDE OF DOOR AND “EXIT” ON VESTIBULE SIDE OF DOOR

104. PROVIDE SIGNAGE “EXIT ONLY” ON VESTIBULE SIDE OF DOOR AND “EXIT” ON CHECKOUT AREA SIDE OF DOOR

105. PROVIDE SIGNAGE “CARRY OUT RETURN ONLY” ON EXTERIOR SIDE OF DOOR AND “EMERGENCY EXIT ONLY” ON VESTIBULE SIDE

OF DOOR

106. PROVIDE SIGNAGE “CARRY OUT RETURN ONLY” ON VESTIBULE SIDE OF DOOR AND “EMERGENCY EXIT ONLY” ON CHECKOUT AREA

SIDE OF DOOR

110. PROVIDE RESTROOM IDENTIFICATION SIGNAGE

120. PROVIDE INTERIOR DOOR IDENTIFICATION SIGNAGE “CASHIER’S OFFICE” WITH DIRECTION “AUTHORIZED PERSONNEL ONLY”

121. PROVIDE INTERIOR DOOR IDENTIFICATION SIGNAGE WITH DIRECTION “AUTHORIZED PERSONNEL ONLY”

122. PROVIDE INTERIOR DOOR IDENTIFICATION SIGNAGE “RECEIVING MANAGER”

123. PROVIDE INTERIOR DOOR IDENTIFICATION SIGNAGE “STORE DIRECTOR”

124. PROVIDE INTERIOR DOOR IDENTIFICATION SIGNAGE “ADMINISTRATION AREA” WITH DIRECTION “AUTHORIZED PERSONNEL ONLY”

125. PROVIDE INTERIOR DOOR IDENTIFICATION SIGNAGE “EMPLOYEE BREAKROOM”

126. PROVIDE INTERIOR DOOR IDENTIFICATION SIGNAGE “TRAINING ROOM” WITH REMOVABLE AND REVERSABLE DIRECTION

SIGNAGE PLAQUE “CONFERENCE IN SESSION”

127. PROVIDE INTERIOR DOOR IDENTIFICATION SIGNAGE “STORE ADMINISTRATOR”

128. PROVIDE INTERIOR DOOR IDENTIFICATION SIGNAGE “ZONE MANAGER”

129. PROVIDE INTERIOR DOOR IDENTIFICATION SIGNAGE “JANITOR’S CLOSET”

130. PROVIDE INTERIOR DOOR IDENTIFICATION SIGNAGE “MEDICAL FOOD INSPECTION”

131. PROVIDE INTERIOR DOOR IDENTIFICATION SIGNAGE “DAMAGED MERCHANDISE STORAGE”

132. PROVIDE INTERIOR DOOR IDENTIFICATION SIGNAGE “COMMUNICATIONS ROOM” WITH DIRECTION “AUTHORIZED PERSONNEL

ONLY”

133. PROVIDE EXTERIOR DOOR IDENTIFICATION SIGNAGE “ROOF ACCESS” WITH DIRECTION “AUTHORIZED PERSONNEL ONLY”

134. PROVIDE INTERIOR DOOR IDENTIFICATION SIGNAGE “ELECTRICAL ROOM” WITH DIRECTION “AUTHORIZED PERSONNEL ONLY”

135. PROVIDE INTERIOR DOOR IDENTIFICATION SIGNAGE “SECRETARY”

136. PROVIDE INTERIOR DOOR IDENTIFICATION SIGNAGE “VENDOR ROOM”

137. PROVIDE INTERIOR DOOR IDENTIFICATION SIGNAGE “MEAT DEPARTMENT” WITH DIRECTION “PUSH BUTTON FOR ASSISTANCE”

138. PROVIDE INTERIOR DOOR IDENTIFICATION SIGNAGE “MEAT MANAGER”

139. PROVIDE INTERIOR DOOR IDENTIFICATION SIGNAGE “PRODUCE MANAGER”

140. PROVIDE INTERIOR DOOR IDENTIFICATION SIGNAGE “PRODUCE DEPATMENT” WITH DIRECTION “PUSH BUTTON FOR ASSISTANCE”

170. PROVIDE PRESSURE SENSITIVE LETTERING “EMPLOYEES ONLY”

171. PROVIDE PRESSURE SENSITIVE LETTERING “EMERGENCY EXIT ONLY – ALARM WILL SOUND”

180. PROVIDE EXTERIOR DOOR IDENTIFICATION SIGNAGE “COMMISSARY ADMINISTRATIVE OFFICE”

181. PROVIDE EXTERIOR DOOR IDENTIFICATION SIGNAGE “SPRINKLER ROOM” WITH DIRECTION “AUTHORIZED PERSONNEL ONLY”

182. PROVIDE EXTERIOR DOOR IDENTIFICATION SIGNAGE “ELECTRICAL EQUIPMENT ROOM” WITH DIRECTION “AUTHORIZED PERSONNEL

ONLY”

183. PROVIDE EXTERIOR DOOR IDENTIFICATION SIGNAGE “WAREHOUSE” WITH DIRECTION “PUSH BUTTON FOR DELIVERIES”

184. PROVIDE EXTERIOR DOOR IDENTIFICATION SIGNAGE “MEAT DEPARTMENT” WITH DIRECTION “PUSH BUTTON FOR DELIVERIES”

185. PROVIDE EXTERIOR DOOR IDENTIFCATION SIGNAGE “PRODUCE DEPARTMENT” WITH DIRECTION “PUSH BUTTON FOR DELIVERIES”

190. PROVIDE RECEIVING DOOR IDENTIFICATION SIGNAGE WITH NUMERAL NO. 1

191. PROVIDE RECEIVING DOOR IDENTIFICATION SIGNAGE WITH NUMERAL NO. 2

192. PROVIDE RECEIVING DOOR IDENTIFICATION SIGNAGE WITH NUMERAL NO. 3

193. PROVIDE RECEIVING DOOR IDENTIFICATION SIGNAGE WITH NUMERAL NO. 4

FRAME TYPES

DOOR REMARKS

SIGNAGE DETAILS SIGNAGE PANEL COLOR: N-12

LETTERING COLOR: WHITE
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ACOUSTICAL CEILING PANEL (APC)

APC-1 ARMSTRONG

FINE FISSURED #1732 , WHITE

ANGLED TEGULAR, 24” X 24” X 5/8”

WITH HUMIGUARD PLUS AND

BIOBLOCK PAINT ON FACE AND BACK

PRELUDE XL 15/16” EXPOSED

TEE GRID - WHITE

CERAMIC TILE (CT)

CT-1 DALTILE

O-135 ALMOND, SEMI-GLOSS

4 1/4" X 4 1/4"

GROUT

CUSTOM BUILDING PRODUCTS

382 BONE

CT-2 DALTILE

O-142 LUMINARY GOLD, SEMI-GLOSS

4 1/4" X 4 1/4"

GROUT

CUSTOM BUILDING PRODUCTS

382 BONE

CT-3 DALTILE

O-135 ALMOND, SEMI-GLOSS

4 1/4" X 4 1/4" COVE BASE A-3401

GROUT

CUSTOM BUILDING PRODUCTS

382 BONE

CT-4 CROSSVILLE

BUENOS AIRES MOOD - VS 152 PAMPA

UNPOLISHED 12" X 24"

GROUT

CUSTOM BUILDING PRODUCTS

145 LIGHT SMOKE

CT-5 CROSSVILLE

BUENOS AIRES MOOD - VS 152 PAMPA

POLISHED 4" X 24"

GROUT

CUSTOM BUILDING PRODUCTS

145 LIGHT SMOKE

CT-6 CROSSVILLE

BUENOS AIRES MOOD - VS 153 RECOLETA

POLISHED 4" X 24"

GROUT

CUSTOM BUILDING PRODUCTS

145 LIGHT SMOKE

CT-7 CROSSVILLE

NOW - 4EF6 RUST

UNPOLISHED 18" X 18"

GROUT

CUSTOM BUILDING PRODUCTS

185 NEW TAUPE

CT-8 CROSSVILLE

NOW - 7B38 RUST

UNPOLISHED COVED BASE 6" X 12"

GROUT

CUSTOM BUILDING PRODUCTS

185 NEW TAUPE

PLASTIC LAMINATE (PL)

PL-1 RENOLIT ALKOREN

GENEVA C

42250

PL-2 RENOLIT ALKOREN

HONEY ALDER

3174 016-150

PL-3 NEVAMAR

CHARCOAL MATRIX TEXTURED

MR-6-2T

RIGID WALL COVERING (RWC)

RWC-1 KOROGARD PROTECTIVE WALLCOVERING

SIENNA

HAIR CELL TEXTURE,  .06" THICKNESS

RESILIENT BASE (RB)

RB-1 JOHNSONITE

TRADITIONAL WALL BASE 4"

#132 ESPRESSO

RESINOUS FLOORING (RES)

RES-1 STONEHARD INC.

STONECLAD UT

RED BRICK

RES-2 STONEHARD INC.

STONECLAD GS/STONEKOTE GS-4

BEACHWOOOD TEXTURE #2

VINYL ENHANCED TILE (VET)

VET-1 AZROCK BY TARKETT

AZTERRA

AT 108 COPPER

12” x 12”

SOLID SURFACING ( SS )

SS-1 CORIAN

COCOA BROWN

PAINT

R-1 BENJAMIN MOORE

104 SIENNA CLAY

R-2 BENJAMIN MOORE

105 TERRA MAUVE

R-3 BENJAMIN MOORE

2173-20 TAWNY ROSE

R-4 BENJAMIN MOORE

2173-20 MARS RED

Y-1 BENJAMIN MOORE

182 GLOWING UMBER

Y-2 BENJAMIN MOORE

168 AMBER

G-1 BENJAMIN MOORE

532 WINDING VINES

G-2 BENJAMIN MOORE

2145-10 AVOCADO

B-1 BENJAMIN MOORE

840 KENSINGTON BLUE

B-2 BENJAMIN MOORE

832 BLUE HERON

N-1 BENJAMIN MOORE

2155-60 CREAM YELLOW

N-2 BENJAMIN MOORE

188 EYE OF THE TIGER

N-3 BENJAMIN MOORE

187 GOLDFINCH

N-4 BENJAMIN MOORE

1147 BUTTERSCOTCH SUNDAE

N-5 BENJAMIN MOORE

HC-71 HASBROUCK BROWN

N-6 BENJAMIN MOORE

2106-10 JAVA

N-7 BENJAMIN MOORE

1615 ROCK GREY

N-8 BENJAMIN MOORE

HC-41 RICHMOND GOLD

N-9 BENJAMIN MOORE

2164-30 RICH CLAY BROWN

N-10 BENJAMIN MOORE

AC-40 GLACIER WHITE

N-11 BENJAMIN MOORE

HC-83 GRANT BEIGE

N-12 BENJAMIN MOORE

AC-33 MESA VERDE TAN

SPECIAL CONCRETE FLOOR FINISH (SCF)

SCF-1 RETRO-PLATE CONCRETE

POLISHING SYSTEM

RETRO-PLATE 99

ADVANCED FLOOR PRODUCTS

NATURAL CONCRETE FINISH

W/ STAIN REPELLANT

STAIN (S)

S-1 COLOR TO MATCH PL-1

DECOR  FINISHES (DF)

DF-1 BRUSHED ALUMINUM

DF-2 PLEXIGLAS ACRYLIC RESIN 0.177"

MILK WHITE

FINISH LEGENDROOM FINISH AND COLOR SCHEDULE

ROOM
NO. ROOM NAME

FLOOR BASE WALLS CEILING

REMARKSMAT'L. COLOR MAT'L. COLOR
NORTH EAST SOUTH WEST

MAT'L COLOR HEIGHTMAT'L COLOR MAT'L COLOR MAT'L COLOR MAT'L COLOR
1 ENTRY VESTIBULE CONC. SCF-1 RB RB-1 AL/GL - GWB N-2 AL/GL - GWB N-2 GWB N-1 10' - 8" G7

2A EXIT VESTIBULE CONC. SCF-1 RB RB-1 AL/GL - GWB N-2 AL/GL - GWB N-2 GWB N-1 10' - 8" G7

2B EXIT VESTIBULE CONC. SCF-1 RB RB-1 AL/GL - GWB N-2 AL/GL - GWB N-2 GWB N-1 10' - 8" G7

3 BAGGER RETURN VESTIBULE CONC. SCF-1 RB RB-1 AL/GL - GWB N-2 AL/GL - GWB N-2 GWB N-1 10' - 8" G7

4 CASHIER'S OFFICE VET VET-1 RB RB-1 GWB N-11 GWB N-11 GWB N-11 GWB N-11 GWB N-10 8' - 0" G5, G6, G8

5 CASH COUNTING ROOM VET VET-1 RB RB-1 GWB N-11 GWB N-11 GWB N-11 GWB N-11 APC APC-1 8' - 0" G5

6 CUSTOMER SERVICE VET VET-1 RB RB-1 - - GWB N-2 GWB N-2 GWB N-2 GWB N-2 10' - 0" -

8 CART STORAGE CONC. SCF-1 RB RB-1 - GWB N-2 GWB N-2 GWB N-2 GWB N-2 10' - 0" G1, C2

10 CUSTOMER RESTROOM (MEN) CT CT-7 CT CT-8 GWB CT-4,5,6 GWB CT-4,5,6 GWB CT-4,5,6 GWB CT-4,5,6 GWB N-10 8' - 0" G7, F3, W1, W10

11 CUSTOMER RESTROOM (WOMEN) CT CT-7 CT CT-8 GWB CT-4,5,6 GWB CT-4,5,6 GWB CT-4,5,6 GWB CT-4,5,6 GWB N-10 8' - 0" G7, F3,  W1, W10

12 STORE DIRECTOR VET VET-1 RB RB-1 GWB N-11 GWB N-11 GWB N-11 GWB N-11 APC APC-1 10' - 0" G2

13 ADMINISTRATIVE ENTRY VESTIBULE VET VET-1 RB RB-1 AL/GL - GWB N-11 AL/GL - GWB N-11 GWB N-10 10' - 0" -

14 ADMINISTRATIVE CORRIDOR VET VET-1 RB RB-1 GWB N-11 GWB N-11 GWB N-11 GWB N-11 GWB N-10 10' - 0" -

15 ADMINISTRATIVE AREA VET VET-1 RB RB-1 GWB N-11 GWB N-11 GWB N-11 GWB N-11 APC APC-1 10' - 0" G2

15A SECRETARY OFFICE VET VET-1 RB RB-1 GWB N-11 GWB N-11 GWB N-11 GWB N-11 APC APC-1 10' - 0" G2

16A EMPLOYEE BREAK ROOM VET VET-1 RB RB-1 GWB N-11 GWB N-11 GWB N-11 GWB N-11 APC APC-1 8' - 0" W7

16B EMPLOYEE BREAK ROOM CONC SCF-1 RB RB-1 CMU N-11 CMU N-11 CMU N-11 CMU N-11 APC APC-1 8' - 0" G2, W7

17 TRAINING ROOM VET VET-1 RB RB-1 GWB N-11 GWB N-11 GWB N-11 GWB N-11 APC APC-1 8' - 0" G9

18 STORE ADMINISTRATOR VET VET-1 RB RB-1 GWB N-11 GWB N-11 GWB N-11 GWB N-11 APC APC-1 10' - 0" G2

18A ZONE MANAGER VET VET-1 RB RB-1 GWB N-11 GWB N-11 GWB N-11 GWB N-11 APC APC-1 10' - 0" G2

20A JANITORS CLOSET CONC. - RB RB-1 GWB N-2 GWB N-2 GWB N-2 GWB N-2 GWB N-1 8' - 0" G7, F1, W6

20B JANITORS CLOSET CONC. - RB RB-1 GWB N-11 GWB N-11 GWB N-11 GWB N-11 GWB N-10 8' - 0" G7, F1, W6

20C JANITORS CLOSET CONC. - - - CMU N-11 CMU N-11 CMU N-11 CMU N-11 GWB N-10 8' - 0" G7, F1, W6

21A VESTIBULE (RECEIVING/STAGING TO SALES AREA) CONC. - CONC. CURB - CMU FRP PF FRP GWB FRP PF/GWB FRP GWB N-10 10' - 0" G7, W2, F1, F8, F9

21B VESTIBULE (RECEIVING/STAGING TO SALES AREA) CONC. - CONC. CURB - CMU FRP CMU FRP CMU FRP PF FRP GWB N-10 10' - 0" G7, W2, F1, F9

23 DAMAGED MERCHANDISE CONC. - - - CMU N-11 CMU N-11 CMU N-11 CMU N-11 GWB N-10 8' - 0" F1

24 DAMAGED MERCHANDISE SALES NICHE CONC. SCF-1 RB RB-1 GWB N-2 GWB N-2 - - GWB N-2 GWB N-2 8' - 0" G1, C2

25 LOCKER ROOM (WOMEN) CT CT-7 CT CT-8 CMU CT-4,5,6 CMU CT-4,5,6 CMU CT-4,5,6 CMU CT-4,5,6 GWB N-10 8' - 0" G7, F3, W1, W10

26 EMPLOYEE RESTROOM (WOMEN) CT CT-7 CT CT-8 CMU CT-4,5,6 CMU CT-4,5,6 CMU CT-4,5,6 CMU CT-4,5,6 GWB N-10 8' - 0" G7, F3, W1, W10

27 EMPLOYEE RESTROOM (MEN) CT CT-7 CT CT-8 CMU CT-4,5,6 CMU CT-4,5,6 CMU CT-4,5,6 CMU CT-4,5,6 GWB N-10 8' - 0" G7, F3, W1, W10

28 LOCKER ROOM (MEN) CT CT-7 CT CT-8 CMU CT-4,5,6 CMU CT-4,5,6 CMU CT-4,5,6 CMU CT-4,5,6 GWB N-10 8' - 0" G7, F3, W1, W10

30 CONTRACTOR STOCKER STORAGE CONC. - - - CMU N-11 CMU N-11 PF - CMU N-11 - - G3, G4,  F1, W9

31 STAIRWELL CONC. - - - CMU - CMU - CMU - CMU - - - F1, G10

31A COMMUNICATIONS ROOM (CISIC) VET VET-1 RB RB-1 GWB N-11 GWB N-11 GWB N-11 GWB N-11 APC APC-1 8' - 0" W8

31B COMMUNICATIONS CLOSET (CISIC) CONC. - RB RB-1 CMU N-11 CMU N-11 CMU N-11 CMU N-11 GWB N-10 8' - 0" W8

31C SPRINKLER ROOM CONC. - - - CMU - CMU - CMU - CMU - - - F1

31D ELECTRICAL ROOM CONC. - - - CMU - CMU - CMU - CMU - - - F1

31E ELECTRICAL ROOM CONC. - RB RB-1 GWB N-2 GWB N-2 GWB N-2 GWB N-2 GWB N-1 8' - 0" F1

31F ELECTRICAL ROOM CONC. - RB RB-1 GWB N-2 GWB N-2 GWB N-2 GWB N-2 GWB N-1 8' - 0" F1

31G ELECTRICAL ROOM CONC. - - - CMU - CMU - CMU - CMU - GWB N-10 8' - 0" F1

32 SENSITIVE STORAGE CONC. - - - CMU - CMU - CMU - CMU - GWB N-10 10' - 0" F1

34 MEDICAL FOOD INSPECTION OFFICE VET VET-1 RB RB-1 CMU N-11 CMU N-11 CMU N-11 CMU N-11 APC N-10 8' - 0" -

35 RECEIVING MANAGER VET VET-1 RB RB-1 CMU N-11 CMU N-11 CMU N-11 CMU N-11 APC APC-1 8' - 0" G2, G8, F1

36/37 RECEIVING AREA / STAGING AREA CONC. - - - CMU N-11 CMU N-11 CMU N-11 CMU N-11 - - G3, G4, F1, W4, W9

38 MHE CHARGING AREA CONC. - - - CMU N-11 - - - - - - - - G3, G4, F1, W4, W9

43A PRODUCE CHILLED STORAGE CONC. - CONC. CURB - PF - PF - PF - PF - PF - 10' - 0" F1, F4, C1

43B PRODUCE CHILLED STORAGE (GAS) CONC. - CONC. CURB - PF - PF - PF - PF - PF - 10' - 0" F1, F4, C1

44A PRODUCE PROCESSING CONC. - CONC. CURB - PF - PF - PF - PF - PF - 10' - 0" F1, F4, C1

44B PRODUCE AMBIENT STORAGE CONC. - CONC. CURB - PF - PF - PF - PF - PF - 10' - 0" F1, F4, C1

45 PRODUCE MANAGER VET VET-1 RB RB-1 CMU N-11 CMU N-11 GWB N-11 GWB N-11 APC APC-1 8' - 0" G7, F1

55 MEAT PROCESSING RES RES-1 CONC. CURB RES-1 PF - PF - PF - PF - PF - 10' - 0" F4, F7, C1

56 MEAT WRAPPING RES RES-1 CONC. CURB RES-1 PF - PF - PF - PF - PF - 10' - 0" F4, F7, C1

57 MEAT MANAGER RES RES-1 RB RB-1 GWB N-11 GWB N-11 GWB N-11 GWB N-11 APC APC-1 8' - 0" G2, G7, F7

59/61/62 MEAT CHILL STORAGE / PREPACK MEAT CHILL

STORAGE / POULTRY CHILL STORAGE

RES RES-1 CONC. CURB RES-1 PF - PF - PF - PF - PF - 10' - 0" F4, F7, C1

67 DAIRY STORAGE CONC. - CONC. CURB - PF - PF - PF - PF - PF - 10' - 0" F1, F4, C1

68 FROZEN FOOD STORAGE CONC. - CONC. CURB - PF - PF - PF - PF - PF - 10' - 0" F1, F4, F5, C1

69 SALES AREA CONC. SCF-1 RB RB-1 GWB - GWB - GWB - GWB - - N-1 G2, G3, G11, C2, C3

70/72 DELI / BAKERY SERVICE AREA RES RES-2 CT CT-3 - - - - - - GWB CT-1,2 GWB N-1 10' - 0" G1, G7, F2, F7, W3, W5, C2

73/74 DELI / BAKERY PREPARATION AREA RES RES-2 CT CT-3 GWB CT-1,2 GWB CT-1,2 GWB CT-1,2 GWB CT-1,2 GWB N-1 10' - 0" G1, G7, F2, F7, W3, W5, C2

75 BAKERY CHILL STORAGE CONC. - CONC. CURB - PF - PF - PF - PF - PF - 10' - 0" F1, F4, C1

81 CHECKOUT CONC. SCF-1 RB RB-1 - - - - GWB N-2 GWB N-2 - - G2, G3, G11, C2, C3

82 SINGLE LINE QUEUING CONC. SCF-1 - - - - - - - - - - - - G2, G3, G11, C2, C3

84 VENDORS ROOM VET VET-1 RB RB-1 GWB N-11 GWB N-11 GWB N-11 GWB N-11 APC APC-1 8' - 0" -

EQUIPMENT COLORS
DISPLAY CASE: 1MO4, 1M07, 1G02, 1G11, 1B08, 1D00, 1D22

HUSSMANN CORPORATION

CASE EXTERIOR: #747 "CHOCOLATE BROWN"

CASE INTERIOR: #700 INTERIOR WHITE

VINYL BUMPER:#701 SHADOW BLACK

KICK PLATE: BLACK

END PANEL: #747 "CHOCOLATE BROWN"

DISPLAY DOOR FRAME, TRIM, AND HANDLES: BLACK

(EQUIVALENT PAINT COLOR FOR CASE EXTERIOR: N-6

BM # 2106-10 "JAVA")

DISPLAY CASE: 1G06, 1G07, 1G12, 1G10

HUSSMANN CORPORATION

CASE EXTERIOR: B-1; BM #840 "KENSINGTON BLUE"

CASE INTERIOR: #700 INTERIOR WHITE

VINYL BUMPER:#701 SHADOW BLACK

KICK PLATE: BLACK

END PANEL: B-1; BM #840 "KENSINGTON BLUE"

DISPLAY DOOR FRAME, TRIM, AND HANDLES: BLACK

DISPLAY CASE: 1P03, 1P07

HUSSMANN CORPORATION

CASE EXTERIOR: #747 "CHOCOLATE BROWN"

CASE INTERIOR: #701 SHADOW BLACK

VINYL BUMPER:#701 SHADOW BLACK

KICK PLATE: BLACK

END PANEL: #747 "CHOCOLATE BROWN"

(EQUIVALENT PAINT COLOR FOR CASE EXTERIOR: N-6

BM # 2106-10 "JAVA")

DISPLAY CASE: 1D07, 1D17

SOUTHERN STORE FIXTURES

CASE EXTERIOR: TO MATCH HUSSMAN #747 "CHOCOLATE BROWN"

CASE INTERIOR: WHITE

VINYL BUMPER: BLACK

KICK PLATE: BLACK

(EQUIVALENT PAINT COLOR FOR CASE EXTERIOR: N-6

BM # 2106-10 "JAVA")

DISPLAY CASE: 1B29, 1B30

STRUCTURAL CONCEPTS

CASE EXTERIOR: TO MATCH HUSSMAN #747 "CHOCOLATE BROWN"

CASE INTERIOR: WHITE

VINYL BUMPER: BLACK

KICK PLATE: BLACK

(EQUIVALENT PAINT COLOR FOR CASE EXTERIOR: N-6

BM # 2106-10 "JAVA")

DISPLAY CASE: 1D14

HENNY PENNY CORPORATION

CASE BODY: STAINLESS STEEL

CASE TRIM: STAINLESS STEEL

KICK PLATE: STAINLESS STEEL

CASE INTERIOR: STAINLESS STEEL

GENERAL

G1 SEE SALES AREA ELEVATIONS ON A12 SERIES FOR TYPES AND LOCATIONS OF INTERIOR FINISHES.

G2 PROVIDE HORIZONTAL MINI-BLINDS ON ALL WINDOWS IN THIS ROOM. COLOR OF BLINDS SHALL MATCH WINDOW FRAME.

G3 A CLEAR HEIGHT OF 17’-0” MIN. SHALL BE MAINTAINED FROM FINISHED FLOOR TO ANY OBSTRUCTION OR STRUCTURAL MEMBER.

G4 PROVIDE AIR TIGHT SEAL BETWEEN CMU WALLS AND METAL ROOF DECK.

G5 ALL WALL AND CEILING SURFACES FACING INTERIOR OF ROOM SHALL HAVE 3/4” FIRE RETARDANT PLYWOOD COVERED WITH 5/8”

GYPSUM WALL BOARD, EXCLUDING EXTERIOR WALL FURRING.

G6 PROVIDE BLINDS ON WINDOW FACING SALES AREA ONLY. COLOR OF BLINDS SHALL MATCH WINDOW FRAME.

G7 ALL GWB IN THIS ROOM SHALL BE MOISTURE RESISTANT.

G8 HOLLOW METAL WINDOW FRAME(S) IN ROOM SHALL BE PAINTED TO MATCH DOOR FRAME(S) IN SAME ROOM.

G9 PROVIDE CHAIR RAIL IN THIS ROOM - SEE DETAIL T/A8.2

G10 PAINT METAL STAIR SYSTEM N-11 INCLUDING UNDERSIDE OF LANDINGS

G11 PROVIDE AIR TIGHT SEAL BETWEEN GYPSUM WALL BOARD PARTITIONS / SOFFITS AND METAL ROOF DECK.

FLOORS

F1 PREP FLOOR SLAB AND CONCRETE CURBS (WHERE APPLICABLE) AND APPLY LIQUID FLOOR SEALING TREATMENT.

F2 PROVIDE COVE TILE BASE - SEE DETAIL E/A8.3.

F3 FLOOR TILE SHALL BE THIN-SET.

F4 PROVIDE CONCRETE CURBS AROUND PERIMETER OF ROOM UNLESS NOTED OTHERWISE, SEE DETAIL M/A9.2.

F5 PROVIDE INSULATING CONCRETE FREEZER FLOOR (03305).

F6 INSTALL VINYL BASE ON GWB PARTITION.

F7 PROVIDE RESINOUS FLOORING TREATMENT ON CONCRETE FLOOR AND CURBS (WHERE APPLICABLE).

F8 PROVIDE CONCRETE CURBS ALONG DESIGNATED PREFABRICATED ( PF ) COOLER / FREEZER WALLS AND GYPSUM WALL BOARD.

F9 PROVIDE CONCRETE CURBS ALONG DESIGNATED PREFABRICATED ( PF ) COOLER / FREEZER WALLS.

WALLS

W1 PROVIDE WALL TILE PATTERN - SEE DETAIL C/A8.2

W2 PROVIDE FULL HEIGHT FIBERGLASS REINFORCED PANELS ( FRP ) ON DESIGNATED WALLS.

W3 SEE A/A8.3 FOR EXTENT OF WALL TILE AND D/A8.3 FOR WALL TILE PATTERN IN DELI AREA.

W4 PROVIDE 8’-0”H FIBERGLASS REINFORCED PANEL (FRP) WAINSCOT ON ALL PRE-FAB ( PF ) COOLER / FREEZER WALLS IN THIS AREA.

W5 PROVIDE WALL TILE TRIM PIECES ON  WHERE APPLICABLE - SEE DETAIL E/A8.3

W6 PROVIDE 4’-0”H FIBERGLASS REINFORCED PANEL ( FRP ) WAINSCOT ON WALL SURFACES ABOVE MOP BASIN.

W7 PROVIDE 2’-8”H RIGID WALL COVERING ( RW-1 ) WAINSCOT ON EXPOSED WALLS ( NOT BEHIND CABINETS ).

W8 PROVIDE ¾” FIRE RETARDANT-TREATED PLYWOOD PANELS OVER GWB ON ALL WALL SURFACES IN THIS ROOM. SET BOTTOM OF 4’-0” X

8’-0” PANEL AT 3’-0” AFF AND INSTALL PANELS HORIZONTALLY.

W9 PROVIDE N-11 PRIMER / SEALER ( FULL HT ) ON CMU PARTITIONS.

W10 PROVIDE SCHLUTER-QUADEC AT OUTSIDE COENERS OF TILE - SEE DETAIL U/A8.2

CEILINGS

C1 PRE-FAB ( PF ) COOLER / FREEZER CEILING PANELS SHALL HAVE NO EXPOSED STRUCTURAL MEMBERS WITHIN INTERIOR OF ROOM.

C2 SEE REFLECTED CEILING PLANS FOR ADDITIONAL INFORMATION.

C3 PAINT EXPOSED ROOF STRUCTURE AND EXPOSED UTILITIES ( DUCT WORK, CONDUITS, AND PIPING ) IN CUSTOMER AREAS WITH DRY FALL

PAINT (COLOR N-1 ).

ROOM FINISH SCHEDULE REMARKS

APC ACOUSTICAL CEILING PANEL

GWB GYPSUM WALL BOARD

AL/GL ALUMINUM AND GLASS WINDOW SYSTEM

FRP FIBERGLASS REINFORCED PANELS

PF PREFABRICATED COLD STORAGE ROOM PANELS

CMU CONCRETE MASONRY UNITS

SCF SPECIAL CONCRETE FLOOR FINISH

TRAFFIC DOORS

DOOR TYPE "FF" AND "GG"

ELIASON CORPORATION

(800) 828-3577

COLOR : BLACK

PEDESTRIAN CONTROL DEVICE

ALVARADO MANUFACTURING COMPANY

CHINO, CALIFORNIA

(800) 423-1143

ESCORT POST & BELT SYSTEM

POSTS : CHROME W/ BLACK TRIM STRIPS

BELTS : BLACK

DAMAGED MERCHANDISE UNIT

FIXTURE ITEM: 1RO9

RICHARDS-WILLCOX, INC.

TIMES-TWO FILES

COLOR: #81 BLACK

TOILET PARTITIONS

METPAR CORPORATION

STAINLESS STEEL

METAL LOCKERS

REPUBLIC STORAGE SYSTEMS CO.

JET BLACK - # 94

MODULAR WORKSTATIONS

HON : 'SIMPLICITY II'

PANEL FABRIC : TANGO PLAYA TA33

LAMINATE : G3 GRAPHITE

PAINT : BLACK

CHAIR FABRIC : AD DIMENSIONS GRAY 18

CHAIR FRAME : BLACK

TRAFFIC DOORS

DOOR TYPE "FF" AND "GG"

ELIASON CORPORATION

(800) 828-3577

COLOR : BLACK

ABBREVIATIONS
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 1/8" = 1'-0"
DECOR PLACEMENT PLAN

MODEL COUNT DESCRIPTION REFERENCE MTG. HT. (BOTTOM)
EBS 1 EXTERIOR BUILDING SIGN A/A6.7 17'-6"

FFI-S 4 FROZEN FOOD IDENTIFIER ON SOFFIT J/A12.4 -

FFI-V 16 FROZEN FOOD IDENTIFIER ON VALANCE H/A12.4 -

FLC 6 FROZEN "DIMENSIONAL LETTERS ON CHASES" G/A12.4 -

HMV 1 HISTORIC MURAL VINYL E/A12.3 -

MGV 1 MISSION GRAPHIC VINYL F/A12.3 -

PDG 3 PRODUCE DECOR GRID B/A12.4 10'-0"

SL-RR 1 SIGN LETTERS - RESTROOM C/A12.1 8'-4"

VFF 2 VALANCES OVER FROZEN FOODS F/A12.4 -

MODEL COUNT DESCRIPTION REFERENCE MTG. HT. (BOTTOM)
BPR-4A 1 BANNER - PRODUCE - GREEN C/A12.4 9'-0"

BPR-5A 1 BANNER - PRODUCE - DARK GREEN C/A12.4 9'-0"

BSU-5A 1 BANNER - SUSHI - DARK GREEN C/A12.4 9'-0"

DBS 15 DEPARTMENT BLADE SIGN K/A12.4 8'-0"

DE-BD 1 DECOR ELEMENT - BAKERY DELI C/A12.3 10'-5"

DE-CP 1 DECOR ELEMENT - CLUBPACK SAVINGS A/A12.3 10'-5"

DE-CS 1 DECOR ELEMENT - CUSTOMER SERVICE F/A12.3 7'-4"

DE-DA 2 DECOR ELEMENT - DAIRY C-D/A12.2 10'-0"

DE-EX 1 DECOR ELEMENT - EXIT F/A12.3 -

DE-FZ 1 DECOR ELEMENT - FROZEN FOOD E/A12.2 10'-0"

DE-MT 1 DECOR ELEMENT - MEAT MARKET B/A12.2 10'-0"

DE-PR 1 DECOR ELEMENT - PRODUCE A/A12.2 10'-0"

MODEL COUNT DESCRIPTION REFERENCE MTG. HT. (BOTTOM)
AD 22 AISLE DIRECTORY A/A12.4 10'-0"

BBA-1A 2 BANNER - BAKERY - ORANGE C/A12.4 9'-0"

BBA-3A 3 BANNER - BAKERY - RED C/A12.4 9'-0"

BD-2A 3 BANNER - DeCA LOGO - YELLOW C/A12.4 9'-0"

BD-3A 3 BANNER - DeCA LOGO - RED C/A12.4 9'-0"

BDA-1A 2 BANNER - DAIRY - ORANGE C/A12.4 9'-0"

BDA-2A 2 BANNER - DAIRY - YELLOW C/A12.4 9'-0"

BFZ-6A 4 BANNER - FROZEN - LIGHT BLUE C/A12.4 9'-0"

BMT-1A 2 BANNER - MEAT - ORANGE C/A12.4 9'-0"

BMT-3A 1 BANNER - MEAT - RED C/A12.4 9'-0"

BPR-1A 2 BANNER - PRODUCE - ORANGE C/A12.4 9'-0"

BPR-2A 1 BANNER - PRODUCE - YELLOW C/A12.4 9'-0"

DECOR COMPONENTS

GENERAL NOTES

1. SEE DeCA UNIFORM DECOR 2010 "ADAPTIVE UNIFORM DECOR PACKAGE" FOR
DETAILS NOTED IN SHEET KEYNOTES
http://www.decafacilities.com/DeCADesign/AppendixD.aspx

2. DECOR ELEMENTS OF THE "ADAPTIVE UNIFORM DECOR PACKAGE" HAVE BEEN
PROPORTIONALLY REDUCED AND ADAPTED TO WORK WITH STORE SIZE

3. MOUNTING HEIGHTS ARE INDICATED ON DECOR DETAILS ON SHEET A12.3 AND
DECOR SCHEDULE ON THIS SHEET

4. BANNER AND PRODUCE DECOR GRID LOCATIONS ARE CONCEPTUAL. EXACT
LOCATIONS SHOULD BE ADJUSTED TO AVOID CONFLICTS WITH LIGHT FIXTURES,
HVAC GRILLES, ETC. CONFIRM BANNER LOCATIONS ON SITE WITH THE STORE
DIRECTOR.

5. SUSPEND DECOR ELEMENTS FROM UNISTRUT ATTACHED TO ROOF JOISTS (DO NOT
SUSPEND DECOR ELEMENTS FROM HVAC DUCTS, ELECTRICAL CONDUIT, PLUMBING
LINES, ETC.)
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 1/8" = 1'-0"A12.0 A12.1
A NORTH INTERIOR ELEVATION

 1/8" = 1'-0"A12.0 A12.1
B EAST INTERIOR ELEVATION

 1/8" = 1'-0"A12.0 A12.1
C SOUTH INTERIOR ELEVATION

 1/8" = 1'-0"A12.0 A12.1
D WEST INTERIOR ELEVATION

 1/8" = 1'-0"A12.0 A12.1
E BAKERY/DELI ELEVATION - EAST

 1/8" = 1'-0"A12.0 A12.1
F BAKERY/DELI ELEVATION - NORTH

 1/8" = 1'-0"A12.0 A12.1
G BAKERY/DELI ELEVATION - WEST

 1/8" = 1'-0"A12.0 A12.1
H BAKERY/DELI ELEVATION - SOUTH

1 1X11 TRIM PAINTED ALUMINUM FINISH M-1

2 1X8 HEMLOCK TRIM STAINED S-1

3 4.5" DEEP ALUMINUM VALANCE PAINTED M-1, (SEE SHEET ID5.10C FOR DETAILS)

4 FEATURE WALL PAINTED ACCENT, (SEE SHEET ID4.2-ID4.8 FOR DETAILS)

5 1X4 TRIM FINISH Y-1 MOUNT DIRECTLY TO WALL WITH 3M VHB TAPE & SILICONE

6 LOGO PANEL DIRECT-PRINTED WITH HIGH RES. 6 COLOR PROCESS UV STABLE INKS TO .25"

BLACK SINTRA (OR APPROVED EQ.) & ROUTED TO SHAPE FOR LOGO INTEGRITY, (SEE SHEET

ID4.1 FOR LOGO DETAILS & SEE SHEET ID5.11 FOR MOUNTING DETAILS)

7 BUMPER RAILS W/ RIGID VINYL WAINSCOT - TYPICAL SEE DETAIL H/A9.2

8 FEC - FIRE EXTINGUISHER CABINET

9 DBS, DEPARTMENT BLADE SIGN, (SEE SHEET ID5.4A,B FOR DETAILS)

10 MECHANICAL DUCTS, SEE MECHANICAL DRAWINGS

11 BAKERY VALANCE LETTERS AND SQUARES OF .5" MEDITE 3D (OR APPROVED EQ.) PAINTED

Y-1, ATTACH DIRECTLY TO VALANCE WITH 3M VHB TAPE & SILICONE, FONT: CORBEL TRUE TYPE

12 SLIDING AUTOMATIC ENTRANCE DOORS

13 ALUMINUM FRAMED WINDOW SYSTEM

14 CUSTOMER SERVICE COUNTER

15 TAPE, SAND AND PRIME GYP. BD. BEHIND REFRIGERATED CASES

16 PAINT EXPOSED ROOF STRUCTURE, METAL DECK AND EXPOSED UTILITIES (DUCTWORK,

CONDUITS, AND PIPING) WITH DRYFALL PAINT (COLOR N-1)

17 BAKERY / DELI TILE, SEE SHEET A8.3 FOR MORE INFORMATION

18 EXIT SIGN, TYPICAL - VERIFY LOCATION AND MOUNTING TYPE

19 HOSE STATION, TYPICAL

20 1G11 DOORS

21 CURVED VALANCE FINISH PL-1, (SEE SHEET ID5.0A,B,C,D FOR DETAILS)

22 PRIME AND SEAL CMU BEHIND REFRIGERATED CASES

23 MISSION GRAPHIC VINYL, DIRECT-PRINTED WITH HI RES. 6 COLOR PROCESS UV STABLE INKS

24 PHRASE LETTERS 6" TALL "RESTROOM", .5" MEDITE 3D (OR APPROVED EQ.) LETTER FINISH:

DF-1 FACES AND PAINTED SIDES M-2, ATTACH WITH 3M VHB TAPE & SILICONE, FONT: CORBEL

TRUE TYPE

25 DEPARTMENT LETTERS, LETTERS TO BE .75" MEDITE 3D (OR APPROVED EQ.) LETTER FINISH TO

BE DF-1 FACES AND SIDES PAINTED M-2, FONT: CORBEL TRUE TYPE, (SEE SHEET ID5.0A,B,C,D

FOR DETAILS)

26 LED LIGHTING: INDIRECT ILLUMINATION OF DEPARTMENT WALL TO BE PROVIDED BY TWO

LINEAR STROKES OF 12V US-LED QZR-6-12-W LIGHTING (OR APPROVED EQ.) RECESSED

BEHIND VALANCE FACE, (SEE ID5.0 & ID5.10C FOR DETAILS)

27 1/2" LIQUID TIGHT NON-METALLIC CONDUIT CUT FLUSH W/ FACE OF WALL AND RUN TO THE

NEAREST ACCESIBLE LOCATION TO ACCOMMODATE LOW VOLTAGE WIRING FOR 120V LED

POWER SUPPLY DEDICATED CIRCUIT, TO BE CONTROLLED BY RMCS

28 TAG LINE LETTERS, FONT: LHF SARAH SCRIPT TRUE TYPE, (SEE SHEET ID4.9-ID4.15 FOR

DETAILS)

29 CUSTOMER SERVICE DECOR ELEMENT (SEE SHEET ID5.9A,B,C,D,E FOR DETAILS)

30 FFI-S, FROZEN FOOD INDICATOR ON SOFFIT, (SEE SHEET ID5.5A,B,C FOR DETAILS)

31 PHRASE LETTERS, .75" MEDITE 3D (OR APPROVED EQ.) LETTER FINISH: DF-1 FACES AND

PAINTED SIDES M-2, FONT: CORBEL TRUE TYPE

32 HISTORIC MURAL VINYL WALLCOVERING, IMAGE SHOWN IS A GRAPHIC REPRESENTATION OF

THE HISTORIC MURAL CONCEPT, SEE SPEC FOR MORE INFORMATION

SHEET KEY NOTES

GENERAL NOTES

1.  SEE DeCA UNIFORM DECOR 2010 "ADAPTIVE UNIFORM DECOR PACKAGE" FOR DETAILS

NOTED IN SHEET KEYNOTES. http://www.decafacilities.com/DeCADesign/AppendixD.aspx

2.  DECOR ELEMENTS OF THE "ADAPTIVE UNIFORM DECOR PACKAGE" HAVE BEEN

PROPORTIONALLY REDUCED AND ADAPTED TO WORK WITH STORE SIZE.

3.  PAINT WALL SURFACES BELOW SOFFITS N-2 U.N.O.

4.  INSTALL RESILIENT BASE BEHIND ALL CASES U.N.O.

5.  TAPE, SAND AND PRIME GYP. BD. BEHIND REFRIGERATED CASES

6.  PRIME AND SEAL CMU BEHIND REFRIGERATED CASES
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 1/4" = 1'-0"A12.1 A12.2
A ENLARGED PRODUCE DECOR

 1/4" = 1'-0"A12.1 A12.2
B ENLARGED MEAT MARKET DECOR

 1/4" = 1'-0"A12.1 A12.2
C ENLARGED NORTH DAIRY DECOR

 1/4" = 1'-0"A12.1 A12.2
D ENLARGED WEST DAIRY DECOR

 1/4" = 1'-0"A12.1 A12.2
E ENLARGED FROZEN FOOD DECOR

 1/4" = 1'-0"A12.1 A12.2
F ENLARGED EXIT DECOR

SHEET KEY NOTES

GENERAL NOTES

1.  SEE DeCA UNIFORM DECOR 2010 "ADAPTIVE UNIFORM DECOR PACKAGE" FOR DETAILS

NOTED IN SHEET KEYNOTES. http://www.decafacilities.com/DeCADesign/AppendixD.aspx

2.  DECOR ELEMENTS OF THE "ADAPTIVE UNIFORM DECOR PACKAGE" HAVE BEEN

PROPORTIONALLY REDUCED AND ADAPTED TO WORK WITH STORE SIZE.

1 CURVED VALANCE FINISH PL-1, (SEE SHEET ID5.0A,B,C,D FOR DETAILS)

2 1X8 HEMLOCK TRIM STAINED S-1

3 FEATURE WALL PAINTED ACCENT, (SEE SHEET ID4.2-ID4.8 FOR DETAILS)

4 DEPARTMENT LETTERS, LETTERS TO BE .75" MEDITE 3D (OR APPROVED EQ.) LETTER

FINISH TO BE DF-1 FACES AND SIDES PAINTED M-2, FONT: CORBEL TRUE TYPE, (SEE

SHEET ID5.0A,B,C,D FOR DETAILS)

5 TAG LINE LETTERS, FONT: LHF SARAH SCRIPT TRUE TYPE, (SEE SHEET ID4.9-ID4.15

FOR DETAILS)

6 LED LIGHTING: INDIRECT ILLUMINATION OF DEPARTMENT WALL TO BE PROVIDED BY

TWO LINEAR STROKES OF 12V US-LED QZR-6-12-W LIGHTING (OR APPROVED EQ.)

RECESSED BEHIND VALANCE FACE, (SEE ID5.0 & ID5.10C FOR DETAILS)

7 1/2" LIQUID TIGHT NON-METALLIC CONDUIT CUT FLUSH W/ FACE OF WALL AND RUN TO

THE NEAREST ACCESIBLE LOCATION TO ACCOMMODATE LOW VOLTAGE WIRING FOR

120V LED POWER SUPPLY DEDICATED CIRCUIT, TO BE CONTROLLED BY RMCS

8 1X4 TRIM FINISH Y-1 MOUNT DIRECTLY TO WALL WITH 3M VHB TAPE & SILICONE

9 LOGO PANEL DIRECT-PRINTED WITH HIGH RES. 6 COLOR PROCESS UV STABLE INKS TO

.25" BLACK SINTRA (OR APPROVED EQ.) & ROUTED TO SHAPE FOR LOGO INTEGRITY,

(SEE SHEET ID4.1 FOR LOGO DETAILS & SEE SHEET ID5.11 FOR MOUNTING DETAILS)
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SHEET KEY NOTES

GENERAL NOTES
1.  SEE DeCA UNIFORM DECOR 2010 "ADAPTIVE UNIFORM DECOR PACKAGE" FOR DETAILS NOTED IN SHEET KEYNOTES.

http://www.decafacilities.com/DeCADesign/AppendixD.aspx

2.  DECOR ELEMENTS OF THE "ADAPTIVE UNIFORM DECOR PACKAGE" HAVE BEEN PROPORTIONALLY REDUCED AND

ADAPTED TO WORK WITH STORE SIZE.

 1/4" = 1'-0"A12.1 A12.3
A ENLARGED CLUBPACK SAVINGS

 1/4" = 1'-0"A12.1 A12.3
B ENLARGED NORTH BAKERY & DELI

 1/4" = 1'-0"A12.1 A12.3
C ENLARGED WEST BAKERY & DELI

 1/4" = 1'-0"A12.1 A12.3
D ENLARGED SOUTH BAKERY & DELI

 1/4" = 1'-0"A12.1 A12.3
E HISTORIC MURAL VINYL

 1/4" = 1'-0"A12.1 A12.3
F CUSTOMER SERVICE & MISSION GRAPHIC

1 1X8 HEMLOCK TRIM STAINED S-1

2 1X11 TRIM PAINTED ALUMINUM FINISH M-1

3 4.5" DEEP ALUMINUM VALANCE PAINTED M-1, (SEE SHEET ID5.10C FOR DETAILS)

4 DEPARTMENT LETTERS, LETTERS TO BE .75" MEDITE 3D (OR APPROVED EQ.) LETTER

FINISH TO BE DF-1 FACES AND SIDES PAINTED M-2, FONT: CORBEL TRUE TYPE, (SEE

SHEET ID5.0A,B,C,D FOR DETAILS)

5 FEATURE WALL PAINTED ACCENT, (SEE SHEET ID4.2-ID4.8 FOR DETAILS)

6 PHRASE LETTERS, .75" MEDITE 3D (OR APPROVED EQ.) LETTER FINISH: DF-1 FACES

AND PAINTED SIDES M-2, FONT: CORBEL TRUE TYPE

7 1/2" LIQUID TIGHT NON-METALLIC CONDUIT CUT FLUSH W/ FACE OF WALL AND RUN TO

THE NEAREST ACCESIBLE LOCATION TO ACCOMMODATE LOW VOLTAGE WIRING FOR

120V LED POWER SUPPLY DEDICATED CIRCUIT, TO BE CONTROLLED BY RMCS

8 BAKERY VALANCE LETTERS AND SQUARES OF .5" MEDITE 3D (OR APPROVED EQ.)

PAINTED Y-1, ATTACH DIRECTLY TO VALANCE WITH 3M VHB TAPE & SILICONE, FONT:

CORBEL TRUE TYPE

9 BAKERY / DELI TILE, SEE SHEET A8.3 FOR MORE INFORMATION

10 LED LIGHTING: INDIRECT ILLUMINATION OF DEPARTMENT WALL TO BE PROVIDED BY

TWO LINEAR STROKES OF 12V US-LED QZR-6-12-W LIGHTING (OR APPROVED EQ.)

RECESSED BEHIND VALANCE FACE, (SEE ID5.0 & ID5.10C FOR DETAILS)

11 HISTORIC MURAL VINYL WALLCOVERING, IMAGE SHOWN IS A GRAPHIC

REPRESENTATION OF THE HISTORIC MURAL CONCEPT, SEE SPEC FOR MORE

INFORMATION

12 MISSION GRAPHIC VINYL, DIRECT-PRINTED WITH HI RES. 6 COLOR PROCESS UV

STABLE INKS

13 CUSTOMER SERVICE DECOR ELEMENT (SEE SHEET ID5.9A,B,C,D,E FOR DETAILS)

14 BUMPER RAILS W/ RIGID VINYL WAINSCOT - TYPICAL SEE DETAIL H/A9.2

15 CUSTOMER SERVICE COUNTER

16 FEC - FIRE EXTINGUISHER CABINET

17 ALUMINUM FRAMED WINDOW SYSTEM
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